
® MONTGOMERY WATSON 

August 3, 1999 

Barbara Magel, Esquire 
Chairman, ACS RD/RA Executive Committee 
Karaganis & White 
414 North Orleans Street 
Chicago, IL 60610 

Re: Evaluation of the ACS NPL Site 
Groundwater Treatment Plant 
Y2K Compliance 

Dear Ms. Magel: 

V) 
q/);qq 

In response to the July 1, 1999 U.S. EPA request, we have completed our evaluation of the 
Y2K readiness of the ACS NPL Site groundwater treatment plant. Our evaluation included 
equipment that could possibly contain date/time-embedded information, that potentially 
would be affected by Y2K impacts. The attached memo and attachments summarize our 
findings. 

Our evaluation has identified two pieces of equipment that are not Y2K ready: The man
machine interface (MMI-desktop PC that is used to interface with the programmable logic 
controller), and the autodialer alarm. 

Corrective Actions: 
It is our intent, given that the groundwater treatment plant is currently being upgraded and 
that eventually the ISVE control system will be added, to replace the existing MMI with a 
more powerful, expandable Y2K-compliant PC. We will test the autodialer, if possible, for 
Y2K readiness, and if necessary, replace it, too. 

Contingency Plan: 
Because the systems at the site are dependent on power and natural gas (for heat inside the 
building), and the potential for these utilities to be affected by Y2K impacts is unknown, 
our plan is to tum the groundwater treatment plant off from noon on Friday, December 30, 
1999 until 8 am on Monday, January 3, 1999. In this manner, we will be certain that the 
treatment system(s) do not malfunction, in the event that the tum-of-the-century affects any 
of the local utilities. This temporary shut-down should not significantly effect the 
performance of the plant, and the plant will be restarted in a controlled manner on 
January 3. 

Based on the information provided to us by suppliers, manufacturers and vendors, and 
based on our knowledge of the systems at the Site, the two problems identified above 
should be easily resolved. However, while we have conducted this evaluation, we cannot 
guarantee the readiness of all the equipment, as we have relied upon supplier and vendor 
information in our evaluation. 

2100 Corporate Drive 
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60101 
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We appreciate the continued opportunity to provide services to the ACS RD/RA Executive 
Committee. If you have any questions regarding this Y2K evaluation, please contact me at 
(630) 691-5045. 

Sincerely, 

:r;::ri::_N 
Thomas A. Blair, P.E. 
Project Engineer 

Enclosures: Memo: Y2K Compliance- ACS Groundwater Treatment Plant 
Table : Compliance of Individual Treatment Plant Components 
Various Manufacturer's Cut Sheets Describing Y2K Compliance 

cc:\ Kevin Adler, U.S EPA Region V 
Peter Vagt 
Todd Lewis 
Rob Adams 

T AB/tab/PJV 
j:\1252\042\Y2K\125204225a00 !.doc 
1252042.25813003 
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SITE NAME AMERICAN CHEMICAL SERVICES 

DOCID# 151750 

DESCRIPTION Y2K COMPLIANCE TABLE 
OF ITEM(S) 

PRP RMD - AMERICAN CHEMICAL SERVICES 

DOCUMENT COLOR OR X RESOLUTION -
VARIATION 

DATE OF ITEM(S) NONE 

NO. OF ITEMS 2 

PHASE REM 

OPERABLE UNITS 

PHASE - Remedial - Removal - Deletion Docket _Original 

(AR DOCUMENTS ONLY) _Update#_ Volume - of -

COMMENT(S) 
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U.S. EPA Y2K Compliance for ACS Water Treatment Plant In Griffith Indiana 
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pHTester 1 & 2 

Model 396P TUpH combination pH/ORP sensor 

Model 3081 and 81 pH/ORP microprocessor analyzer 

54 pHIORP microprocessor analyzer 

SJS/JRITAB 

\\chi 1_server\jobs\ 1252\042\y2k\compliance.xls 
1252042.285813003 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

Yes 

No time/date stamp 

See Letter 

No time/date 

No time/date stamp 

No time/date stamp 

No time/date stamp 

No time/date stamp 

No time/date stamp 

No time/date 

See Printout 

No time/date stamp 

No time/date stamp 

Year-2000 warranty available upon request 

Not real time aware 

No time/date stamp 

No time/date stamp 

No time/date stamp 

No time/date stamp 
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2950ss submersible sump pump 

SJS/JRITAB 
\\chi1_server\jobs\ 1252\042\y2k\compllance.xls 
1252042.285813003 

- - . . - -. ~ ---- ~ - - ~ -
- --. - 0 _.... .......... ~ A V 

Yes See Printout 

Yes See letter 

Yes No century date comparisons 

No time/date stamp 

Yes Pumps P-3, P-4 and P-5 

No time/date stamp 

Yes Pumps P-6, P-7 and P-8 

See Printout 

Yes Pumps P-9 and P-10 

No time/date stamp 

.ingersoll-rand.com Yes Pumps P-12 and P-13 

• All ARO pumps are air operated 

No 

Yes Pumps P-18, P-19 and P-20 

(Sulfuric Acid Pumps) 

No 

Yes Pumps P-21, P-22 and P-23 

(Sodium Hydroxide Pumps) 

No time/date 

Yes No time/date stamp 

Yes No time/date stamp 
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To: 

cc: 

From: 
Subject: 

Tom-

Tom Blair 

Pete Vagt, 
Todd Lewis 

Scott Sherman 

Date: July 28, 1999 

Y2K compliance - ACS Groundwater Treatment Plant 

In response to your memo regarding the U.S. EPA's Year 2000 (Y2K) enforcement policy, 
I have completed an evaluation of equipment at the ACS groundwater treatment plant 
(GWTP). Below is a general list of the equipment that has been evaluated: 

1. pH probes and controllers 
2. Magnetic Flow Meters 
3. UV/Ox Programmable Logic Controller (PLC) 
4. Filter Press PLC 
5. Man/Machine Interface (desktop computer) 
6. Stranco polymer blending unit 
7. Timers 
8. Pressure Transmitters 
9. Uninterruptible Power Source 
10. Allen Bradley SLC 500 (PLC) and associated 1/0 Cards 
11. Liquid level switches 
12. Variable frequency drives 
13. Auto Dialer 
14. Air Compressor 
15. Sand Filter Backwash LOGO® Unit (See Todd for Information) 
16. Metering Pumps 

Please find the attached spreadsheet for a detailed list, which includes model numbers, 
manufacturers and status of the equipment. 

The evaluation consisted of the following: 

• Reviewing cut-sheets for each piece of equipment to determine if the equipment 
relies on date-sensitive programming 

• Calling manufacturers to find out if equipment is Y2K compliant 



• If equipment is not Y2K compliant, requesting information on upgrades, 
replacement or testing of equipment 

• Requesting from manufacturers written verification of their product's Y2K 
compliance status 

Please find enclosed the manufacturer's verification letters. 

The only pieces of equipment that should be affected by Y2K are those which depend on 
real time internal clocks to operate. Below is a comprehensive list of such pieces of 
equipment: 

• Man machine interface (Compaq Presario 4112 P120) 
• Auto dialer (cat.# 490-0434) 
• SLC 500 (PLC) and associated 1/0 cards (model: 1747-L543 SLC 5/04) 
• Filter Press PLC (model: 30-1) 
• Sand filter backwash LOGO unit (model: LOGO 230 RC) 

Based on manufacturer's responses, it has been determined that the GWTP at ACS is in 
compliance with the U.S. EPA Y2K enforcement policy with the exception of the 
following issues: 

• The man/machine interface is not ready for Y2K 
• The auto dialer needs to be tested manually to ensure Y2K readiness 

In order to solve these problems, both of the above manufacturers have been contacted and 
have supplied information regarding the steps necessary in order to be ready for Y2K. The 
actions that will be taken are as follows: 

• The man/machine interface will either be upgraded or replaced 
• The auto dialer will be manually tested according to steps supplied by the 

manufacturer, and if necessary, replaced 

Due to the fact that we did not make any of the equipment involved in this evaluation, I can 
only depend on the information provided by individual manufacturers, and I am unable to 
make any guarantees. However, upon completion of these steps, the GWTP at ACS will, to 
the best of my knowledge, be in conformance with the Year 2000 Information and 
Readiness Disclosure Act of 1998 (Public Law 105-271, 112 Stat.2386) enacted on October 
19, 1998. 

SJS 
\'chi l_servel'ljobs\1252\042\y2k\y2k_memo2.doc 
1252042.25813003 
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Rosemount Analytical 
2400 Barranca Parkway 
Irvine, CA 92606 

Fax Cover Sheet (.o:J ·!f. 

TO: Mr. scott Sherman DATE: July J4, 1999 

CO: Montgomery Wataon (IL) TIME: 3:52 PM PST 

FAX: (630) 691-5133 PHONE: (949) 863-1181, x7.26 

FROM: John Wright 
Rosemount Analytical 

FAX: ( 949) 414-7250 

REF: Year 2000 Readiness Disclosure Compliance S~atem~nt 

NUMBER OF PAGES INCLUDING C0Yn SHEET: [9] 

Dear Mr. Sherman; 

Rosemount Analytical, Uniloc Division, certifies that all 
instruments designed and manufactured by the Uniloc Division, do 
not have calendars. No instruments manufactured by Uniloc 
Division keep track of days, months, or years. 

This has been validated by reviewing all te~t and calibration 
procedures. In calibrating and setting up instruments for 
shipping, there is not a step in any procedure to enter a date. 

For your convenience, we have attached a list of all 
product names that we manufacture at Uniloc Division, 
which are covered by this letter's compliance ~tatement. 

liquid 
all of 

This ¥ear 2000 Readiness Di.sclosure statement, the attachments, 
and all previous Year 2000 statements provided by Rosemount 
Analytical, Uniloc Division, are desiqnated as "Year 2000 
Readiness Disclosures" !or the purpose of the U.S. Year 2000 
Information an~ Readiness Disclosure Act of 1998 (Public Law 105-
271). We will pos~ any additional information on our Internet. 
website, W!H·RAPni~oc.egm. 

very truly ~ fkr 
~ ;r 
Vice President of Marketing 

JW/psg 

P.S. This statement includes ou~ 54 pH/ORP analyzer; Bl pH 
analy2er; 385+ pH sensor; 396 TupH sensor; & 3081 pH tran$mitter. 



Rosemount Analytical- Uniloc Division 
2400 Barranca Parkway 
Irvine, CA 92606 
b.ttP:ItfiWW.rauniloc.s;om 
Pllone: (949) 863-1181 

Rosemount Analytical - Uniloc. 

September, 1998 

F-608 T-693 P-002 

RE: Rosemount Analytical - Uniloc's Year 2000 Readin~ 

Dear Uniloc Customer. 

JUL 14 '99 16:05 

As the year 2000 approaches, the issues and challenges of moving to the new 
millennium are becoming increasingly more visible. Uniloc recognized its responsibility 
to properly address this challenge and began a project to validate product perfonnance 

relating to year 2000 Issues several years ago. While our products have been designed 

for use regardless of the century designation in a date, UnHoc understands the 
importance of the global support infrastructure we have built over the past twenty years 
and has taken the action necessary to ensure yoo,r continued success with our products. 

When Uniloc started this process, there were no industry-defined standards for being 
'"Year 2000 Ready,• Uniloc articulated its own standards, based on date Issues found in 
ISO, ANSI, FIPS. and BTl, and utilized software developed in-house, as wen as software 
that was recently provided by National Software Testing laboratory (www.nstl.com). 
Application of this definition, through a carefully defined process, has validated that our 
shipping products are Year 2000 ready. This same definition has been used to 
validate that our internal business system is capable of providing the same 

quality of service and support to our CUstomers and business partners beyond 
the year 2000. 

Sincerely, 

~-
Micheal Mims 

. LAN Administrator, Unitoc 

... :·-· 
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Lfquid Products of Rosemount Analytlcai·Uniloc 

5 SENSORS ., 

co 
IS) 
UJ 
I 

lJ... 

pH 
300, 300 Cartridges 
3208 
320HP 
328A 
381, 381+ 
385,385+ 
389 
396, 396 P, 396 A 
397 
399 
Electrodes for 381 & 320 
Electrodes for Sarles Ill 
Flat Glass 396, 396 P. 396 A 

Conductivity 
112 
140 
141 
142 
150 
121 
222 
225 
226 
228 
400 Series 
Endurance 401,402,403 
PO Series 
Cells, Ball Valve 
Cells, Epoxy 
Cells, Glass 
Cells. II (SS) X 1 
Solu Cube Sensors, 2701 

*All Rosemount Analytical, Uniloc products are Year 2000 compliant. 
Chlorine 

450 
499ACI 
5212408 
90243-705 
90253-706 
921643 
921243 H 
KA921243 
KR921243H 
KA921643 

Dissolved Oxygen 
430 
499ADO 
921103 

Ozone 
499AOZ 

INSTRUMENT$ 
pH 

54 pHIORP "1 002 
10548 pH '1003 
10548 ORP "1 050 
SCL-P & SCL-Q ·1054A's 
81 pH •2054's 
1181 pH & 1181 ORP "942 
2081 pH "943 
3081 pH/ORP "960 .tq.,, 

Dissolved Oxygen 
10548 DO 
1181 DO 
1181 PB 
1181 so 

·ao3 
·1054A DO 

J 

1-800-854-8257 
The right people, the right answers, 

right now. 

On-line ordering is also available on our web site at 
www .RAuniloc. com. 

Conductivity 
54 c 
10548 c 
10548 LC 
10548 A 
10548 T 
10548% 
81 T 
1181 c 
1181 T 
2081 c 
3081 c 
3081 T 

.711 

.723 
*733 
"750 

'1054A's 
~2054's 

SCL-C & SCL-A-Solu Camp 
BB-1000 
88-2000 
CH160 
CH16RB 
SC-19A • Solu Bridge 
SC-19C • Solu Meter 
Solu Cube, 2700 

Chlorine 
925 ·as3 
10548 CL •1054A TFC 
1181 RC 
OC925 
PWC921 

Humidity 
EEJA 
HIC 
HTC 
Humichek 
TR Series 

Ozone 
10548 oz *940 

Refractometers 
REFRACT-OS 

Turbidity 
PT Series 
T·A2120 

"1054A OZ 

* Obsolete products 

Please revlew flip slda tor other Asher-Rasomounl Products. 
~ ~ ~· ~ ~ ~ ~ ~ ~ 
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Looking for Fisher .. Ro$emount Products.? · . · . ·_ · · .... 
v 
r~ Analytical • Liquid IOIIMGIIIriNAlYIUL 
~ UNlLOC DIVISION 1-800-854-8257 

Chlorine 
Conductivity 

i Dissolved Oxygen 
cL Humidity 
M Ozone t pH 

Refractometry 
§ Tu1bldity 
I 

LJ... Analytical • Gas 
PROCESS ANALYTIC DIVISION 1·800-433-6076 
Boiler Control 
Combustion Control 
Emissions Monitoring 
Flue Gas 
Gas Chromatograph 
Laser Raman 
Nondisperslve Infrared 
Opacity 
Oxygen 
Ultra Violet 

Analytical - Laboratory 
TEKMAB· PORHMANN 1·800=543-4461 
Air (Canisters & Tubes) 
Chlorine 
Headspace 
Nitrogen 
Purge and Trap 
Solid Phase Extraclion 
Sulfur 
Thermal Desorption 
roc 
TOX 

Pressure, Temperature, Flow, IGIIMIIII' 
& Level Transmitters Me.asw-ement 
ROSEMOUNT 1-80Q·999-9307 - t>l viSion 

AMS 
ROSEMOUNT 1-800=999-9307 

Valves (fUdEir] 
FISHER CONTROLS 1-800·558-5853 
Ball 
Butterfly 
Control 

Posltloners 
fiSHER COf\IfBOLS 1-800·558-5853 

Controllers 

fiSHEB CONTROLS 1-800·558-5853 
Digital vatve 
Level 

Pneumatic Pressure 

·Regulators 

FISHER CONTROLS REGULATORS 
1·800·558-5853 
House Service 
Natural Gas 
Pressure 
Steam 
Tant< Blanketing Systems 
Propane 

Field Alltomatlon 
FISHER CQNTROLS REGULATOR$ 
1-aoQ-558-5853 
Gas fl()l.'i Computers 
Remote Terminal Units 

) 

' ~ . ..- . 

Process Automation Solutions ftSJII·RIBEMIUir 
FISHEA-BQSEMOUNT SYSTEMS 512·8®·2190 

' 
DeltaV 
Provox 
AS3 

Petroleum measurement products 

EISHEA·BOSEMOUNT PETROLEUM 
1·800-FLOWSPC 
Provers 
Custody Transfers 
Metering Skids 

Flow measurement & Control 11rDo11J lllltrament 
BROOKS !NS~RUMENT 215~362-35QQ 
Electromagnetic 
Flow Controllers 
Positive Displacement 
Pressure Regulators 
Rotameter 
Sight Flow 
Thermal Mass Flow 
Variable Area Flowmeter 

Corlolia-based measurement prodllcts 

MICRO MOTION 1-800-622-MASS MICtiMaiiDI 
Flow 
Density 
Vlscoslty 

Plt~g & Ball valves 
XOMOX 1·800-749-1735 
TUFLINE Brand 

Actuators 
L<OMOX 1·800· 749-1735 
Matryx Orand 

XOMOX 
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F-608 T-693 P-005 JUL 14 '99 16:07 

. . . 

YEAR 2000 COMPLIA~CE VERIFICATION REPORT 

ROSEMOUNT ANALYTICAL INC.; UNILOC DMSION 

Product Model Number: Model 54 Instrument FamiJY . . . 
. . 

The product listed above has been subjected to Year 2000 (Y2K) compliance verification in 
accordance with Procedure DoP--4~19. Revision B. The results of that yerification are. shown 
below. 

2.1. Does the product have any memory that could be used to.store a date? 
YES• NO 
If yes, proceed to item 2.2. If no, p~ to item 2.4. i 

2..2. · · Does the product have a Wa:y of entering a date ~ remote· control or key pad? 
YES• NO . 
If yes, proceed to item 2.3. If no, proceed to ltein 2.4.1. . 

2.3. Enter the following dates aoo check product perfoi:mance. 

September 9, 1999 
December 31, 1999 

. January 1, 2000 
January 1 o. 2000 
February 28, 2000 
February 29,2000 
February 28, 2004 
·February 29, 2004 
February 28, 2020 
February 29, 2020 

09109/1999 
12131/1999 

. '01/01.12000 
01/10ll000 
0212812000 
0212912000 
0212812004 
02i29/2oo4 . 
02i28J2020 . 
0212912020 . 

.. 
Did the prodl:ld. maJ~mption with any of the above dates entered into memory? 
YES ; . · ;Noe~ : . 
If yes, proceed~ Item 2.4.2. ~no, 'proceed to~ 2.~.1. 

2.4. Test Results 

2A~ 1 •. If the answers .to· 2.1., 22 .. or 2.3. are no then the product is Y2K compliant. 
. · . The product§ Y2K compliant. . Iii · · 

2.4.2. If the answer to 2.3. is yes, then the product is not Y2K compliant 
The product is not Y2K compliant. 0 

V~rification Person: Wallace Browning Signature · "lueb.r i(r...r4"~
Date: 12/15198 
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YEAR 2000 COMPLIANCE VERIFICATION REPORT 

ROSEMOUNT ANALYTICAL INC .. , UNILOC DMSION 

_ 1.0 Product Model Number: Model811nstrument Family 

-

-

2.0 The produd listed above has been subjected to Year 2000 (Y2K) compliance verification in 
accordance with Procedure DoP-40-019 Revision B. The results of that verification are shown 
below. 

2.1. Does the product have any memory that could be used to store a date? 
YESe_ NO 
If yes, proceed to item 22. If no, proceed to item 2.4.1. 

2.2. Does the product have a way of entering a date by remote control or key pad? 
YESe_ NO 
If yes, proceed to item 2.3. If no, proceed to itein 2.4.1. 

2.3. Ent~r the following dates and check product perfonnance. 

September9,1999 
D~r31, 1999 
January 1. 2000 
January 10. 2000 
February 28, 2000 
February 29, 2000 
February 28, 2004 
February 29, 2004 
February 28, 2020 
February 29, 2020 

09109/1999 
12131/1999 
0110112000 
01/.1012000 
02/28/2000 
02129/2000 
02/2812004 
02129/2004 
02128/2020 
02/2912020 

Did the product malfunction with any of the above dates entered into memory? 
YES NO•_ 
If yes, proceed to item 2.4.2. If no, proceed to item 2.4.1. 

2.4- Test Results 

2A.1. If the answers to 2.1., 2.2., or 2.3. are no then the product is Y2K compliant 
The product Is Y2K compliant. Iii 

2.4.2. If the answer to 2.3. is yes, then the product is not Y2K compliant 
The product is not Y2K compliant. 0 

Verification Person: Wallace Browning Signature Vdlt:ut~v::..::Z., · 
Date: 12/15198 ).t 
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YEAR 2000 COMPLIANCE VERIFICATION REPORT 

ROSEMOUNT.ANAL YTICAL INC., UNILOC DMSION 

1.0 Product Model Number. Modef 3~5+ Sensor Family 

2.0 The product listed above has been subjected to Year 2000 (Y2K) compr.ance verification in 
accordance with Procedure DoP-40-019 Revision B. The results qtthat verificatio~ are shown 
below. 

......... 

2.1.. Does the· product have any memoryth• cq&:Jid be used to. stOre a date? 
YES NO•_ . 
Jf yes, proceed to item 2.2. If no, proceed to item ?.4.1. 

. . 

2.2. Does the prOduct have a way of entering a date by remote control or key pad? 
YES NO 
lf yes, proceed to item 2.3. If no, proceed to item 2.4.1. 

2.3. Ent~ the fol.lowing dates aoo check prc.1duct performance. 

September 9, 1999 
December 31, 1999 
January 1. 2000 
January 10, 2000 
.February 28, 2000 
February 29, 2000 
February 28, 2004 
February 29, 2004 
February 28, 2020 
February 29, 2020 

09/09/1999 
12131/1999 
0110112000. 
01/10/2000 
0212812000 
0212912000 . 
0212812004 
02129!2004 
0212812020 
02/2912020 

· Did the product malfUnction with any of the above dates entered into memory? 
YES NO 
If yes, proceed to item 2.4.2. If no, proceed to item 2.4.1. 

2.4. Test Results 

2.4.1. lf the answers to 2.1., 2.2., or 2.3. are no th~n the product. is )'2K compliant. 
The product!§. Y2K ~pliant. IE 

2A.2. If the answer· to 2.3. is yes, then the prOduct i$ not Y2K compliant. 
The product is not Y2K c~mpliant. [J 

Verification Person: Wallace Browning 
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YEAR 2000 COMPLIANCE VERIFICATION REPORT 

ROSEMOUNT ANALYTICAL INC., UNILOC DIVISION 

1.0 Product Model Number: Model 396 Sensor Family 

2.0 The product listed above has been subjected to Year 2000 (Y2K) compliance verification in 
accordance with Procedure DoP-40-019 Revision B. The results of that verification are shown 
below. 

2.1. Opes the product have any memory that could be used to store a date? 
YES NO•_ 
If yes, proceed to item 2.2. If no. p~ to ~m 2.4.1. 

. . 
2.2. Does the product have a way of entering a date by remote control or key pad? 

YES NO 
If yes, proceed to item 2.3. If no, proceed to item 2.4.1. 

2.3. Enter the following dates and check product performance. 

September 9, 1999 
D~r31, 1999 
January 1, 2000 
January 1 0, 2000 
February 28, 2000 
February 29, 2000 
February 28, 2004 
February 29, 2004 
February 28. 2020 
February 29. 2020 

09/09/1999 
12131/1999 
01/0112000 
01/10!2000 
0212812000 
0212912000 
0212812004 
02/29/2004 
02128/2020 
0212912020 

Did the product malfunction with any of the above dates entered into memory? 
YES NO 
If yes, proceed to item 2.4.2. If no. proceed to item 2.4.1. 

2.4. Test Results 

2.4.1. If the answers to 2.1., 2.2., or 2.3. are no then the product is Y2K compliant. 
The product!!. Y2K compliant l&l 

2.4.2. If the answer to 2.3. is yes, then the product is not Y2K compliant. 
The product Is not Y2K compliant. D 

VertncatJon Person: wallace Browning Signature ~£ )~u~ 
Date: 12115198 ~ 
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YEAR 2000 COMPLIANCE VERIFICATION REPORT 

ROSEMOUNT ANALYTICAL INC •• UNILOC DIVISION 

1.0 Product Model Number: Model 3081 Instrument Family 

2.0 lhe product listed above has been subjected to Year 2000 (Y2K) compliance verification in 
accordance with Procedure DoP-40-019 ReviSion B. The results of that verification are shown 
below. 

2.1. Opes the product have any memory that could be used to store a date? 
YESe_ NO 
If yes, proceed to item 2~2- If no, prooeed to item 2.4.1. 

. . 
2.2. Does the product have a way of entering a date by remote control or key pad? 

YES•_ NO 
ff yes, proceed to item 2.3. If no, proceed to item 2.4.1. 

2.3. Enter the following dates and check p~uct perfonnance. 

September 9, 1999 
December 31, 1999 
January 1, 2000 
January 10,.2000 
February 28, 2000 
February 29, 2000 
February 28, 2004 
February 29, 2004 
February 28, 2020 
February 29, 2020 

09/09/1999 
12/31/1999 
01/0112000 
01/1012000 
02/28/2000 
0212912000 
02/2812004 
02/29/2004 
02/2812020 
02129/2020 

Did the product malfunction with any of the above dates entered into memory? 
YES NOe_ 
If yes, proceed to item 2.4.2. If no, proceed to item 2.4.1. 

2.4. Test Results 

2.4.1. If the answers to 2.1., 2.2., or 2.3. are no then the product is Y2K compliant 
The product 11. Y2K compUant 00 

2.4.2. If the answer to 2.3. is yes. then the product iS not Y2K compliant 
The product is not Y2K compliant. D 

Verification Person: Wallace Browning Signature ~cU:../.~~~ 
Date: 12115/98 ''WJ 
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Year 2000 Readiness Disclosure· 

July, 1999 

Dear Valued Customer, 

Cole-Fanner Instrument Company has lona emphasized customer se.[\lice and maintaining good customer 
relationships. We are committed to preventing the Year 2000 problem from setting in the way of our servic:c. No 
organization can guarantee 1hat its computer and telecommunications systems won't be affeeted by Y2K. Even 
if we are fully Y2K compliant, we may be affected by failures in some other organization· s systems -
government agencies, suppliers, banks, transportation firms and many others in our supply chain. Perhaps 
everything will work out fine, with only minor problems. We'll find out by January 1. 2000. However, we can 
assure you that we are doing our utmost to minimize the disruption to you, our customer. We can tell you what 
we are doing and will commit to do to ensure that you are as protected as possible from the impact of Y2K. We 
have put together a project plan and are moviJli ~ively in meeting the target dates. 

• Our current products: We have contacted all of~Jur product suppliers and have acquired information on 
products from our Cllll"e.Dt suppliers. As we add ne products to our product Jine. and we arc doing so 
constantly, we are deteiJnini.n8 their Y2K status. a product is not compliant or we have· been unable to 
detennine the Y2K status of a product, we'll tell y u when you order. You can then decide for yourself how 
important it is to you. In some instances we will bd able to teJJ you how it is '"not compliant. n An.y 
information provided by Cole-Pa.rmer about produfts is based on information supplied by our suppliers. 

• Products you already ordered from us: Ifyou need the Y2K status of an item you ordered in the past, 
send a letter, fax. Ol' e-mail with the name of your company. the company address and fax number, the Cole
Fanner item nwnber and the date the item was purchased to Helen Schabes. She'll see that it is researched 
and you'll receive a response shortly after she does. You can fax Helen at 8471247-2985 or e-mail her at 
y2lc@colepanner.com. Cole-Panncr stands behind the products we sell; if you have purchased a product 
from us and it fails because ofYear 2000, despite our best efforts and yours, we will replace the product.ln 
addition, a product's compliance may depend on the \YaY the product has been integrated into your system. 
You must verify this yourself. 

• Our suppliers: We have contacted all of our suppliers. All of our cum."nt item suppliers have responded and 
we are following up with them as they complete their Y2K project plans. We are continuously adding new 
suppliers, and we have a system to evaluate their Y2K readiness as well. 

• Our computer systems and equipment: We have inventoried and evaluated all of our Information 
Technology systems and equipment. We staned working on this issue in 1992. As we upgraded our 
computer systems, we incorporated either a4-digit year or a !-digit century into the databases and programs. 
This functionality already exists in the vast majority of the systems. Y2K programming for all systems has 
beCJl completed and all programs have been tested and put back into production. We are carefully enforcing 
standards to prevent new problems from being introduced. Our PC, Macintosh, and telecommunications 
hardware. software, and networks have been inventoried and the statuS of each has been documented. AJl 
updates currently available have been applied. As you may know, some sofcv.-are and hardware companies 
arc still finding problems, so we can't vouch that there won't be additional changes. 

• Our embedded systems: We have identified all embedded sys[ems throughout the building and are have 
detcmrined their status from our suppliers. We have implemented updates where needed and where 
available. Updates still to be done will not impact our ability to cany out our core business processes. 

·This document is issued under the "Year 2000 Jnformation and Readiness Disclosure Act'' 

- - Servbg the Research and Technfcai Ccmmuni:ies \Vor:dv·Jkl~in•---------------------
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• Incoming and out&oing data streams: We have identified all incoming and outgoing data streams and have 

come to agreements and understandings to be sure that they do not coilllpt our data and that we do not 

corrupt another company·s data. We are able to use the 4010 fonnat for EDI, if you wish. 

• Budget: Substantially all costs related to the company's year 2000 initiative are expensed as incurred and 

funded through operating cash flows. 

+ Contingency plans: We have developed contingency plans for failures. both internally and as a result of 

suppliers. We have already put some of the plans into effect for any possible emergency. In case of such 

failures. we wm not be able to provide the level of service that we currently provide. These plans are much 

like insurance policies: we sincerely hope we will never have occasjon to use them. but we need them just in 

case. 

At this time. we arc confident that we are well prepared for Y2K. However, there are elements in our supply 

chain thai arc beyond our control. In addition. issues may surface that we are not aware of at this time. For this 

reason, we will not sign year 2000 ccrti.fication letters which imply warranty of our suppliers' systems in 

addition to those systems under our control. I am sure you can appreciate our position on this maner. 

You can get information. including a list ofthe products that we know are not currently Y2K complian~:- through 

our Facts on Demand system (dial 800/410-6090 and request document 09803) or through our Web site 

(www.colepanner.com/Y2k!Y2k.htm}. Please rccogni%e that our Year 2000 compliance review is an on-going 

process and continually evolving. Consequently, there can be no assurance that our response wj)l be the same 

later. The statements in this l~er are retroactive in the sense they supersede all prior written and oral statemenlS 

made by Cole-Parmer to its customers. 

We ascribe to the belief that when it comes to the Year 2000 none of us will be successful unless most of us are 

successful. We want you to be successfuL Maintaining excelJent working relationships with our customers is 

par.unount to Cole-Panner. We hope we have proved this to you over and over in the past. Rest assured that the 

year 2000 will not bring any disruption in that relationship. 

· ector, Business Systems 
Year 2000 Project Coordinator 
Jbudde@colepamler.com 

-~~ 
Glenn Doering 

.. 

Director. Marketing Operations 
Year 2000 Project Database Administrator 
Gdocring@c:olcpanncr .c:om 

.. _- S~rving the Research and Technical Comm:..1r:lties Wor;~'i1yk;;~"r:;------------------



~t by: GEORGE FISCHER INC. 

~ -GEORGE FISCHER +GF+ 
Piping Systems 

714 731 5770j 07/14/99 1 :27PM;}etfu; #345;Page 1/2 

Fax Memorandum Tustin, July 14, 1999 
Y2000 fax.dot 

Tel: (714) 731-8800, Ext. 255 
Fax: {714) 731-5770 
E-mail: barbara.sipe@us.plpi~.georgefischer.com 

Fax to: ~a 7 81 1 5 illfP!t 
Montgomery Watson 
Edison. JL 
fax: 630-691-5133 

From: Barbara Sipe 

Re: +GF+ SIGNET Year 2000 Compliance 

1/3 Page(s) 

Following please find information regarding the Year 2000 Compliance of +GF+ SIGNET 
products. 

Sincerely, 

Barbara Sipe (Via modem) 
Sales Administration 

George F'18cher Inc., 2812 Dow Avenue, Tuslln, c.llfomla tueo.7215 
Tel. (714) 731-8800. Toll F,... (800) 854-4080. Fu (714) 731o&201 
e-md: infoOULpiping.gecqet;acher.ccn 
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•Gffo SIGNET Proclud U...... + Appllcal5o• + Tcuwet Matbtt + Conplltol twws + Pntcluct Support 

14 October 1998 

+GF+ SIGNET Year 2000 Compliance 

With the approach of the new millenium, there is an increasing focus on the Year 2000 
{Y2K) bug in which the representation of a date in a two digit format may affect data 
calculations, displays, or interfaces with the data change from December 31, 1999 to 
January 1. 2000. 

+GF+ SIGNET has prepared the following statement to assist our customers with their 
Year 2000 Product Compliance requirements: 

The functionality and performance of all +GF+ SIGNET products will be 
unaffected by the Year 2000 data change. All current and past +GF+ SIGNET 
products do not use date infonnatlon in any calculations or Interfaces and will 
as such not be affected by the Year 2000 date change. 

In addition, +GF+ SIGNET is currently completing steps in an internal Year 2000 
program of critical business processes, applications, and crHical suppliers to ensure the 
continuation of products and services. 

_? ___ ,_fUA__--.:-__ 

Shahab Vahdani 

+GF+ SIGNET Quality Assurance Manager 

If you have additional questions, please contact Shahab Vahdani at: 

e-mail: 

phone: 

shahab.vabdani@gfslgnet.com 

{6.26) 571-2770 ex: 120 

fax: (626) 573-2057 Attn: Shahab Vahdanl 

-----------------··"""'" .. ,.,. .......... --



1-519-941-8164 I.C. CONTROLS 

~@CONTROLS 

July 18th, 1.999 

Montgomery-Watson 
Addison, IL 

fax# 1-.63Q.fJ91-6133 

ADn: Scolt Sherman 

538 P01 JUL 16 '99 10:46 

pH/ORP 

CONDUCTIVITY 
DISSOLVED OXYGEN 
STANDARDS 

We •e wrlllng lo responae to your request for Information as to the approach IC Controls Is taking to 
ensure that our products and our operation are Year 2000 compliant. We are endeavoring to 8n$ure 
t11at our equipment, syslems and operations are Year 2000 compliant 

IC Controls can 888Ure you that there is zero risk from using IC Controls manufactured products In the 
Year 2000. Our exisling IC Controls manufacwrecf products do not have a date dependant clock/time 
keeper In them and ~ therefore unaffected by the m01ennlum change. New products under 
development by IC Controls are being programmed to be year 2000 compliant 

IC Controls Is a manufacturer and is based out of one location. We have upgradad aH of our major and 
many of owr incidental programs to Year 2000 compliant versions and are currently running on them. 
This Includes our Business software (which governs our accounting, order entry, purchase orde!'S. 
Inventory, work flow and various analysis functions), our major data retrieval systems. as well as many 
other Incidental products which may affect our daily operations. 

As a valued customer, be assuract that we are making all reasonable effons to ensure that the transition 
Into the mUienniUm proceeds smoothly and that provision of our products and services wll remain 
unc~. 

On Behalf d IC Controls, 

~~~ 
~c : Rosalie FitZpatrick, EXT.1 15 

YEAR 2COO OOORDINATOR 
FINANCE & ACCOUNTING MANAGER 
Mnall:~~ 

29 ~ lWGd Orqeville, ON L9W lRl Pholv: (519) 941-8161 Far (519) ~1-8164 
www • ia:ontrols . com 



Results 

The following Year 2000 Readiness Disclosure reflects the known status as 
of 12 July 1999 9:01 EST and is, to the best of our knowledge, correct. This 
information is subject to change without notice and should be periodically 
reverified. This summary report contains 697 finds. 

EBPA IS PROVIDING THIS INFORMATION TO YOU ON AN "AS 
IS" BASIS. NO WARRANTY OF ANY KIND, WHETHER EXPRESS, 
STATUTORY OR IMPLIED (INCLUDING WITHOUT 
LIMITATION, WARRANTIES AS TO MERCHANTABILITY OR 
FITNESS FOR A PARTICULAR PURPOSE, OR ARISING FROM 
COURSE OF DEALING OR USAGE OF TRADE), SHALL APPLY. 

Page 1 of 32 

*-For a more complete explanation of the Compatibility Levels given below, please refer to the 
.':Q_y_~r_y~~-illlcLDefinitipJJ.~~: web a e. 

Product ID 

110A1018 
II 

110Al187 
II 

110All97 
II 

110Al198 
II 

10A1227 

I Series 

10A1250 

I Series 

IOA1300 

I Series 

10A2227 

I Series 

10A2235 

I Series 

Compatibility Level 
C = Compatible 
U = Compatible with Update 
N = Not Compatible 
A = Under Assesment 
NTP=No Testing Plan (Potentially Non-Compatible) 

New as of 25 June 1998 
R = Year 2000 Ready 
FC = Functionally Compatible 
CH =Compatible on Year 2000 Compatible hardware 

Minimum 
Product I Compatibility Compatible Description Comments 

Rev 
Level 

I Laboratory 
Flowmeter IR I 

'Glas Tube 
.Flowmeter IR I 
IGlas Tube 
.Flowmeter IR I 
IGlas Tube 
.Flowmeter IR I 
I Armored Purge 
Meter IR I 

I High capacity 
purge meter IR I 

I Flow indicating 
meter IR I 

I Dial flow indicator I IIR I I Ratosite Flow 
indicator I IIR I 

http://www.ebpa.com/y2klframes/all_nomenclatures.asp?prod_choice=l3&typeofsearch=3 7/12/99 
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IIOA3135n 
II 

I ~rgemeter SNAP 
IR I 

IIOA3220 
I 

''Armored 
I IR I .. Flowmeter 

10A3220 !Armored 
IR I Series . Purgemeter 

110A3225 II Armored 
I IR I .. Flowmeter 

!IOA3239S )!Purge Meter I IR I 
110A3250 ~~Armored 

I IR I .. Flowmeter 

110A3255 I II Armored 
I IR I .. Flowmeter 

jiOA3260 II I!Piastic Purge Meter I IR I 
10A3500 

I 
I Indicating 

IR I Series Flowrator 

IOA3600 

I 
I Indicating 

IR I Series Flowrator 

10A4500 

I 
I Master indicating 

IR I Series flowrator 

IIOA4600-PVC II 
I Indicating 

IR I Flowrator 

10A5400 

I 
[[Armored VI A 

I IR I Series meter 

110A5400E 
II 

"Armored 
I IR I .. Flowmeter 

110A5450E 
II 

"Armored 
I IR I .. Flowmeter 

110A5460E 
II 

II Armored [[w/HART [[c 
I .. Flowmeter 

110A5470E 
II 

"Armored 
I IR I .. Flowmeter 

[tOA5480E 
II 

~~Armored [[w/oHART IIR I .. Flowmeter 

110A5480E 
II 

II Armored 
llw/HART [[c 

I .. Flowmeter 
IOA6100 

I 
I Global purgemaster IR I Series 

10A6130LK 

I 
IIPurgemaster lab kit II IIR I Series 

jlOAM2700 II [jTube Adapter Set I IR I 
jiOAM3 II I!Tube Adapter Set I IR I 
110AM6141 

II 
I Tube Adapter Set, I 
Scale Length 3" IIR I 

http://www .ebpa.cornly2k/frames/all_nomenclatures.asp?prod_choice= 13&typeofsearch=3 7/12/99 
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110AM6142 
II 

I Tube Adapter Set, 
IR I Scale Length 5" 

110AM6144 
II 

I Tube Adapter Set, 
IR I . Scale Length 1 112" 

110AM6145 
II 

I Tube Adapter Set, 
IR I Scale Length 3" 

110B1197 
II 

'Glastube 
IR I .Flowmeter 

110B1197 
II 

'Glastube 
IR I . Flowmeter( oriflow) 

110B1521 
II 

'Bellows I 

IR I I .Manometer 

I10B2490 lloP Transmitter I IR I 
10B2491 

lloP Transmitter 
I IR I Series 

10B4500 IV/A Master 
IR Series Flowmeter 

j10C1510 II IITurbine Flowmeter I IR 
jtOC1512 II IITurbine Flowmeter I IR 
I10C1516 II IITurbine Flowmeter I IR 

11001416 'Magnetic 
IR I . Flowmeter Primary 

110D1418 'Magnetic 
IR I . Flowmeter primary 

11001419 
II 

'Magnetic 
IR I . Flowmeter primary 

11001420 
II 

Magnetic 
IR I Flowmeter 

11001421 I 
Magnetic 

IR I Flowmeter 

11001422 
Magnetic 

IR I Flowmeter 

11001424 I 
Magnetic 

I IIR I Flowmeter 

11001425 
II 

I MAG/X, Magnetic 
IR I Flowmeter 

11001430 
II 

'Magnetic 
. Flowmeter Primary IR I 

11001435 
II 

'Magnetic I 
IIR I . Flowmeter primary 

EJD MAG/I, I ICJ Capacitance signal 
pick up 

I II IIMAG/X, l II I 

http://www .ebpa.cornly2k/frames/all_nomenclatures.asp?prod_choice= 13&typeofsearch=3 7112/99 



Results Page 4 of 32 

110D1445 
II 

I ~apacitance signal 
IR 

I p1ck up 

110D1455 
II 

I Magnetic 
IR I Flowmeter 

IIOD1462 
II 

!Magnetic 
IR I . Flowmeter primary 

110D1465 
II 

!Magnetic 
lw/oHART IIR I . Flowmeter primary 

110D1465 
II 

I Magnetic I /HART 
lie I . Flowmeter primary _w 

110D1472 
II 

I Mini-Mag Mag 
IR I . Flowmeter Primary 

~ 
IIMini Mag Mag lw/HART lie I ~ 

I~ 
Flowmeter 

v ) IIMini Mag Mag 
lw/oHART IIR I 

10D1475 Flowmeter 

\ 10D1476 / K-MagMag 
lw/HART lie I Flowmeter primary 

~ -/ K-MagMag 
lw/oHART IIR I 

10Dl4to Flowmeter primary 

110D1477 
II 

leK-Mag Mag 
lw/oHART IIR I . Flowmeter primary 

110D1477 
II 

leK-MagMag I 1 ART 
lie I . Flowmeter primary _w 

EJD Magnetic 

lw/oHART IC Flowmeter 
MAG/XE 

EJD Magnetic 

lw/HART ICJ Flowmeter 
MAG/XE 

IIODE2112 ID Magnetic 

lw/oHART IC Flowmeter 
MAG/XE 

IIODE2112 ID Magnetic 

lw/HART ICJ Flowmeter 
MAG/XE 

IJODE2311 ID Magnetic 

lw/oHART ICJ Flowmeter 
eOPAIXE 

IIODE2311 ID Magnetic 

lw/HART ICJ Flowmeter 
eOPAIXE EJDMagnetic lw/oHART ~R I Flowmeter 
eOPAIXE 

http://www .ebpa.com/y2k/frames/all_nomenclatures.asp?prod_choice= 13&typeofsearch=3 7/12/99 
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EJDMagnetic lw/HART ILJ Flowmeter 
COPA/XE 

I10DK1425 II IIMAG/X Flowmeter! jR I EJDMagnetic I ILJ ~~~eter PARTI- . 

EJDMagnetic I ILJ Flowmeter MAG~ 
SMI Fill-MAG EJDMagnetic I ILJ Flowmeter MAG-
SMI Fill-MAG 

IODS2112B 
DMagnetic I ILJ Flowmeter MAG-

SMI Fill-MAG 

EJD 
Magnetic I 
Flowmeter MAG~ 
SMI Fill-MAG ID 

10DS3111D D 
Magnetic I 1/LJ Flowmeter MAG~ 
SMI Fill-MAG 

10DS3111E 
DMagnetic I ILJ Flowmeter MAG-

SMI Fill-MAG 

110DS3121 
II 

IFlow~~ter 
capacitive IR I 

10DX2000 

I 
I Magnetic 

IR I Series . Flowmeter primary 

IIODX2111 ID Magnetic I 
~wmeter MAG- . ILJ 

IIODX2112 ID Magnetic I 
~wmeter MAG- . ID 

IIODX2311 II~ Magnetic I 
~wmeter MAG- . ILJ 

IIODX2312 ID Magnetic I 
~wmeter MAG- . ID 

IIODX2512 ID Magnetic I 
~wmeter MAG- . ID 

110DX3000 
Series II 

~Magnetic I 
Flowmeter primary IIR I 

http://www .ebpa.cornly2k/frames/all_nomenclatures.asp ?prod_choice= 13&typeofsearch=3 7/12/99 
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EJD 
Magnetic I ICJ Flowmeter MAG-
XM 

IIODX3121 II~ Flowmeter I ICJ capazitiv MAG-
CM 

EJDMagnetic I ICJ EJD~~:::~rMAG-~ 
ICJ ~~~meterPARTI-. 

10DX3300 

II 
~~ag meter with lw/o HART 

IIR I Series mtegral converter 

10DX3300 

II 
I Mag meter with 

lw/HART lie I Series . integral converter EJDMagnetic lw/HART ID ~~wmeter COPA-

EJDMagnetic lw/oHART D ~wmeterCOPA-

EJDAowmerer lw/oHART D ~~azitiv COPA-

EJDAowmeter lw/HART D ~~azitiv COPA-

EJDMagnetic lw/oHART ICJ ~~wmeter COPA-

EJDMagnetic ~/HART ID ~~wmeter COPA-

EJDMagnetic lw/oHART ICJ Flowmeter COP A-
XM"d" EJDMagnetic lw/HART ID Flowmeter COPA-
XM"d" 

I10DX4 11 II I!Primary XE-KIT I /IR I EJDMagnetic lw/oHART ICJ ~wmeter MAG-

I II IIMagnetic I I I 

http://www .ebpa.com/y2k/frames/all_nomenclatures.asp?prod_choice= 13&typeofsearch=3 7112/99 
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110DX4111 
II 

I ~~wmeter MAG- lw/HART 1\c I 
10DX4300 

I 

I Mag meter with 
lw/HART lie I Series . integral converter 

10DX4300 

I 

I Mag meter with 
lw/oHART IIR I Series . integral converter 

IIODX4311 ID Magnetic 
lw/oHART ICJ Flowmeter COPA-

XE 

IIODX4311 ID Magnetic 

lw/HART ID Flowmeter COPA-
XE 

IIODX4611 ID Magnetic 

lw/oHART ICJ Flowmeter MAG-
XEEEx 

IIODX4611 ID Magnetic 

lw/HART ID Flowmeter MAG-
XEEEx 

IIODX4711 ID Magnetic 

lw/oHART ICJ Flowmeter COPA-
XEEEx 

IIODX4711 ID Magnetic 

lw/HART ID Flowmeter COPA-
XEEEx 

IIODX4811 II~ Magnetic ~/oHART ICJ Flowmeter COPA-
XE II d 11 remote 

IIODX4811 II~ Magnetic 

lw/HART ID Flowmeter COP A-
XE 11d 11 remote 

1 OE 1200 Series I /Sight Flow 
. Indicators IR I 

110El400 
II 

IBull's Eye Sight 
Indicators IR I 

10El400 Series I I ~ul_I's Eye Sight 
mdtcators I IIR I 

110F1060 
II 

I ~:tic insert flow 
I IIR I 

110F1070 
II 

I Cast iron flanged 

I IIR I flow tube 

110F1080 
II 

I Cast Iron Flanged 

I IIR I Flow Tube 

/10Fl090 II //Venturi flow tube I jR I 
110F1940 

II 

I Fiberglas Parshall 
flume I IIR I 

http://www .ebpa.com/y2k/frames/all_nomenclatures.asp?prod_choice= 13&typeofsearch=3 7/12/99 
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110F1980 
II 

I Fiberglas Palmer-
IR I Bowlus flume 

lOLVlOOO 
I 

I Vortex Flowmeters II IR I Series 
10LV2000 

I 
I Vortex Flowmeters IR I Series 

10LV3000 

I 
I Vortex Flowmeters IR I Series 

lOMMlOOO 
II IIMass Flowmeter 

I IR Series 

110MM2000 
II 

I Mass Flowmeter 
TRUMass IR 

10MM2000 
I 

IIMass Flowmeter 
I IR Series 

10SM1000 
I 

I Swirl Flowmeters lw/HART lie Series 
10SM1000 

I 
I Swirl Flowmeters lw/oHART IIR Series 

10SR1000 
I 

llswirl Flowmeters llw/HART lie I Series 
10SR1000 

I 
llswirl Flowmeters llw/oHART IIR I Series 

10ST1000 
I 

I Swirl Flowmeters lw/oHART IIR I Series 
10ST1000 

I 
llswirl Flowmeters llw/HART lie I Series 

10VM1000 
I 

I Vortex Flowmeters lw/HART lie I Series 
10VM1000 

I 
I Vortex Flowmeters lw/oHART IIR I Series 

10VR1000 
I 

I Vortex Flowmeters lw/HART lie I Series 
10VR1000 

I 
I Vortex Flowmeters lw/oHART IIR I Series 

110~1000 
II 

I Vortex Flowmeters lw/oHART IIR I Senes 

110~1000 
II 

I Vortex Flowmeters lw/HART lie I Senes 

11320 Series 
II 

I Recorder (Same as I 
IIR I 51-1300 Series) 

11340 Series 
II 

I Recorder (Same as I 
IIR I 51-1300 Series) 

/1390 Series II IIRecorder I /R I 
/1392 Series II IIRecorder I IR I 

http://www .ebpa.cornly2k/frames/all_nomenclatures.asp?prod_choice= 13&typeofsearch=3 7/12/99 
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113C Series 
II 

I Level Transmitter, 
IR I Float 

113D Series 
II 

I Level Transmitter, 
IR I Diff. pressure 

13D2490 
I 

I Level Transmitter IR I Series 

113E Series 
II 

I Level Transmitter, 
IR I Sight Glass 

113G Series 
II 

I Level Transmitter, 
IR I Electronic DLevel I ICJ 13P Series Measurement, Ga. 

Press. Type 

17Alll0 
I 

I Residual Chlorine 
IR I Series Analyzer 

17B1200 
I 

I Residual Chlorine 
IR I Series Analyzer 

17B2200 
I 

I Anachlor Residual 
IR I Series . Chlorine Analyzer 

17B3200 

I 
I Anachlor Residual 

IR I Series Chlorine Analyzer 

17B4200 
I 

I Anachlor Residual 
IR I Series Chlorine Analyzer 

17B5000 

I 
I Chlortrol Residual 

IR I Series Chlorine Analyzer 

I17C Series II !ITurbidity Meter I IR I 
17CA1000 

I 
I Chloralert Chlorine 

IR I Series Gas Leak Detector 

ED Chloralert Plus I IEJ Hazardous Gas 
Monitor 

17D01000 

I 
I Dissolv~d Oxygen I 

IIR I Series Transnutter 

117E1100 
II 

I Chlorine Gas 
Detector IR I 

!17F Series II IIFiuorine Analyzers I IR I 

17F5000 Series I 
I Anafluor Fluoride 
Analyzer I IIR I 

lt7L Series II llozone Analyzer I IIR I 
117L5000 Seriesll 

I Dissolved Ozone 
Analyzer I IIR I 

117P Series 
II 

I Permanganate 
Analyzer I IIR I 

I II !!Potassium I II I 
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1117P5000 Series ) ~~~:~;;anate IJR ) 

D~:~~~rghlorine I ~~ 
Analyzer . L__j 

17PC1000 
Series 

IP,I1=7=P=H=S=e=r=ie=s==~~~P ==========11 ~~J;::mitter IR I 

I17S Series II IIAnalyzers I IR I 

D Chlortro15000 I ICJ Residual Chlorine R 
Analyzer/Controller 

~~~~=~=2000==~~~==~~~F=A=nal~yze=r==~~ IR I 

17SB5000 
Series 

D~~~=hl~=!a=tion~~~========~~~ ~ntroller . .L__j 
ll=1=7=T=2=000===Se=r=ie~s o~;;::;metric I I~ 

Tttrator . .L__j 

17SD4000 
Series 

12342 Series II I ~~=der Strip IR I 

12344 Series 115.2 ~~~=der Strip IReset Time & Date on Jan 1, 200011c 

12345 Series 115.2 ~~=der Strip IReset Time & Date on Jan 1, 2000IIF=c======l 

12346 Series 5.4 ~~=der Strip IReset Time & Date on Jan 1, 2000llc 

1

50
_
540

_
01 

Basic Controller I:=A=====a 
. (GE-MAC) . 

I 

F====~pA=b=so=l=ut=e=~=e=s=s=ur=e~~=================~~ I 
SOAP Series TransmittersR 

D Absolute ~essure I 10 50AP41 00 Transmitter C 

Series :=(1=1=5=1S=)=(=l1=5=1S=)=~:===========~ 

D Absolute Pressure 10 
50AP4ZOO Transmitter (2088) C 
Series (20SS) . 

50AP4300 I Absolute ~essure II I 
Series Transmitter (3051 )C 

I50AS3000 IIAdder/Subtractor IR I 

I50BW1000 IILoad Converter IR I 

150CM2000 II ~~~~verter MAG- llw/o HART IIR I 
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[socM2000 
II 

~~~~verter MAG- !!w/HART [[c I 

150DK1000 
II 

I MAG-X PLUS, 
IR I Converter 

[soDK3000 
II 

!Mikro-MAG-X, 
IR I Converter DDifferential I ILJ 50DP Series Pressure 

Transmitter 

D 
Differential 

I 
lc 50DP4100 Pressure 

Series Transmitter 
(1151S) 

50DP4200 D 
Differential I D Pressure 

Series Transmitter (2088) 

50DP4300 DDifferential I ID Pressure 
Series Transmitter (3051) 

50DPF Series 'Pressure 
. Transmitters IR I 

j50DX1000 IIMAG-X converter I IR I 
jsoDY1000 IIMAG-X converter I IR I 
lsoE 1000 llconverter MAG/I I IR I 
lsoE 2000 llconverter MAG/I I IR I 
[soE_4ooo II 

I ~G-converter for I 
IIR I piston pumps 

D 
Converter, 

I D 50ED Series Magnetic 
Flowmeter 

[soEI Series 
II 

I Converter, ~urrent 
to Pneumatic IR I 

[soEK Series 
II 

I Converter. Current 
IR I to Current 

50EL1000 

I 
'Two-wire 

I IIR I Series Jrransmitter 

isoEM Series 
II 

!Converter, mV to 

I IIR I Current 

isoEN Series 
II 

I Abs. Pr~ssure 
I ~R I ifransmitter 

[soEP Series 
II 

I Gauge l!"essure 
I IIR I Transmitter 

D 
Differential I ICJ 50EQ Series Pressure 
Transmitter 
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D Converter, I IC 50ER Series Resistance to 
Current 

150ES Series 
II 

I Square Root 
IR I Extractor 

50ES1000 

I 
I Square Root 

IR I Series Extractor 

50ES2000 

I 

Square Root 
IR I Series Extractor 

50ES3000 

I 

Square Root 
IR I Series Extractor 

150ES6000 
II 

Conterter "Fill-
IR I Mag" 

15oEs7ooo 
Converter "Fill-

IR I Mag" 

lsoET Series 
IT /C to Current 
Converters IR I 

j50EU1000 I!FII -Converter I jR I 

D Converter, I ILJ 50EW Series Pneumatic to 
Current 

150EZ Series 
II 

I MAG Converter, 
. Custody Transfer IR I 

15oEZ7000 
II 

I MAG/I Converter, 
. custody Transfer I IIR I 

- 50GP4100 D Gauge Pressure I ICJ Series 
Transmitter 
(1151S) 

50GP4200 
I 

I Gauge Pressure /c Series . Transmitter (2088) 

50GP4300 
I 

I Gauge Pressure 
lc Series . Transmitter (3051) 

SOHCIOOO 

I 
I HART H~ndheld ITelxon IIA Series Commumcator 

150~1000 
Senes II 

!Chameleon 
Controller IR 

50KM2000 

I 
'Chameleon 

liFe I Series . Controller Mark II 

lsoLL Series II I!Level Transmitter IR I - 50LP2000 
I 

/Pressure 
IIR I Series . Transmitter 

50LP3000 

I 
/Pressure 

IIR I Series . Transmitter 
lsoLT4300 II IILevel Transmitter lin I 
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\Series II 1\(3051) II I~ I 
50LV1000 

I 
I Vortex Flowmeter IR I Series 

50LV2000 

I 
llvortex Flowmeter 

I IR I Series 

50LV3000 

I 

I Vortex ~lowmeter 
IR I Series electromcs 

50MM1000 

I 
I Mass Fl?wmeter 

IR I Series electromcs 

50MM2000 

I 
I Mass Fl?wmeter 

lw/HART lie I Series electromcs 

50MM2000 

I 
I Mass Fl?wmeter lw/oHART IIR I Series electromcs 

isoMM3000 
II 

I Converter TRIO-
lw/oHART IIR I MASS 

150MM3000 
II 

I Converter TRIO-
lw/HART lie I MASS 

isoPL Series 
II 

'Level Transmitter, I 
IR I rftype 

50PR1000 D Magnetic I II~ Series 
Flowmeter 
Electronics 

D Pressure I ICJ 50PW Series Transmitter, 
Pneumatic 

D Magnetic I ICJ 50PZ Series Flowmeter 
electronics 

50SD1000 D Magnetic 
lw/oHART ~~ Flowmeter 

Series electronics 

50SD1000 D Magnetic 

lw/HART ID Flowmeter 
Series electronics 

D Magnetic I II~ 50SF Series Flowmeter 
electronics 

D Magnetic I ICJ 50SM Series Flowmeter 
electronics 

50SM1000 

I 
lli:verter MAG- llw/HART lie I Series 

50SM1000 

I 
lli:verter MAG- llw/oHART IIR I Series 

lsosP Series II ll:,e.~~~Transmitter, II llR I 
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II 1111 L)' jJC: I 
SOSPlOOO 

I 
I Surge Protector IR I Series 

jsoUDlOOO 
II 

I Converter 
IR I SONOCON 

50US1000 

I 
I Ultraso~ic Flow 

IR I Series Transffiltter 

50US2000 

I 
I Ultraso~ic Level 

IR I Series Transffiltter 

50US3000 DU!trasonic I ID Level/Flow 
Series Transmitter 

50US4000 

D 
Ultrasonic I ID Level/Flow 

Series Transmitter 

SOVMlOOO 

I 
I Vortex ~owmeter 

lw/HART jjc I Series electronics 

50VM1000 

I 
I Vortex ~lowmeter lw/oHART IIR I Series electrOniCS 

jsox_Iooo II IIMAG-X converter I IR I 
jsox 2000 II IIMAG-X converter I IR I 
50XE4000 

D 
Magnetic 

lw/oHART ID Series 
Flowmeter 
electronics 

50XE4000 

D 
Magnetic 

lw/HART ICJ Series 
Flowmeter 
electronics 

150XHIOOO 
II II~~~~ I IR I ED Magnetic lw/oHART ICJ Flowme~er 

electrOniCS ED Magnetic lw/HART ICJ Flowme~er 
electronics 

150XM1000 
II II~~~~ llw/oHART IIR I 

jsoXMIOOO 
II II~~~ llw/HART jjc I 

150XM2000 
II 

~~~verter MAG-
II IIR I 

jsoXOlOOO 
II 

IMAG-XO, 
. Converter I IIR I 

ISOXPIOOO 
II 

I Converter PARTI-
MAG I IIR I 
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isoXP2000 
II 

I Converter PARTI- lw/oHART IIR I MAG 

150XP2000 
II 

I Converter PARTI-
lw/HART lie I MAG 

151-11 00 Series II IIRecorder I IR I 

51-1200 Series I 
I Recorder, Circular 

IR I Chart 

51-1300 Series I 'Recorders 
. Indicators IR I 

51-1400 Series I I Recorders, 
Indicators IR I 

151-4202 Series II )JRecorder I IR l 
51Al100 

I 
IIRecorder 

I IR I Series 
51A1200 

I 
I ~~:der, Circular II 

IR I Series 
51Al300 

I 
I Recorders 

II IR I Series Indicators 

51A1400 
I 

I Recorders, 
IR I Series Indicators 

51Bll00 
IIRecorder 

I IR I Series 
51B 1200 I Recorder, Circular 

IR I Series Chart 

51B 1300 I Recorders 
IR I Series Indicators 

51B 1400 I Recorders, 
IR Series Indicators 

j51DI1000 IIDigital indicator I jR 
51EG1000 ~~Indicator 

I IR Series 
j51EZ2000 llcounter I IR 
)51EZ3000 I llcounter I IR 
)51 EZ4000 II llcounter I IR 

151EZ5000 II 
I MAG/X Converter, 
. custody Transfer IR 

151EZ6000 
I MAG/X Converter, 
. Custody Transfer IR 

51MGIOOO ~~Indicator 
II IIR Series 

j52BT Series IJTotalizer I IIR 

152EQ3000 I I Integrator, square 
root I IIR I 

I52ET3000 II IIIntegrator,linear II IIR I 
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j52ET4000 II i!Integrator ,linear I IR I 
j52ET5000 II i!Integrator I jR I 
j52Ff Series II )!Totalizer I ljR I 
153EC Series 

II 
I M~ual Loading 

i[R 
I StatJons 

53ED3000 

I 
[[controller 

I IR I Series 

53EG1000 
I 

I Indicator, 
IR I Series Electronic 

53EG3000 
[[controller 

I IR I Series 
53EG4000 

[[controller 
I IR Series 

53EK3000 I Integral Ratio 
IR Series Controller 

j53EL Series II !!controller I jR 

j53ER Series II I!Ratio Controller I IR 
53ET3000 

I 
[[Flow Controller 

I IR Series 
53EV3000 

I 
I Floating Controller IR Series 

53HC2600 
I 

I Loopmaster 
lA I Series software 

53HC3300 Dmicro-DCI I IEJ Interface s/w 
Series (DOS) 

1531!5000 
II 

I Indicatorffotalizer [c I Senes 
53LK1000 

I 
[[oatalink Converter I IR I Series 

53LK2000 
I 

'Data Link 
IR I Series .converter 

53MC1000 

I 
[[controller, uDCI 

I IR I Series 
53MC2000 

I 
[[controller, uDCI 

II f[e I Series 
53MC4000 

I 
[controller, uDCI I [[Fe 

I Series 
53MC5000 

I 
I Modular Controller I [[Fe 

I Series 

153~5000 
II !!Manual Loader 

II lie I Senes 

153~W6000 
Senes II 

llmicroPWC 
I Compatible Version Available 
6/98 [e I 
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53RM1000 
I 

I Rack Mounting for 
IR Series MicroDCI 

53SL5000 

I 
I Controller, Single 

IFC Series Loop 

53SL6000 

I 
I Controller, Single 

IR Series Loop 

53SU1000 
I 

llsupervisor 
I lc Series 

53SU5000 D FunctionallyCompatible Version EJ Series 
Supervisor-PC Available 12/98, Manually Reset 

Feb29 

155BE1000 
I Operating unit for 

IR I 50XE4000 

I55BT1000 llt9" rack I IR 
I55DE1000 IIProtocoll printer I IR 

155DT1000 
I Flange adapt~r for 
pt -compensatiOn IR 

55FS1000 'Precision 
IR Series . Frequency Source 

lssGE Series I 
I Preamplifiers, 
Turbine Meter IR 

155GE3000 
II 

I Preamplifiers, EMF 
Low Conductivity IR I 

lssGESOOO I 
I Preamplifiers,_ ~MF I 
Low Conductivity IIR I 

lssGL Series line Power Supply I IR I 
lssHT4000 

I Remote keypad for 
COPA-XF IR I 

I55LA1000 I i!Leakage Detector I IR I 
155MC1000 

I Magmeter Primary 
. Simulator, MAG/I IR I 

lssMC1015 I Primary Simulator, I 
Magmeter IIR I 

lssMC1018 I Primary Simulator, I 
IIR I Mag meter 

155MC1019 I 
I Primary Simulator, I 

IIR I Magmeter 

55MC1020 

I 
I ~agmeter Primary I ~R I Series Stmulator 

lssMC2000 
II 

I Magmeter Primary I 
. Simulator, MAG/I . IIR I 

lssMD2000 
II 

I Co~verter Dialog 
Umt I IIR I 

lccADliVVl II llovervoltage I llo I 
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1-'...IVC 1 VVV II IIProtection II Ill'. I 
I55PA1000 II !IPuise Driver I IR I 
55PA1200 

I 
IIProcess Alarm 

I IR I Series 

155RT1 
II 

I Signal converter 
IR I RS232!TT1 

EJD Safety barrier for I ID 10VTIST, 
10VR/SR1000 

EJD Safety barrier for I ID lOVTIST, 
10VR/SR2000 

155SB13 
I 

Safety barrier for 
IR 1 OVM/SM1 000 

155SB14 
I Safety barrier for 
1 OVM/SM2000 IR 

155SB15 
I Safety barrier for 
IOMM2000 IR 

I55SW1000 !lcurrent Converter I IR 

155TS1 
II 

I :ransmitte~ with 
1mpuls optiOn IR 

155TS2 
II 

I Transmitte~ with 
1mpuls option IR I D Ultrasonic I ID 55UC Series Generator, for 
magmeters 

I55VC1000 IITester Vortex I IR I 
j55VE1000 !IDelay Unit I IR I 

155XC1000 
I Magmeter Primary 
. Simulator, MAG/X IR I 

55XC2000 I Magmeter Primary 
IR I Series Simulator 

55XC4000 I Magmeter Primary 
IR I Series Simulator 

16101 C Series !IRecorder jjwlo Annotator lie I 
16101 C Series IJt.s !IRecorder !lw I Annotator lie I 
I6101M Series II jjRecorder I lc I 
161 02C Series II IIRecorder llwlo Annotator lie I 
j61 02C Series 111.5 IIRecorder WI Annotator lie I 
I6102M Series II IIRecorder lc I 
161~3C/M 

II 
IIRecorder lie I Senes 

~~~~~?M II !!Recorder II lie I 

http://www .ebpa.cornly2k/frameslall_nomenclatures.asp ?prod_choice= 13&typeofsearch=3 7112/99 



Results Page 19 of 32 

i0t;Ut;:O. II 

!~6=18=0G=S=er=ie=s~ll2.7 I!Recorder l~========~l~c======!ll 
6250C/M I !!Recorder, 250 mm I ic I 
~S=er=ie=s====~p======~·~·==========~·P===================~ 
j6250G Series 112.7 I!Recorder, 250 mm I jc I 

6637531_1 
Storage Cartridge, 
for CTT Series 
Terminal D

Configuration I IR 

~~~6=86=B=5=1=8U=0=2~~~:=======:1 ~~~~Board (for IR I 

1686B518U03 II I~~~ Board (for IR I 

698B182U01 53MC5000 for 
53MC5 

P=69=8=B=18=2=U=0=2 ~D ~oa::.!rator for I I R 
53MC5000 for 
53MC5 

D~oa;;.~rator for I I R 

699B394U01, 
02 
j701 Series 

1701_20 Series 

701_21 Series 

I I 
Remote Converter IR l 

. . for 10ST1, 10VT1 . . 
II IIBasic Controller I IR I 

(Incremental 

I~DC/M/ADDC I I Controller 
701_22 Series R (Incremental 

Current Pulse) . 
~=======! 

D~~f;::~~ntroller I IR 

Current Pulse) 

701_23 Series D Primary Cascade I ~~R 
DDC Analog .[___J 

701_25 Series D~~r:=:~~ntroller I ~~ 
(Pulse Duration) _ [___J 

1701_26 Series 
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II I Jlcount) II I I 
. D CIMIADDC I ICJ 701 - 27 Series Controller (Pulse 

Duration) 

70112 Series 
I 

I Feedforward 
Controller IR I 

/70113 Series II IITracking Controller/ IR I 
/7012 Series II 1/c!MI A Controller I IR I 
/702 Series II \IRatio Controller I IR I 
1703 Series 

I 

Auto Selector 
IR I Controller 

1704 Series 
Proportional 

IR I Controller 

1709 Series I 
Manual Bypass 

IR I Station 

70A1700 

I 

Ammonia Gas 
IR I Series Dispensing System 

170~4400 
II 

Ammonia Gas 
IR I Dispensing System Senes 

70A5500 

I 
I Ammonia Gas 

IR I Series Dispensing System 

70A6600 

I 

Ammonia Gas 
IR I Series Dispensing System 

70A7700 

I 
Ammonia Gas 

IR I Series Dispensing System 

17~1700 
Senes 

Chlorine Gas I 
Dispensing System IIR I 

170C4400 Chlorine Gas 
IIR I Dispensing System .series 

17~5500 
II 

Chlorine Gas 
IIR I Dispensing System Senes 

170C6600 
II 

Chlorine Gas 
IIR I Dispensing System .series 

70C7700 

I 
Chlorine Gas 

IIR I Series Dispensing System 

~7~V1000 
Senes 

Chloromatic Valve IR I 

~7~V2000 
Senes 

I Chloromatic Valve IR I 
Sulfur Dioxide Gas 
Dispensing System 

70S 1700 Series Sulfur Dioxide Gas R 
Dispensing 
SystemSystem 
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70S4400 Series I 
I Sulfur Dioxide Gas 
. Dispensing System IR I 

70S5500 Series I 
I Sulfur Dioxide Gas 
. Dispensing System IR I 

70S6600 Series I 
I Sulfur Dioxide Gas 
. Dispensing System IR I 

70S7700 Series I 
I Sulfur Dioxide Gas 
Dispensing System IR I 

171-9007 
II 

I Cabinet mounted 
IR I Controller 

j711 Series II IIMJA Station I jR I 
1712 Series II IIBias MIA Station I IR I 
1713 Series 

II 
I Aut? Selector I 

IR I Stan on 

1714 Series II !lset Station I IR I 
1715 Series II IIRatio Station I IR I 
1716 Series II IICJM Station I IR 
71Kl020 

I 
I Impact tube 1 

IR Series . flowrate indicator 
71RC5000 

I 
I Wall-mounted 

IR Series Controller 

171':1000 
Senes II 

~~Evaporator IR 

171':2000 
Senes II 

~~Evaporator IR I 
1720 Series II I!Utility Station IR I 
1721 Series II llcontrol unit IR I 
1122 Series II IIManual Unit IR I 
1723 Series 

II 
I Pr~portional Delay 

IR I Umt 

1724 Series II ilLogic Unit I IR I 
1725 Series 

II 
I ~~~ortional Pulse I 

IIR I 

1727 Series I 
IDC Signal 

IR I . Generator 

1730 Series !IIndicator I IR I 
731, 2, 3 Series I Strip Chart 

I IIR I .Recorder 

1739 Series II jjPoint Selector IR I 
\740 Series II jjMv Converter IR I 
1741 Series II llv IF Converter IR I 
1744 Series II IIDifference Alarm IR I 
j745 Series II II AI arm ljR I 
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/746 Series II llsignal Limiter I, IR I 
/747 Series II llsignal Selector I IR I 
j748 Series II IIPulse Converter I IR I 

1750 Series 
II 

I Square Root 
IR I Extractor 

1751 Series II II scalar I IR I 

1752 Series I 
12- and 4-input 
Summer IR I 

1753 Series IIMultiplier-Divider I IR I 
1754 Series IIFunction Generator I jR I 

1755 Series I Dynamic 
IR I . Compensator 

1761 Series IJRack Units I jR I 
1762 Series lis helves I jR I 
/763 Series llcable Assemblies I IR I 
j764 Series I I Shelf Assemblies I IR I 

1766 Series 
II 

Signal Resistor 

II IR I Units 

17 665 Series 
II 

Transmitter Barrier 
IR Units 

17666 Series 
II 

Output Barrier 
IR Units 

17667 Series I 
I Thermocouple 
Barrier Units IR 

/768 Series IIIndicator Amplifier I IR 
769003,4 

I Counter Modules IR Series 
769005,6,7 I Push Button Switch 

IR Series Modules 

/770 Series IIPoint Selector IR 
/771, 2, 3 Series II IIRecorders jR I 
/775 Series II IIMulti Indicator IR I 

1780 Series I 
I Ope.rator Interface 

IIR I Stations 

/781 Series l!control unit IR I 
17814 Series 

I Auto Selector 
IIR I Control Unit 

/782 Series IIProportional Unit jR I 
/786 Series II IIC!M Interface Unit I IR I 
1787 Series 

II 
I~ A Interface 

I IIR I Umt 

jAB 41 Series II IIRatio Controller I jR I 
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/AC Series J~J ===//Control Drives J /R J 

jAD Series JJ Jj~C=on=tr;,;,o;;,lle;;,r===HJ= =========/R J 
}=jAF=S=er=ie=s=~J~J====IIFunction Generator J /R J 

M~ R I II I 
HI A Station or I 

. Indicator Controller 
1 ~/AL=S=er=ie=s ===J:Ji= ===!!Manual Station J :==/R====: 
1 ~jAN=S=e=rie=s===J:)=J ===Jjcontroller J /R 

jAP Series II //Positioner J /R 
jAR80 Series II llcomputing Relay J /R 

Hj=A=T=S=S=er=ie=s==lJ:J======JJTransfer Valve J :=jR==== 

/A V Series II IIPositioner J JR 

jAVS Series JJ //Smart Positioner J /R I 
BB3 Series R I II I 

Differential I I 
~· ============~~=========~i=P=re=ss=u=re=M===et=er===~~==========================~p========= 
jBC Series JJ !/Pressure transmitter! /R I 

EJDDifferential I ILJ 
Pres sur~ 
Transrmtter 

jBQ Series ,~, ==='>JJP=Tr=an=s=rm=.t=te=r ==~JF ============Jl=R=====HJ 

IBR 13 Series II I ~~!~~::~eter IR I 

/BU13 Series JJ IITransmitter /R J 
jBY Series JJ jjTransmitter /R J 
jcA 13 Series Jl !/Transmitter jR J 
ICB3 Series II J\Aowmeter /R J 
lese Series II llcontroller I!Valid to the Year 2080 JJc J 

Jcc Series JJ IITransmitter J /R J 

CD674A254U_ 

50XM1000B 
Electronics Module 
w/oHARTfor 

1- Magmeter 
Converter 

D SOXMlOOOB I 
CD674A254U_ Electronics Module 
1- w/HART For 

Magmeter 

I II llcD-1 Mag I 

R 
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ICD698B076U II !Flowmeter 
IR I Converter 

ICE3 Series II IIFiow Meter I IR 

leo 13 Series IITransmitter I IR 

jcH 13 Series IITransmitter I jR 

iciC Series I 
I Communications lvalid to the Year 2080 

lie Module 

ICLC Series 
II 

I Command Loop lv alid to the Year 2080 
lie Controller 

D Process Command 

I ILJ CPC Series Controller ( 1/4 
DIN) DSequence CJ CSC Series Command Valid to the Year 2080 
Controller 

lcrT Series II 
I Configuration & 

ic I Tuning Terminal 

jcu 16 Series IITransmitter I jR I 
ID10DK1425 'Magnetic 

IR I _Flowmeter 

\DC3 Series IIRatio (flow) meter I IR I 

EJD Magnetic 
lw/oHART IILJ Flowmeter MAG-

XE 

EJD Magnetic ~/HART ICJ Flowmeter MAG-
XE 

EJD Magnetic 

jw/oHART IILJ Flowmeter MAG-
XE 

EJD Magnetic 

lw/HART ICJ Flowmeter MAG-
XE 

EJD Magnetic ~/HART ICJ Flowmeter COPA-
XE 

EJD Magnetic 
jw/oHART ILJ Flowmeter COPA-

XE 

EJD Magnetic 

jw/oHART IILJ Flowmeter COPA-
XE 

EJD Magnetic 

lw/HART liD Flowmeter COPA-
XE 
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EJDMagnetic lw/oHART ICJ Flowmeter MAG-
XEEEx EJDMagnetic lw/HART ID Flowmeter MAG-
XEEEx EJDMagnetic lw/oHART ICJ Flowmeter COPA-
XEEEx EJDMagnetic lw/HART ID Flowmeter COPA-
XEEEx 

EJD Magnetic 
lw/HART ID Flowmeter COPA-

XEEEx 

EJD Magnetic 
lw/oHART ICJ Flowmeter COPA-

XEEEx 

EJD Magnetic 
lw/oHART ICJ Flowmeter COPA-

XE II d II remote 

EJD Magnetic 
lw/HART ID Flowmeter COPA-

XE 11d" remote 

EJD Magnetic 
lw/oHART ID Flowmeter COPA-

XE II dll remote EJDMagnetic lw/HART ID Flowmeter COPA-
XE lid" remote EJDMagnetic I ICJ ~wmeter MAG-

EJDMagnetic I ID ~wmeter MAG-

EJDMagnetic I ID EJD:::~rCOPA-,w/oHART 

ID ~wmeter COPA- .w/ HART 

EJ ~a;;'~~~rCOPA- iw/oHART D 
I II !!Magnetic II II I 
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IDE43F II ~~~wmeter COPA-11w/ HART IIC I 
EJDMagnetic I IC 

EJD
:.;::erMAG-~w/oHART ID 
Flowmeter MAG-w/ HART XEEEx . 

EJDMagnetic I IC 
EJD:.;!:~rMAG-~w/oHART ~~~ 

EJD:::~rMAG-~w/HART IC 
Flowmeter COPA-w/o HART XEEex . 

EJDMagnetic I ID 
EJD:,;:rrCOPA-Iw/HART llc=J 
EJD::rcoPA-~)=w=/o=H=AR=T=========liD 

EJD
:::~rCOPA-~w/HART ID 
Flowmeter COPA-w/o HART 
XE "d" remote . 

EJD~~;:~~~ercoPA-IwiHART lr;-1 
XE "d" remote . L__j 

EJD~~;:~~~erCOPA-Iw/o HART ~~ 
XE "d" remote . _[___J 

EJD~~~~~~ercoPA-IwiHART lr;-i 
XE "d" remote . L__j 

EJD~;n!~erMAG-1 ID 
http://www.ebpa.com/y2k/frames/all_nomenclatures.asp?prod_choice=l3&typeofsearch=3 7112/99 
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Ins Series llr=====;l ~=~:te Diaphragm ~=============iiR I 

EJD~:!,~~~erMAG-1 ~~ 
SM/Fill-MAG _ _L__j 

EJD~:!,~~~rMAG-1 ~~ 
SM/Fill-MAG _ _L__j 

EJDMagnetic I ID 
EJD~:n:::rCOPA-~w/oHART ID 
EJDE:::::rCOPA-~w/HART D 

~~wmeter COPA-w/ HART _L__j 

EBTHSeries o~:n~~~t:T) IValidtotheYear2155 I~ 
!rransrrutter _ _L__j 

EJD
~:::~rcOPA-~wloHART jc-ic 

jEQ Series II '!Temperature I ~~~ I _ Transmitter _ _ 

http://www .ebpa.cornly2k/frames/all_nomenclatures.asp?prod_choice= 13&typeofsearch=3 7/12/99 
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IEQN Series 
II 

I Temper~ture 
IR I Transmttter 

IEQS Series 
II 

I Temper~ture 
[c I Transmttter 

jER Series II I!Ratio Controller I IR I 
jES Series II IIEdgewise Indicator I IR I 

lET Series I 
I Temper~ture 

IR I Transmttter 

jFA Series I!Desuperheater I IR I 
jFB Series IIDesuperheater I IR I 
jFC Series II IIcon troller I IR I 
jFG Series II IIFunction Generator I IR I 
IFL Series 

II 
I Manual Loader 

IR I (BCCo) 

IFL Series 
II 

I Turbine Meter 
IR I (F&P) 

IFP Series 
II 

IV ariable Area 
IR I Flowmeter 

[Fs Series 
II 

I Square Root 
IR I Generator 

IFf Series 
II 

I Ml A Transfer 
IR I . Station (BCCo) 

IFf Series 
II 

I Turbine Meter 
IR I (F&P) 

IFf A Series 
II 

I Turbine Meter 
I IIR I (F&P) 

IFTI Series 
II 

I Turbine Meter 
I IIR I (F&P) 

IFfRC Series 
II 

I Turbine Meter 
IR I (F&P) 

IFfSC Series 
II 

[!Turbine Meter 
I IIR I (F&P) EJDIDdmmru 
I ID Combustion 

Control System 

~Current to 

I ID Pneumatic 
Converter 

jJR 12 Series !!Area Meter IR I 
jJR 13 Series ltrransmitter IR I 
lKA Series !!Transmitter IR I 
IKAF 

I SONOCON 3 food II 
sensor IIR I 

IV AT ljsONOCON3 II llo I 
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I~ II Jllaboratory sensor I I~ I 
IKAM II 

ISONOCON 3 
IR I . wafer type metal 

IKAP II 
ISONOCON3 

IR I . wafer type plastic 

IKAT 
ISONOCON3 

IR I . Diving armature 

iKe 16 Series I Square Root 
IR I Extractor 

JKD 14 Series IITransmitter I IR I 

IKL Series 
II 

I Strip Chart 
IR I _Recorder 

IKM5 Series I II Recorder, Indicator IR I 
IKP Series I!Transmitter IR I 
IKQ Series I!Transmitter IR I 
jKS Series IITransmitter IR I 
IKT 13 Series IITransmitter I IR I 

IKU1000 
!Converter 
SONOKON3 IR I 

ILH Series I!Transmitter IR 
ILK Series I!Transmitter IR 
ILQ Series II I!Transmitter IR 
jLU 13 Series II I!Transmitter IR E::JDMagnetic lw/oHART ID Flowmeter 

converter E::JDMagnetic lw/HART ID Flowmeter 
converter 

IMCl_A 
II 

I Mass-Flowmeter 
I IIR I TRIO-MASS BDmFL\1AG90 I ID Magnetic 

Flowmeter EJDmFL\1AG90 I ID Magnetic 
Flowmeter 

lmicroTools II I microD.CI Interface 
lc I s/w (WmNT) 

IMQ Series 
II 

'Magnetic 
_Flowmeter IR I 

jMQT Series II I !Transmitter I IR I 

IMWASeries II 
II=G90 

II ~R I 
http://www .ebpa.cornly2klframes/all_nomenclatures.asp?prod_choice= 13&typeofsearch=3 7/12/99 
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II IJFiowmeter I II 

EJD INFIMAG90 I IC Magnetic 
Flowmeter 

IN-BQ Series 
II I 

Nuclear Service 
IR I Transmitter 

IN-KS Series 
II 

I Nuclear_ Service 
IR I Transnutter 

joA Series IIAnalyzer I IR 
joB Series IIAnalyzer I jR 

joe Series IIAnalyzer jR 
jon Series I II Analyzer jR 

joE Series II IIAnalyzer jR 
joH Series II II Analyzer IR I 
joJ Series I jjAnalyzer IR I 
joL Series IIAnalyzer IR I 
jos Series IJGas Analyzer Panelj jA I 
jPG Series IJMultipoint gage I IR I 

IPH Series I 
I Ion/ORP/pH 
. Transmitter lA I 

jPS Series II IIIndicator I jR I 

IPTD Series 
II 

!Pressure 
. Transmitter IR I 

jPTDL Series II IILevel Transmitter I jR I BDSmart(HART) CJ Pres sur~ Valid to the Year 2155 
Transnutter 

IPlliD Series ID Smart (HART) CJ Pressure Valid to the Year 2155 
Transmitter 

IPTHDL Series II 
!Smart (HART) IValid to the Year 2155 lie I . Level Transmitter 

ED Smart (HART) CJ Pressure Valid to the Year 2155 
Transmitter 

IPTP Series 
)Pressure 

IR I . Transmitter 

IPTS Series 
I Smart P_ressure 

I lie I Transnutter 

IPTSD Series I 
I Smart P_ressure 

ie I Transnutter 

IPTSDL Series II 
I Smart Level 
Transmitter I lie I 
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IPTSP Series 
II 

I Smart r:essure 
Transrrutter /c I 

IPY Series II IIIndicator I IR I 
IRA41 Series 

I Interlock 
. Contactors IR 

IRe Series IIDrive IR 
IRD Series IIDrive IR 
IRE Series I IIPIE Converter IR 
IRE2 Series II Dot Recorder IR 

IRE3 Series 
II 

1 OOmm Analog 
IR Strip Recorder 

IRE4 Series 
II 

100mm Analog 
/same As 2342 IIR Strip Recorder 

IRE5 Series 5.2 
Recorder (Version 

/same As 2342 //c 5.2 or Higher) 

IRH Series 
I Position 
. Transmitter IR 

IRL Series IIManual Station I IR 
IRM5 Series llselector Switch I IR I 
IRP Series IIEJP Converter I IR I 
IRQ Series 

II 
I Position 
. Transmitter IR 

IRS Series II IIManual Station IR 
IRU Series II llselector Station IR 
IRV Series IIDrive IR 
IRW Series IIDrive IR 
IRY Series I!Edgewise Indicator IR I 

IRZ Series I Swi~ch and light 
Station IR I 

/sEEK 
II 

I Software for 
Smartport /cH 

I 

EJD Smart Interface I ID Unit for Smart 
Transmitters 

/sLC Series 
II 

I Strategic Loop /valid to the Year 2080 1/c I Controller 

/sLCO 1 Series 
II 

I Strategic Loop 
Controller lv alid to the Year 2080 lie I 

/sLC02 Series 
II 

I Strategic Loop 
Controller lv alid to the Year 2080 lie I 

ISLNK01 II llsmartlink software I lA I 

/sMA Series 
II 

I Smart Analyzer 
SMA-90 lv alid to the Year 2150 lie I 
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jsmartport II llsmartport I lA I 

ispc 
II 

I Smart Transmitter lv alid to the Year 2099 lie I Software Kits 

lsR1 Series 
II 

I Strip Chart 
IR I . Recorder 

isR2 Series 
II 

I Strip Chart 
IR I Recorder 

lsTC Series 
II 

I Cartridge, for STT 
IR I Terminal 

STT01, 2, 3 D 
Hand Held I ICJ Terminal for 

Series transmitters 

STT04 
I 

I PC Utility Software 
lc I DownLink forSTT04 EJDHandHeld lv alid to the Year 2150 ID Termi~al for 

transnutters 

jTG Series II IJSignal Generator I IR I 
jTJ Series II IIManual Jog Station IR I 
!To Series II IIBlank Station IR 
JTR Series II I!Trend Recorder JA 
Jrr Series II I!Transfer Station IR 
jTWA Series II JITurbine Meter IR 
ITY Series II JIIndicator I IR 
jTZ Series II IIEnclosure I IR I 
juc Series II IIOpacity Monitor I IR I 
jUE Series II JIRotary Actuator I IR I 
JUF Series II IIFiamon I IR 
juJ Series II JJapacity Monitor I IR 
JUM Series II IJFiamon Enclosure I IR 
luP Series II JIRotary Actuator I IR 
Juw Series II IJFiamon Detector I IR I 
JVF Series II IJvortex Flowmeter I IR I 
Jwc Series II IJChart Recorder llsame As 1390 JIR I 
JwcE Series II IIChart Recorder I!Same As 1392 IIR I 
JWM55 Series II IIRecorderllndicator I IR I 

EJD 
Magnetic I IC Flowmeter 
Electronics 

II End of Report 11 
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, Dwyer Instruments, Inc. - Order Form Page 1 of 1 

; ~~~DUCts-! PRESSURE FL0\'11 ·; DiPEi-lh:JJR[ LEVEL VALVES TO ORDER 

Dwyer Instruments, Inc. 
P.O. Box 373 -102 Highway 212 
Michigan City, Indiana 46361-0373 
Sales Only: (219) 879-8000 
General Office: (219) 879-8868 
Fax: (219) 872-9057 

• Year 2000 (Y2K) Compliant • 

To Whom it May Concern: 

All of our products in our catalog are Year 2000 Compliant. 

I am pleased to report that our internal Dwyer "Year 2000 Project" has been completed 
after extensive testing and re-testing of all of our computer related programs. We have 
successfully converted to the new "Year 2000" system and have been operating with this 
new system since June 1, 1998 without any problems. 

We are now ready for the next century. We are working with our suppliers and other 
support companies to gain assurance that their systems will not adversely affect our 
business when the calendar changes. 

As you know, systems that have not been renovated could misinterpret a date such as 
"01/01/00" as the first day of 1900 instead of 2000, potentially disrupting many aspects 
of our business that we depend upon. It is good to know that this long and arduous task 
is now behind us. We are looking forward to the exciting new millenium with all its 
challenges and opportunities. 

If you have any questions, please feel free to contact our Sales department for 
assistance. 

Sincerely, 

Jim Robertson 
Administrative Sales Manager 

E-Mail: info@dwyer-inst.com 
E-Mail: te~h@ d.}!fer-inst.com 
E-Mail: lit@dwyer-inst.com 

New Products ll Pressure ll Flow ll Temperature .a Level .a Valves :a Site Map 

(c) Copyright 1998 Dwyer Instruments, Inc. 

http://www .dwyer-inst.cornly2k.html 7/12/99 
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~~~DUClS PRESSURE FlOW ·1 ~Pf Rfl' .IRI LEVEl VALVES TO ORDER 

Dimensional Enlargement 

Compact and reliable, the Model LA Float Switch uses the time-tested Model V 4 Flotect 
Switch body to provide dependable liquid level control to start or stop pumps, open or close 
valves - or actuate alann signals. Installed in thousands of tanks and processing plants 
around the world, this unique magnetically actuated switching design gives superior 
performance. There are no bellows, springs, or seals to fail. Installed through a 1 112" 
thredolet welded to tank, the unit is easily field installed or replaced. The electrical assembly 
may be quickly replaced without removing the switch from the tank. Float ann hinge design 
limits the ann angle to prevent vertical hangup. Float is 316 stainless steel for service with 
compatible corrosive fluids. For use in fluids with specific gravity down to 0.7. 

Features include: Simplicity of design and a leak proof switch body, machined from bar 
stock for pressures to 2000 PSIG, (140kg/cm2), it eliminates the possibility of process fluids 
entering the switch compartment. The threaded conduit enclosure cover permits easy 
inspection or replacement of electrical assembly without shutting down the system, or 
removing electrical conduit. Power must be disconnected. The unit fits directly into tank 
with a thredolet or flange for easy installation. All units are explosion-proof and listed with 
UL. and C.S.A. for Class I, Groups C and D, Class II, Groups E, F and G or are flame-proof 
to CENELEC/SAA EExd liB T6. 

APPLICATIONS 
The LA Float Switch maintains predetermined liquid levels in tanks through direct pump 
control. Also used to control sump levels, scrubber system liquid levels and automatic tank 
dump operations. Controls levels or provides alanns for hydro-pneumatic tanks, low 
pressure boilers and various waste water and sewage treatment processes. With a special L
shaped float ann, it can be mounted vertically in tank top for tank overflow or alann. 

Click to View 

http://www .dwyer-inst.comllevel/98-4l.html 7/12/99 
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TO ORDER 

PHYSICAL DATA 
Temperature Limits: Standard 275°F (135°C). High temperature, MT option (not U.L., 
C.S.A. or CENELEC/SAA), 400°F (205°C) max. 
Operating Pressure: Body 1000 PSIG (70kg/cm2) Float 100 PSIG (7kg/cm2). See Float 
data below for other pressures. 
Electrical Rating: U.L. and CENELEC/SAA: lOA@ 125/250 VAC. C.S.A.: SA@ 
125/250 VAC, 5A resistive, 3A inductive @ 30 VDC. Optional ratings (not U.L., C.S.A. or 
CENELEC/SAA); MV option: Gold contacts for dry circuits. Rated 1 amp @ 125 V AC, 1 
amp resistive, 1/2 amp inductive@ 30 VDC. MT option: 400°F (205°C) 5 amp@ 125/250 
VAC. 
Wiring: UL./C.S.A. unit; 16 gauge copper wire, 6" (152mm) long, mechanically and solder 
bonded to switch. CENELEC/SAA unit: Terminal board. 
Switch Body: One piece milled and bored Brass or 316SS. 
Float: 316SS, 1 5/8" x 5" (41mmx127mm), std. 100 PSIG (7kg/cm2) min. SG 0.7 Trim 
includes 430SS and silver solder. Optional floats: 316SS 150 PSIG (10kg/cm2) min. SG 0.7. 
304SS 300 PSIG (21 kg/cm2) min. SG 0.7. 304SS 50 PSIG (3.5kg/cm2) min. SG 0.5. 
Optional floats, 2 112" OD (64mm) spherical. 
Piping Connection: 1 1/2" NPT std. for mounting in 1 1/2" thredolet. 2 V2" NPT required 
for optional floats. For other mounting see application page. Thredolet fittings available. 
Protection: NEMA-4 watertight (IP56) standard. 
Installation: Horizontal installation standard. Vertical installation available. 
Weight: 4lb. 9 oz. (2.07kg). 
Options: All 316SS wetted parts. Floats for light fluids, high pressure, and corrosive 
service. DPDT circuit. 
Standard Dead Band: 3/4" (19mm) approx. 

Model L4 FLOTECT8 Level Switches 

(Model No. //Description I 
lu IIBrass, Side Wall Mounting I 
IL4-SS II316SS* Side Wall Mounting I 
IL4-TOP I!Brass, Vertical (Top Mounting)/ 

!L4-SS-TO~I316SS* Vertical (Top Mount) I 

Suggested Specification: 
Liquid level switches shall be operated by a type 316 stainless steel float via magnetic 

http://www.dwyer-inst.com/leveV98-4l.html 7/12/99 



linkage. Wetted parts shall all be metal. No elastomeric or plastic 0-rings, diaphragms or 
packing shall be required to contain process fluid. Switches shall be weather-proof and 
explosion-proof Switches shall be W.E. Anderson No. L4 

E-Mail: 
General Information: infQ@_dwy_gr-io_s_t_._cQm 
Technical Inquiries: tech@dwyer.:tnst.~Qm 
Literature Request: Jit@_dwy_er-inst.c_Qm 

Quotes Request: _g_uotes_@dwyer-inst.com 

New Products XX Pressure XX Flow XX Temperature XX Level XX Valve~ XX $it~ Map 

©Copyright 1998 Dwyer Instruments, Inc. 

http://www.dwyer-inst.com/leveV98-4l.html 
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.L.::.Lu rAA 

FAX 
TO: 

Ref: 
Plro11e 
FtaPhone 

REMARKS: 

~B 
Momgomery Watson 
Scott Sherman 

630.691.5000 
630.691.51J3 

0 Urgent 

® 

0 For yow review 

11!:1 UU.L/ UUO 

Brooks Instrument 
407 W. Vine street 
Hatfield, PA 19440 

07113199 

I Number of pages including cover sheer 

FROM! Susanne Mullineata 
Customer Service!Marksting 
COOTdinator 
215-362-1528 

6 

PhDM 
FuPIIone 
E-malJ 

215 362-3709 
SUSannt!.mlll/inema@frco.com 

0 ReplyASAP 0 Please Comment 

Following is the information you requested regardiJ18 Brooks lllstnlment YearalOOO readiness. 

Thank you for your interest in Brooks Tn.strument. 

Best Regards, 

Susanne Mullineaux 

FISHER·ROSEMONT 
The information contained in dlls fax message is intended only for the perscmal and confidential use oftbe rccipient(s) named 
above. This fax may contain infoDD&tion that is privileged and confidential. If you are nor the intended recipient or m agent 
responsible for deJiverin& tbis filx to the inlellded Reipient, the review, dissemination, distribution, or cop~ of this message 
is strictly prohibited. lfyou have received this communication in error, please notify the sender immediately be telephone. 
Thank you. 
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-r" _ _____,___ ___ ------------------------------

., 

Brooks Instrument 

To: 

From: 

Date: 

Brooks Instrument Valued Customers 

Char1ie Fisher 

June 9, 1999 

Subject: Year 2000 Readiness Disclosure 

Dear Valued Customer, 

Brooks Instrument 
407 w. Vine $net 
P.O. Box903 
HaUield, PA 1844Q-090:S USA 
Tel (800) 799-73&4 
Fu: (215) 362-3746 

This letter is being sent in response to your request for information regarding Brooks 
Instrument Year-2000 readiness. 

Many of us have heard news reports predicting consequences of the 1999 to 2000 
calendar year rollover. Brooks Instrument understands and shares your concern 
regarding potential "Millennium aug• problems, and is taking the necessary steps to 
make sure that it's software and computer systems can handle the date change to the 
Year-2000. -. 

Brooks Instrument is addressing compliance in three primary areas; product. 
information systems and manufacturing operations. 

Product 
Brooks Instrument manufactures or has manufactured the products listed below (the 
·Productsj. We have completed our evaluation Of the Products and have confirmed 
that they wiU not be affected by the date change to the Year-2000. Brooks is now 
offering a standard Year-2000 warranty for the Products upon request 

ln most microprocessor based Products, the date data is transmitted from tha Product 
over a communication nne to an external system (e.g. 'logging' of an event) which is not 
manufactured by Brooks. Brooks does not assume any responsibility for third 
party hardWare, software or finnwara which is used in combination with the 
Products or with which the products share infonnation, and it is important for 
you, the customer/user, to determine proper operation of any third party 
hardWare, software or ftrrnware. 

:Qc:~dincss Disclosure Act (Public Law 105-271) aDd are seilt to you as a YEAR 2000 DADINES 
DJSCLOSVBE 

~UU~/UUO 
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Brooks Instrument Brooks Instrument 

Al!J1 w. VIne Street 
P.O.Box903 
Hatfield, PA 19440-0903 USA 
Tel (800) 799-7364 
Fax (21S} 362-3745 

Information Systeru l 
Brooks Instrument is in the process of testing business system software for Year-2000 
iSsues. This work is planned for completion early in 1999 and should not disrupt our 
normal business operatio~. This effort involves a planning readiness assessment. 
testing and audit process. · 

.MAnufacturing Operatio"' 
Brooks is evaluating ifs manufacturing equipment, systems and processes for Year-
2000 readiness. Brooks Instrument is also wooong.with the vendors in our supply chain 
to assess their level of co.mpliance and to obtain appropriate Year-2000 compliance 
warranties. We will contin:ue to work with these supplier partners to insure a smooth 
transition to the Year-2000: 

1 hope the above infonna~on helps you in your plant-wide investigation of Y ear-2000 
compliance issues. If there are any remaining questions regarding Brooks Instrument 
product, information system and/or operational compliance please contad the Brooks 
Instrument Customer Service Department at 888-554-FLOW. 

Sincerely, 

aid~ 
Char1ie Fisher 
Customer Service Manager 

Timothy W. Scott 
Vice-President. Engineering 

1(&1 UU.J/ UUO 
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Brooks Instrument 

lPROOVER) 

PRODUCT FAMILY PRODUCTNUMBER/NAME1 PRODUCT DESCRIP110N 
VERSION 

MAGMETERS; 
7-«10 SERieS MAGNETIC FLCMMEiER, 

!wAFER 
i5000 SERIES MAGNETIC F\.0\NMETeR, 

FLANGE 
T19717198 MAG ELECTRINICS 

CAUBRATORS 
3520, 3560, 3610, 3580 MAGMETER ELECTRONICS 

pOSITIVI! DISPLACEMENT: 
l OVALS 

9800SERJES OVAL GEAR POSITlVE 
DISPLACEMENTM!TER 

9SIOO SERIES OVAL GEAR POSITIVE 
DISPLACEMENT METER 

LSN41/45 FLO~TEOV.Al 
FL~ETER 

9043 BR~OKS-OVALMARK 
SERII!S METER 

L$-21312 NHNIOILFL~ETER 
MOOP MINI OIL OPTICAL PULSER 
gQQ()Dfl ,OVAL DIFFERENllAL 

INDUCTANCE METERS 
I PISTON8 

52231-10 PISTON FLOWMETER, 
POSITIVE DISPlACEMENT 

S2231-11 PISTON FLO'Mo1ETE.R, 
POSITIVE DISPLACEMENT 

52231-12 PISTON FL0\1\NETER, 
POSmVE DISPLACEMENT 

METER ACCESSORIES: 
0310 TRI10 ELECTRONIC 

REGISTER 
0320 TRI20 ELECTRONIC 

REGISTER WITH SMM 
0355 UMB PO'NER PULSER 

03eO UMB OPTICAL PULSER 

200 FREQUENCY TO ANALOG - CONVERTER 
300 ELECTRONIC BATCH 

CONTROLLERfnOTAUZER 
0421 FREQUENCY TO ANALOG 

CONVERTER 
4400 TEMPERATURE 

COMPENSATOR 
805-818 FLOW RATE INDICATOR 

4351D HIGH FREQUENCY PULSE 
GENERATOR 

M4362-t0 ELECTRICAL IMPULSE 
CO NT ACTORS 

'Z15 (Rev 4.4) HART COI'tf.1UNlCATOR 
~ (Rw 3.8 end ••rl8r) HART COMMUNICATOR 

Brooks Instrument 
407 W. Vme S1PI•t 
P.O. B~;~x903 
Halftekl, PA 19440-0903 USA 
Tel (800) .,._7364 
Fax (215) 382-3746 
CAUBRATOR I 

PRODUCT IS PRODUCT 
CATEGORY DAT&AWARS? 

FLOV\METER NO 

F\.\,1,_ I r;R NO 

FLOWMETER NO 
ELECTRONICS 
FLO'Mt1ETER NO 

ELECTRONICS 

FLO\I.NETER NO 

FLOVIIMETER YES 

FlOVIMETER NO 

FLO'METER NO 

FLOWMETER NO 
FLO\I\NETER NO 
FLO'IIIMETER NO 

FLOWMETER NO 

flOnN~eiCK NO 

FLOYtMnER NO 

FL0\1\NETER NO 
ELECTRONICS 
FLOWMETER YES 

ELECTRONICS 
FL()I,''NETER NO 

ELECTRONICS 
FLOV\METER NO 

ELECTRONICS 
FLOII'tMETER NO 

ELECTRONICS 
A..O'MAETER NO 

ELECTRONtCS 
FLCMNETER NO 

ELECTRONICS 
FLOV\oMETER NO 

ELECTRONICS 
FL~R NO 

ELECTRONICS 
FLOWNnER NO 

ELECTRONICS 
FLOw.£T'ER NO 

ELECTRONIC$ 
ELECTRONJCS YES 
ELECTRO!'!_CS ~s 

1(&1 UU'I/ UUO 



07/15/99 12:11 !,.AX 
.... -·------ ----· -------------- --· 

,_ 

Brooks Instrument 

PRODUCT FAMILY PRODUCT NUMBER/NAME/ PRODUCT DESCRIPTION 
VERSION 

MASS FLOWMETER$: 
0550 THERMAL MASS FLOW 

CONmOLLER 
MISO, MIS1, MISl NEMA4XIIP6S rMSS FLOW 

CON'mOLLER 
M!BO, Mt61, Mt&3, Ml84 NEMMXIIP65 MASS FLOW 

METER 
585QC, 58600, 5860E, 5861 E. MASS FLOW CONTROLLER 
5e53E 
5BeOE, 5881 E. sane. 5864E MASS FLOWMETER 
585(1(, 5851i, 5853i MASS FI.OWCONTROLLER 

58801 586'1 i 58153i, se&4i MASS FLOWMETER 
58SOS,5851S,5853S MASS FLOW CONTROLlER 

5880S, 5861S, 5863S, 5864S MASS FLOWME'TER 
S850TR MASS FLOWCONTROUER 

[!816 MASS FLOWMET!R 
!5850EM, S851 EM, !164. MS. MASS PLOW CONTROl:LER 
8256 
5866 THERMAL DISPERSION 

MASS FLOWMETER 

15866 ElECTRONIC PRESsURE 
CONTROUER 

5881, 5882/5191, 5892 UQUIO MASS FLOW 
CONTROLLERIMETER 

5700 MASS~ATE ELECTRONIC 
FLOVIMETER 

5835, 5836, 5837 ELECTRONIC CONTROL 
VALVE 

5871 • 6878, 5885 - 5898 MASSFLCYVSECONDARY 
ELEcTRONICS 

I<ESSIIR DISPLAYIPOWE~ SUPPLY 

0151, 0152. 0154, 0171 ~FLCNYSECONDARY 
ELECTRONICS 

5848 IN·UNE MASS FLOW FILTER 

MFSee COMPANION $0FTWARE 
kiT 

TruCal CALIBRAllON PROCESS 

0160 Rev (SMART CONTROL) COMPANION SOFTWARE 
KIT 

SMARTOEE COMPANION SOr IVW'II'U: - kiT 
SMART SERVICE COMPANION SOFTWARE 

KIT 
PttSCEL.~..'NEOUS: - 1050 SER\ES (VOL-U-METER) GAS FLOW CALIBRATORS 

1060 SERIES (VOL·u-METER) GAS F\.OW CAUBAATORS 

1070 SERIES (VOt.~) GAS FLOWCALI~TORS 

1090 SERIES CBELL GAS FLOW CALIBRATORS 

Brooks Instrument 
~ W. VIM StreC 
P.O.Box803 
Hlllfteld, PA 19441).()903 USA 
Tel (800) 799-73&4 
Fax (215) 362~.&5 

PRODUCT IS PRODUCT 
CATEGORY DATE AWARE? 

Fl. OW NO 
CONTROLLER 

FLOW NO 
CONiROLL.ER 
FLO'AMETEit. NO 

FLOW NO 
CONTROLLER 
FLOWMETER NO 

Ft. OW NO 
CONTROLLER 
FLOWMETER NO 

FLOW YES 
CONTROllER 
Fl.OVI.f<AETER YES 

FLOW NO 
CONTROU£R 
FLOVIMETER NO 

FLOW NO 
CONTROLLER 
FL0\1\NETER NO 

PRESSURE NO 
CONTROLlER 

FLOW NO 
CONTROLLER 
FLOV\tt'IET!.R NO 

[FLOW CONTROL NO 
VALVE 

FLOWMETER NO 
ELECTRONICS 
F(QW.4E'TeR NO 

ELECTRONICS 
FLOV\UETER NO 

ELECTRONICS 
FLO\MAETER NO 
ACCESSORY 
FLCMMETER YES 
ACCESSORY 
FLO""""ETER NO 
"CCES$0RY 
FLOWMETER YES 
ACCESSORY 
Flc5V\ME"TER NO 
ACCESSORY 
FLOVIMETER NO 
ACCESSORY 

FLOVINETER NO 
CALIBRATOR 
FLOV!METER NO 
CAUBRATOR 
FLO~T~ YES 
CALIBRATOR 
FlO'MoCETER NO 

1(1.1 UUll/ UUO 
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Brooks Instrument 

PRODUCT FA,._ Y PRODUCT NUMBER/NAME PRODUCT DeSCRIPTION 
VERSION 

VARIABLE AREA FU>WMETERS: 
I GLASSTUBE 

1020,1024, 1026, 1028 VARIABLE AREA GLASS 
ICGT1QOO SERIES) TUBE FLO'J\METER 
1110,1114, 1116,1117(1110 VARIABLE AREA GlASS 
SERIES) TUBE I'ILOV\INIETER 
1140, 1144,1145,1147(1140 VARIABLE AREA GLASS 
SERIES) TUBE FLO'ANETER 
1303,1305, 1307(1300 VARIABLE AREA GLASS 
SERIES) TUBE FLOVINETER 

[ PURGE 
MI!1ERS 

1360,1355,1358~350 PURGE VARIABLE AREA 
SERIES) FLO'MAETER 
1360, 1370 (t.tUL T\:r'UBE) PURGEVAR~LEAREA 

I'ILO'MAETER 
1510 (l.FC SERIES) PURGE VARIABLE AREA 

FlO'MAETER 
2001 (BROOKS-MITE) PURGE VARIABLE AREA 

FLOVIIMETER 
ZlOO (BROOKS-MITE) PURGE VARIABLE AREA 

FLOVt.MET'ER 
I METAL TUBE 

37!50 CAR-MITE) METAL TUBE VARIASLE 
AREA FtO'MAETER - 3809C,38080,3818 METAL TUBE VARIABLE 
AREAFLCMt.1ETER 

3609E, 3810 METAL TUBE VARIABLE 
AREA FLOWMETER 

3800,3601,3602.3604 (3eOO METAL TUBE VARIABLE 
SERIES) AREA FLOV\METER 
3821, 3622. 3623 (3620 METAL TUBE VARIABLE 
SERIES) AREA FLO\IVMETER 
3630, 3831, 3632, 3533, 36:54, METAL TUBE VARIABI.! 
3635, 3836, 3837 (3630 AREA FLOVIMETER 
SERIES) 

I VA 
ACCDSORIE& 

5510,5522,8311,1312,8315, ACCESSORY-
8316, 6811, 6612, 8615, 8816 TRANSMlTER 
8000 ACCESSORY- SIGHT FLOW 

INDICATOR 
PROP!UER: 

33(10 PROPELLER FLO'METER 
PLOW CON11WLLEFUS: 

BUV NEEDLE CONTROL VALVES 

1390 SINTERED METAL FILTER 

- 8503 NEEDLE CONTROL VALVES 

8801,8606 PRESSURE REGULATORS 

8744 FLOW CONTROLLERS 

8800,8810,8830,1800,8810 INTEGRAL FLOW 
CONTROLLERS 

Brooks Instrument 
4riT W. Vine Street 
P.O. Box903 
Hatfield, PA 19440-ll903 USA 
Tel (800) 799-1384 
FIIX (215) 382-37-45 

PRODUCT lSPRODUCT 
CA1EGORY DATE AWARE? 

FLO~R NO 

fl.OVI.t.II~TER NO 

FLOV\to£TER NO 

FLOVIMETER NO 

FLOVI.MEiER NO 

FLOVINETER NO 

FLOWMETER NO 

FLOWMETER NO 

FLOVIMETER NO 

FLO'M.£l'£R NO 

FI.OWMETER NO 

FLOWMETER YES 

FCO\I.NETER NO 

FLO\IINET!R NO 

FLO~R NO 

FLOWMETER NO 
ACCESSORY 
FLOVINETER NO 
ACCESSORY 

FLOVIN--mR NO 

FLOW CONTROL NO 
VALVE 

Flow.tETER NO 
ACCESSORY 

FLOW CONTROL NO 
VALVE 

PRESSURE NO 
REGULATOR 

FLOW NO 
CONTROLLER 

FLOW NO 
CONTROUER 

If&! UUO/ UUO 
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.A 
Endress+ Hauser IERJ 

~~~ 
Reinach, August 1998 

To our valued customers 

Year 2000 Confonnity 

This document addresses what is commonly known as Year 2000 Conformity (also some-times 
known as century or millennium compliance or Y2K,..problem}. It provides a definition of this 
expression and a statement of conformity Qf the instruments and software made by 
Endress+Hauser, the company software used at Endress+Hauser as well as a status report 
concerning Year 2000 conformity work with respect to the suppliers of Endress+ Hauser. 

. ~ 

Definition 

Year 2000 Conformity shall mean that neither performance nor functionality is affected 
by dates prior to, during and after the year 2000. In particular: 

1. No value of current date will cause any interruption in operation. 

2. Date-based functionality must behave consistently for dates prior to, during and after the 
Year2000. 

3. In all interfaces and data storage, the century in any date must be specified either explicitly 
or by unambiguous algorithm or inferencing rules. 

4. Year 2000 must be recognized as a leap year. 

State.ment of Conformity 

Even though there is no stipulation of a date used in the vast majority of the Endress+Hauser 
devices we are presently evaluating Year 2000 Conformity product by product. Wherever the 
suspicion might arise that a Y2K problem is in the realm of possibility a Test Procedure (see 
Appendix 1) which has been established in accordance with recognised standards is applied 
and a Test Report (see Appendix 2) is prepared. Once the test has been passed in all respects 
the product is entered into the Positive List (Appendix 3). 

The devices included in the Positive List meet the Year 2000 Conformity unreservedly in respect 
of the definition mentioned above. Devices not yet listed there are still being examined: this 
process will have been concluded by the end of September 1998. In case of any queries please 
contact your Endress+ Hauser distribution partner. 



-

-

-

Year 2000 Conformity- page 2-

In addition, Endress+Hauser only uses corporate company software (SAP). individual SAP 
application tools and corporate communications software, which are Year 2000 compatible or 
are made compatible at short notice. 

Furthermore, work is in progress to achieve Year 2000 compliance of all production software 
tools. 

As far as suppliers are concemed Endress+Hauser has already started work to receive Year 
2000 Conformity Statements from all relevant suppliers. 

The leader of the project "Y2K" responsible for the entire Endress+Hauser Group is: 
Oipl.-lng. Diether Schaudel, Endress+Hauser (International) Holding AG, Kagenstrasse 7, CH-
4153 Reinach. Schweiz, Tel. ++41 61 715 65 90, Fax. ++41 61 711 06 82, E-Mail: 
dj.:rher.sc:haudel@bold jog .endress.com 

Furthermore, every Endress+Hauser Company has a responsible person for ''Y2K" 

Geographical locations 

The above written statement covers all business units of the Endress+ Hauser Group throughout 
the world. 

Since work on the Year 2000 Conformity is in progress we are going to inform our business 
partners periodically. The latest news on the topic can be found on our webpage: 
www.endress.com 

Endress+Hauser (International) Holding AG 

Dipl.-lng. Diether Schaudel, Director 

DS/ml 

Enclosures 3 

Further on-line information can be found, e.g.: 
http://www. year2000.com 
http://www. ie.iwi. unibe.chlzobisljahr2000 (German language} 
http://www.software.ibm.comlyear2000 
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Test Report: Endress+ Hauser 
Year 2000 Compliance 

APPENDIX: Description of the Test Procedure (V1.00.00a) 

Rollover <datal> to <date2> 
Set date to <date1>, set time to 23.55 hrs, observe system date after 00:00 hrs, 
correct result: <date2> 

Day of tbe Week 
Set date to <date1>, set time to 23.55 hrs, observe day of the week on system clock. 

ArchiVe Date access 
Examine existing log data file or create test file, 
Set date to <dale1 > and create a log event, 
Set time to 23:55 hrs and allow system to rollover: 
Data file should contain the expected number of records that should be correctly dated . 

.QJJa Sorting Test 
set date to<date1>, 23:50 hrs 
examine existing alarm or events tog or create test Jog 
Note number of records and sort by date, examine event Jog 
create new event or alarm 
AMow system to rollover 
create new event or alarm, examine log 
Events should be correctly dated 
Sort by date: the created events should be at the correct location In the log 

Reboot Test 
Set date to <date1>, 23.50 hrs, 
Allow system to rollover, 
Power down system and wait 30 second$ 
Power up system and observe system date and Ume. 

(in addition: if internal dock operates without external power 
Set date to <date1 >, 23:50 hrs, 
Power down system and wait for the Internal clock to rollover, 
Power up system and observe the system date. ) 

- Period Calculation 
Create log events for <date1>, <date2> and beyond <date2>, 
Create a period report in the critical period of time with alarm or event log file or test log file. 
Check that all events have been logged correctly and periods have been calculated correctly. 

nmecTest 
Set an alarm or event to activate beyond <date2>. Set date to <date1 >, 23.50 hrs. Allow system to rollover. 
Check correct behavior. 

AccesslPassword test 
Check if expiry date of licences and/or passwords is beyond the year 2000, 
Set date beyond the year 2000 but priOr expiry date, system access shOuld be allowed 
Set date beyond the year 2000 after expiry date, system access should be denied. 

Jump Into date 
Set device date straight into lhe potentially senaitive date (<date2>). 
The system accepts the date and operates correctly. 

P.03 
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Test Report: Endress+ Hauser 
Year 2000 Compliance 

eroc~ys f!mi~ "lm!= tii!!IJ!: 

Orsi!E Cszd! Rszot: Test Date: 

I est Basult: 0 RIHid []f*g 

No. Test Remarks N/A Test Te.t 
(1101 passed failed ....ilo:ablal 

1 RoUover 31/12/1998 to 01/01/1999 [] [] [] 
Archive Date Access [] CJ 1:1 
Data Sorting Test CJ CJ 1:1 
Access/Password test CJ CJ 0 

2 Rollover 08/09/1999 to 09/09/1999 CJ a 0 
Archive Date Access a CJ 1:1 
Data Sorting Test a a 1:1 

3 Rollover 31/12/1999 to 01/0112000 a a 0 
Day of the Week CJ CJ a 
Reboot Test CJ CJ 0 
Archive Date Access [] [] a 
Data Sorting Test c tl CJ 
Period Calculation Test t:J t:J [] 

Timer Test 0 0 a 
Access Password Test c:J c:J Cl 
Jump Into Date 1:1 CJ tl 

4 Rollover 2810212000 to 29/0212000 CJ CJ CJ 
Day of the Week a a [] 

5 Rollover 29/0212000 to 01/0312000 0 CJ (] 

Day of the Week 1:1 (] (] 

6 Rollover to 01/0112001 0 CJ a 
Day of the Week (] 0 0 
Archive Date access [] 0 0 
Data Sorting Test [] 0 0 
Period Calculation Test CJ 0 1:1 
Timer Test 0 a a 
Access Password Test t:J 0 0 
Jump Into Date CJ a CJ 

7 Rollover 28102/2001 to 01/0312001 a [] [] 

Day of the Week a [] [] 

8 Rollover 28/02/2002 to 0110312002 0 [] 1:1 
Day of the Week c a (] 

9 Rollover 2810212003 to 01/0312003 a Cl c 
Day of the Week (] 0 a 

10 Rollover 28/0212004 to 29/0212004 [] L1 (] 

Day of the Week [] CJ [] 

11 Rollover to 01/0312004 0 [] t:J 
Day of the Week 0 [] CJ 

--· \1'1.110.00. 
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·rSGibaniJ 

0811-26,32, 41).43 na 
FMX1&0,1&5 na 
DB 50- DBS3A na 
DI12,Di1120,13CI, na 
et!16Z/17Z127V.7Zfl2Z/81~ 1'10 
EB 11117ZJ20(%)121127Z no 
EM 1 1111/13f21/22123117Z na 
EW11Z no 
~c 12122 1111 
E820 no 
EC 11Z.:t7Z no 
EMt1 110 
FE8t1, 17.20.22.24 no 
Fii17P.20P.22P..w' 110 
EL 11•1:1, EL 17Z 110 
Fl:Llt-35,37,17 no 
FTG 130,380,470,470Z,.c80.171 no 
FMG 573Z. 671(P) I1CI 

DG17Z.27Z.57Z !no 
DMC170 no 
DME170,671 na 
DM$170,171 no 
DMK170,871 na 
OC1li.DE10.20.Dk1li.DS10 no 
ZAD423 110 

HTAliO.o420.422,470Z na 
HM470Z, HAI)(70 no 
FUPWMii·~AfE na 
I'Tl.380f.!81~ no 
P'DL 311135,311311 na 
FTL 160.161.260.320. no 
FTU30H.370.372.&70 no 
FDL 1n,1aol.1~ 110 

,.QL410,11 no 
,.. 130M:S1113CIICI1311<1231Aif no 
FMMMQZ,7eQZ no 
FTC9&8 no 
nc11110 110 

"e 131(Z)I2311331(Z) no 
FlW380 .. 
f'TWI30. 1!5.2&Q.S3f ,335Z.330. na 
f''IWdO..U1,'1'30,731 ,130.831 110 

JITW130,131.280.GI,470Z. 110 
FTWS70Z 110 

FDU10CI& 110 

FMU 1001280ZJGW'7111~7&15711l na 
,...., 21110 I 27110 no 
LTU67S 110 

FMU420 110 

DU21ZfDZ.4U,IIGZ,tnz no 
DU40-44,n, 100 no 
FMU 2110,23110,2480,25110 no 
FTC 171 Z/FTCU1 Z na 
I'T1. S2Q/:t70/:t7'2/e70 no 
tTC 38QZ,311Z.312Z.470Z. 110 

f'TC47tZ.48QZ.481Z.482Z. 110 

FTC420-422.620,5a1 .580. .. 
FTCII1.512 no 
FM<:tl11tl2 na 
FMBI82 110 

I"UU IICIOIIIIOII611112 no 
,.IIU t!OA/E!-231 A/E no 
FTUZ30AIE·z:a2 no 
I'MU232.1"TU IU' lila 231 110 

FMC 671ZJt(J 172 Z no 
FM8172lJQ'7Z no 
FMCGW23 110 

JrMX&7W770 na 
I'MB17:1,373.. 110 

FMC310,383.425.470.172,m no 
DM!ICI.S1,82Z no 
FTM 30,31.32.F'TU30S,St5,32S na 
F'nol Z10,2e0,3:10.GO..-m no 
I'EM :n-:ss.s7.•t no 
~30M301330 no 
~.421, NU10. 11, 1.13 .. 
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nal.-...y )IN -,........, Y" n-
nat-..y Y" nofle 
nal.-y yes -nal-..r)' )IN -nat--.y ,.. -IICIInece-.y YM none 
1101_..,.,. ~ -IICII~ yes none 
In« necesaary !Y-• -IICII--..y ,.. none 
IICII..-aaty wes -1101-IIM!y yes -IICIIn-=--ry YM none 
nol.-y yea -not.--y YM none 
~nc--...,. ,. .. -IKIIII8CIIN8ry yes none 
IICII,_IIIY ,.. -not-..y yea -11111-Nit)' yes -IICII,_u.y ,.. -natnece.-y ,.. -nor--.y ,.. -!MI.-y ,.. -nllt I'IIICnMIY ,.. none 
IICII-..ry ,.. -IICilneca.-y ,.. -__ _, ,.. -1101n-.-y ,.. -nocn_, )IN -notnec:MA~Y ,.. -noc-.y yes -IIIII__,. ,... -l'lllll--.y ~ none 
IICII,-.ry rei -_ _.._,. ,... -,...__., ,.. -nol-.-y ,.. -11111--r ,.. -nol..-..y ,. none 
nol__., ,.. -nolnecaAry ,.. IIane 

-~ 
,.. nllfle 

1101~ ,.. none nar__., ,.. -nCIIl'-J ,.. -11111-.r)' ~ -nar__., ,.. -.... .__,. ,... -1101.-y ,.. n-
IICII~ ,.. -nar-r ,.. -1101.-y ,.. none 
not~ ,.. none 
1101--..y ,.. none IIIII_,. ,.. -I'ICil.--y ,.. -I'ICIII.-y .,.. -nol--.ry ~ none 
IICII-..y liltS -Nit _ _, ,.. -Mil nec:-.ry ,.. -11111.-y ,.. -nat_, ,.. --~ ~ "-IIOll--.y ,.. none .... ,_...., y-. none 
110111-.y ,.. -IICiln-.y ,.. none _._..., ,.. -nol~ ,.. none 
IIOll--.y .,.. -_.........., ,.. none 
IIIII neceuary yet none 

-~ 
yea -
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Produd l'l .. lly nam• jOrHr code root JY2K _, ... ,~01'1 fRetna.11 

~ flUX UJO 110 l'llll,_.UIY ,.. none 

..,._ 
c ... PUC131n331'1~1~ no 1101~ ,.. -~ PTe: 1S'I 1110 nat.,_.., ,.. -c... PUC 130.136.230.532.534.536.538. no 1101--.ry ,.. none 
c....s PMCI3t /731 110 1101-..y IIIII llllne 
~•s PMPa&/731 no -IIY ~· -c;.l6lt PTC 531.532..5lt.535.~ 110 1101--.y )a none 
c.n.MrT PUC131.PMP131 no 1101-.y ,.. none 
ColrlnaJK PMX 171 Z/872 'ZJS7SZ/ID Z no nat,_,UIY ~ 
Corrmut.: PMX 170 no 1101r_,- ~ 1101'111 
DeWJw PMD 130 no 1101n-v ,.. none 
Dellatllr FMD 130153015311533 110 not~ ,.. none 
DebllwS PMD~/2l5 110 not~ ,_ none 
DebWS F~nci/U0/133 no notneoe-v ,.. -Dellar.S I"ND 130 no 11111-..ry -~- Tl'allldlll* P30131 no not-.ary -p,.......T~ PMS 131 no ..... ,___, ,.. none 

Plow 
.&l :20CII DIUQIDMIIill80 A21D06880 no 1101.-..y ,.. none 
liZ 3DOODI881 A3 no not~ ,. -Dllcamllg T OMIS731 D3 110 not~ ,. none 
DllawNg V DNI6631 01 110 not necasury ~ none 
oo.llnlgA DDA no not-.ry ,_ -EDMg EX no IIIII~ ,.. none ..... ~ AUT5511MIT572 no 11111-llfY ,_ -Flow~ ZI..63S1 SclftMn .--. ,.. -Flow CorriPUI« ZUS121. ZU5171 no -~ 

,.. none 
AM ClllllfUM' Zl.637a'll.a7.A8IC.O no IIOC-..y ,. none 
I'IINI COrrlpuW ClllftP8I1 DXF351 HaniWare palled ,.. none 
~ MP no 1'111!--..y ,.. none ...,..,. DT1200 no notr_, ,.. -UagpMIII "GG'• DYGF01 no notnecea.y ,.. none 
UMIIIIIIIg MM no 1101-..y ,. none ,..,._ MFO no IICil.--y ,.. none 
""'Girir HOIIeywlll SCMSIOO CliO no nl:ll_..., ,. none 
P1com11 V DMI&530 PI no notn-...y ,.. none 
l"laiiiMI u v DMIIA3 P2 no nal...-y ,.. none 
PlaDIMg M T OMI&733 P4 no 1101~ ,.. 110M 

"-' ~ no 1101,_, .,. none 
PIOQII'IIII ZL&077JZUi!M2 no _,_, ,.. 
.,_ZL Zl.I0701ZL.1040 1101-..y ,.. -Planllg 30 3QN30Ft:SOHI3CID no -~ 

,.. none 
~31 31, IIOIIIHISUIY ,.. none 
Prvmlil"' 31NW/.S3KI330 no 1101-..y ,.. -l'ftiiiii!I3S 36S no not-.ry ,.. none 
PlaNg:lll 31N3!1Ff.IIH no 1'1111-r 1'101111 - ~10 IOF.wlMIIOMPJICWIOI no _,_, ,.. none 
Pramua 10 NlloSiiiD CI.ENI"L.OW Nt Mill' 1111 

_ __, .,.. none 
"-al3 113FIII3MI&.'SIFI63AI531 110 IICII--*'Y ,.. -Pnm111A ~ SCM3GCXI• CWM'lWICMM no 1101~ ,.. -PrarMaa a NIIO Sellro. Cl.EANFLOW N2 NMIF no IICil_, ,.. -~6& 64NS4MII4F no IIIII_,. ,.. 1'101111 
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COMPAQ 

product readlne~~arch 

-.,ear 2000 program 
aompliance 
lavarrantjes 
-usiness readiness 

•Pes, servers, hardware 
•peratjng systems, software 

~ 
•to rage 
•olutions 

aiOs upgrades 
aevice driver for older pes & 

nonstandard applications 
.NSTL YMARK2000 Test 
~sting for the year 2000 with 

CompaQ Tru64 Unix 
aesting for the year 2000 with 

Open VMS 

home user 
ifrfiNm.aljan 

~uide to making your CompaQ 
home PC Year 2000 ready 

•Microsoft's "the year 2000 
challenge, a guide for home 
computers" 

-.,ear 2000 services 
lavhat's new .EAQ 
•ho to contact 
-.,ear 2000 links 
&itemap 

Results 
Back to search home 

Serial Number Results 
The following numbers were matched as valid Serial Numbers. 
288800- Product Presario 41 00 series 

XXX Model Presario 4112 P120 

Y2K Status Not Y2K Ready - Requires ROM BIOS 
Upgrade. Will pass the NSTL 
YMARK2000 test with minimum (or 
later) ROM. 

Minimum ROM Date 05/25/1997 

ROM Family 586T 4 

http://compaqsql.tl.com/y2k/results_partnumber.asp 7/15/99 
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privacy and legal statement 

http://compaqsql.tl.com/y2k/results_partnumber.asp 7/15/99 
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COMPAQ compaq services 

Downloadables 

• NOTICE: 

Downloadables are drivers, utilities, support 
software, and ROM images that help keep your 
Compaq products operating at peak performance. 

This software, including any tet·hnical data contained 
therein, may be subject to U.S. export control laws. 
including the U.S. Export Administration Regulations 
of the U.S. Deprutment of Commerce, or any successor 
regulations thereto, and may be subject to export or 
import laws and regulations of other countTies. 

By downloading this software, you agree that if 
you export, re-export, or import the software, you 
are responsible for complying with all such export 
or import requirements, and obtaining licenses where 
necessary. 

• Locate Downloadables 
Select your Compaq product type on the navigation 
bar to the left to locate and download support software. 

• Locate a SoftPaq 
Search Compaq.com 
for SoftPaq ISP I -
information: ...._ ___ ..J 

• Download SoftPaqs via FrP 
Direct access to SoftPaqs located on our corporate FfP server. 

• What is a SoftPaq? 
If you're a newcomer, select this link to learn about 
SoftPaqs and how they are used. 

Marcil sllowraca service worldwhle 
~~~·~"~·------~er---~ee-----~e~----~e~-----

CoMMENTS 

LtcW.. HOfJCI!S MD DIScl.AIMIR 
Revised: OS Apri11999 

http://www .compaq .cornlsupport/files/index.html 7/15/99 
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COMPACI. compaq services 

Support Software Help 

Dutch I English I French I German I Japanese 

Contents 

•What is a "SoftPl!Q~~ 

• Running a SoftPaq 

What is a "SoftPaq"? 

Each Compaq support software program on the Web and CD Kit is packaged in a compressed 
file called a "SoftPaq." A SoftPaq is an executable file that extracts files contained inside it. 
Many SoftPaqs contain diskette images and will require formatted 1.44 MB diskettes. Some 
SoftPaqs are additionally able to extract their files to a directory on the hard drive. Each 
SoftPaq will give instructions and, if applicable, extraction options when the SoftPaq is run. 

As new versions of software are released, you can go to the Compaq Web site (or the latest 
release of the CD) to obtain the SoftPaqs needed to update your computer. 

[Back to toR] 

Saving a SoftPaq to Your Hard Drive 

1. Create a temporary directory on the computer to hold the SoftPaq(s).For example, create a 
directory called C:\SOFfP AQ. 

2. Browse the Compaq Web site to locate the SoftPaq needed. When the correct SoftPaq has 
been found, click the Download button. 

3. Select the hard drive and directory that will hold the SoftPaq and click Save. This copies 
the SoftPaq from the Web to the designated directory. 

[Back to top] 

http://www .compaq.com/support/files/desktops/us/help.html 7/15/99 
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Running a SoftPaq 

1. Run the SoftPaq using the method that corresponds to your environment, as indicated 
below: 

Page 2 of3 

• If using Windows 95, 98 or NT 4.0, click the Start button and select Run. Browse to 
the directory that holds the SoftPaq and select the SoftPaq file with the .EXE 
extension. 

• In Windows 3.1 or NT 3.51, choose File, then Run. Browse to the directory that 
holds the SoftPaq and select the SoftPaq file with the .EXE extension. 

• In DOS, change to the directory that holds the SoftPaq. At the command prompt, 
type the name of the SoftPaq (for example, "SP1450") and press Enter. 

2. The SoftPaq presents you with a license agreement to read and accept. 

3. Many SoftPaqs proceed directly to the creation of diskette(s) and prompt you to specify a 
target diskette drive. Some SoftPaqs, however, extract files to a directory on the hard 
drive. One of these files may be called QRST.EXE or a name that's very similar, such as 
QRST5.EXE. A file may also be called MAKEDISK.BAT, which, when executed, will 
create diskettes from the files copied to the hard drive. If the QRST file is not present, go 
to step 4. If it is present, perform the following: 

• Run the QRST program. 

• If the Select Option for Creating Disks prompt appears, press the Enter key. 

• When prompted for the destination drive, type the drive letter of the diskette drive 
and press Enter. 

• A progress box will show the status of the diskette creation. Follow the instructions 
if prompted for more diskettes. Continue until all diskettes have been created. 

4. The newly made files, on diskette or on the hard drive, should contain a text file with a 
name similar to README. It explains how to install the software. Be sure to read it, since 
it may also contain information about the software that is not available elsewhere. 

[Back to top] 

http://www.compaq.com/supportlfiles/desktops/us/help.html 7115/99 
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FAX 
'TO: 

FAX 

FROM 

630-691-5133 

Mark McTaggart, Strantrollnside 
Service 

SUBJECT Year 2000 Compliance 

U.S. Fll TERISTRANCO 
P. 0. BOX389 
BRADLEY, IL 60915 

RE Montgomery Watson 

PH 

DATE 7/14/99 

cc 

TELEPHONE 

FACSIMILE 

Page 1 of 2 

815-932-8154 
800-882-6466 
815-939-9845 

MESSAGE The PB16-1 you refer to is part of the PolyBiend line. covered below as is the REM 1 0 

In response to your concerns regarding Year 2000 compliance as it relates to Strantrol controllers and 
accessories, the following describes the software required to make your Strantrol and PolyBiend equipment 
compliant. Currently, all PolyBiend controllers are in compliance. All Strantrol controllers will roll over to the 
Year 2000 correctly, but some will not allow manual entry of the digits "00". 

Strantrol 190 Series, Model 72X, REM 1 D's, 860's, 870's and 880's are controllers with no datettime stamp 
involved. The 190 Controllers, Modei72X, REM 1 D's, 860's, 870's and 880's are compliant as shipped. All 
Water Champ Motors & Controls (including the Subtrol) are in compliance. The following table describes the 
controller software version that is required for complete compliance of other controllers. 

Controller 
System 4 
System 5 
Model630 
Model890 
Model900 
Model930 

Strantrol Controller Software Version Required 
Version 4.00 or higher 
Version 1.00 or higher 
Version 3.00 or higher 
Version 3.02 or higher 
Version 4.00 or higher 
Version 1.07 or higher 

All test equipment and quality control practices are Year 2000 compliant. Similarly, all computer firmware 
distributed with Strantrol controllers are Year 2000 compliant. 

If your Strantrol requires upgrading to the ROM software version listed above. please contact U.S. Filter/Stranco 
at 1-SOQ-882-6466, extension 270. If you have any further questions or comments, please contact Mark 
McTaggart of the Aquatic or Strantrol Engineering departments at U.S. Filter/Stranco. 

Information provided you either in writing or verbally regarding products and services offered by U.S. Filter 
Corporation or with respect to our Year 2000 processing capabilities or readiness are "Year 2000 Readiness 
Disclosures· in conformance with the Year 2000 Information and Readiness Disclosure Act of 1998 (Public Law 
105-271, 112 Stat. 2386) enacted on October 19, 1998. This designation applies to information delivered 
directly to you, through or derived from the Company's past or present Year 2000 disclosures. 
THIS TRANSMISSION CONTAINS CONFIDENTIAL INFORMATION INTENDED FOR USE ONLY BY THE ABOVE NAMED RECIPIENT. 
READING, DISCUSSION, DISTRIBUTION, OR COPYING OF THIS MESSAGE IS STRICTLY PROHIBITED BY ANYONE OTHER THAN THE 
NAMED RECIPIENT OR HIS OR HER EMPLOYEES OR AGENTS. If. YOU HAVE RECEIVED THIS FAX IN ERROR, PLEASE 
IMMEDIATELY NOTIFY US BY TELEPHONE (COLLECT), AND RETURN THtbRIGINAL MESSAGE TO US AT THE ABOVE ADDRESS VIA 
U.S. POSTAL SERVICE. 

\ 3 
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STRANCO PRODUCTS 
595 INDUSTRIAL DRIVE 
BRADlEY, 1L60915 

TELEPHONE pH5-932-81.54 
FACSIMILE '.815-939-9845 

The Year 2000 issue concerns the potential exposures related to the generation of business and financial 
misinfonnation resulting from the use of computer programs which do not properly recognize the 
appUcable dale of business transactions. We are currently identifying which of our infonnation teclmology 
('IT') and non-IT systems will be affected by the Year 2000 issues. 

Our Year 2000 compliance program consists of three phases: identification and assessmen~ 
remcdjation; and testing. For any given system, the phases occur in sequential order, from identification 
and assessment of Year 2000 problems, to remediation, and finally, to testing our solutions. However, as 
we acquire additional businesses, each IT and non-IT system of the acquired busine~ must be 
independently identified and assessed. As a result, all three phases of our Year 2000 compliance program 
may occur simultaneously as tbey relate to different systems. 

We have completed the identification !lJld assessment of most of our IT systems, and those 
systems have been modified to address Year 2000 problems. We will continue to assess the IT systems of 
businesses that we have recently acquired and tbat we may acquire in the future. 

We are in the identification and assessment phase with respect to all non-IT systems, which is 
projected to continue until September 1999 for currently owned businesses. These non-IT systems include, 
among other things, components found in water and wastewater treabnent plants and process water 
treatment systems operated and/or owned under contract by us and in our hazardous waste treatment 
facilities, as well as components of equipment in our manufacturing facilities. 

With the possible exception of the remediation and testing phases for cenain of our non-IT 
systems, all phases of our Year 2000 compliance program are expected to be completed by September 
1999, although we can not assure you that all phases for all businesses will be completed by that dale. 

In particular, we can not assure you that, recently acquired businesses will be Year 2000 
compliant, although we CUJTCntly bave a policy that requires an acquisition candidate to represent that such 
business is Year 2000 compliant To the extent feasible, we also review tl~e Year 2000 status of acquisition 
candidates before we complete an acquisition. 

In addition to our internal systems. we have begun to assess tl~e level of Y car 2000 problems 
associated with our various suppliers, customers and creditors. 

Infonnation provided to you, eitl~er in writing or orally regarding products and services offered by 
U.S. Filter Corporation or with respect to our Year 2000 processing capabilities or readiness are "Year 
2000 Readiness Disclosures" in conformance with the Year 2000 Infonnation and Readiness Disclosure 
Act of 1998 (Public Law 105-271, Ill StaL 2386) enacted on October 19,1998. This designation applies to 
infonnation delivered directly to you. through or derived from tl1e Company's past or present Year 2000 
disclosures. 
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CrouZet CofJIOratlon 
3237 Commander, Carrollton, TX 75006 (972) ·250-1647 FaX: (972) 25Q-3865 

To: /VlONTGDrlt~Y WATSON 
Sl!D1t Crouzet limers & Counters Do not have ·real time clocks, 

Therefore, are not required to be Y2i< compliant 
RE: PAI\T NUMBER: _)_LL_/J_J4_..;R:;....T...;;.S ___ ---: 
Subject Certification gf Y2K Compliance Stc$Js 
This is to certify that Crouzet Corporation is cognizant of the issues. which must be addre:ssed in order to be In compliance with Y2K requirements. Further, Crouzet Corporation expects to be fully CO"Jpliant for V2K by 7/31198. 
We wish 1:0 emphasize that the Products manUfactured by Crouzet Corporation have no itnpac:; Wfth relation to Y2K iSSUe§. 

Crouzet C:orporation is near completion of the process of updating all intemal software nnd hardware systems to be Y2K Compliant 
Crouzet Corporation has also surveyed its supplier base to obtain confirmation and certifi•:ation of Y2K compliance. We note the products provided to us by our suppliers also have no impad on our ability to be Y2K Compliant · 
Please COI'\tact Doug Smith if concems remain relative to Y2K compliance by Crouzet C.Jrporation . 

._Q_~_:;{ 
.Gerald Vincent 
President 

NOTE: Th1s form of certification has been sent in lieu of direct response on customer supplied documents. We have received hundreds of such inquiries and it is impractical and Inefficient to have someone allocate time to respond to each on an inc:fMdual basis. · 



EHB@moore-solutions.com on 07112/99 01:16:50 PM 

To: Scott J Sherman/User/Americas/Montgomery Watson@MW 
cc: 

Subject: RE: Y2K compliance 

Scott, That's listed under the hardware section as 340. 

Moore Process Automation Solutions 
Ted Bell 
Manager of Quality 

Phone: (215) 646-7400 X2140 
Fax: (215) 646-6212 

E-mail: ehb@moore-solutions.com 
Web: www.moore-solutions.com 

-----Original Message-----
From: Scott.J.Sherrnan@rnw.com [mailto:Scott.J.Sherrnan@mw.com] 
Sent: Monday, July 12, 1999 9:20 AM 
To: Ted Bell 
Subject: Y2K compliance 

Mr. Bell, 

My name is Scott Sherman. I am working with Montgomery Watson on their 
Y2K 
compliance issues. In one of our treatment plants, we have an XTC 340 
series 
pressure transmitter. I recently found your company's Y2K compliance 
product 
matrix. I have been unable to find the XTC 340 series transmitters within 
that 
list. I was wondering if you might be able to point me in the right 
direction. 
I can be reached via email, phone (630) 691-5000 X5064 or by fax (630) 
691-5133. 

Thanks, 
Scott 
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Year 2000 Compliance 

Year 2000 Compliance 
Product Matrix 

Hardware Products (Last Updated 06-July-99) 

The following is a comprehensive list of Moore's product offerings and their current Year 2000 
Compliance Status. As further information is made available on this topic and as additional testing is 
conducted we will update this list accordingly. If you have any questions concerning this list, please 
contact Edward H. (Ted) Bell (215-646-7400 x2140, Fax: 215-646-6212, E-mail: ehb@mpco.com). 

Year 2000 Status Codes: 

0 =Compliant product (No electronics.) 
1 =Compliant product (Electronic, not time aware.) 
2 = Compliant product (Electronic, time aware.) 
2A = Compliant product when known anomalies are fixed in Revision X. YZ which will be available 
on month/year. (Refer to Summary Report.) 
3 =Time aware product with some anomalies. Product is fully functional. Workarounds do exist to 
achieve Year 2000 compliance. (Refer to Summary Report.) 
3A = Time aware products with some anomalies. Product is fully functional. Workarounds do not 
exist to achieve Year 2000 compliance. (Refer to Summary Report.) 
4 =Noncompliant product. Product functionality will be adversely affected due to Year 2000 related 
anomalies. (Refer to Summary Report.) 
5 = Testing in progress 
6 = No Testing Planned (These are products that we do not plan to test. Consult the factory if you 
would like on-site testing performed.) 

There are test summaries for those products that have anomalies. These summary documents can be 
accessed directly from the appropriate line in the appropriate product matrix, and detailed information 
may also be requested. 

There are not test summaries for those products with no anomalies. However, detailed test 
information for these compliant products may also be requested from within the product matrix. 

Please note that detailed test information will be furnished to confirmed Moore customers. 

When a specific software revision is listed after a product's description, that is the specific revision 
that was tested and the associated status code applies only to that revision. If no revision is listed after 
the product, that indicates that the status code applies to all versions of that product. 

NOTE: 

http://www .mpco.com!Y2K/HardwareProducts.htm 7/9/99 
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Any control system may consist of components from multiple vendors, in addition to extensive 
end user configuration and programming. Therefore, Moore strongly recommends that users 
also conduct Year 2000 testing of their specific system configuration. For information 
concerning on-site services, please contact Charles L. (Roi) Leeser (215-646-7400 x2120, Fax: 
215-283-6343, E-mail: Year 2000 Services@mooreproducts.com). 

HARDWARE PRODUCTS 

ProductiD Description Status Last Test 
Number Code Updated Information 

10 Differential Pressure 0 11 Sep98 
Transmitter 

II HIP Differential Pressure 0 11 Sep 98 
Transmitter 

116 Linear Flow Transmitter 0 11 Sep98 

14 Moore 14 Fluidic Flowmeter 1 11 Sep 98 
(coanda thermal) 

I40 Fluidic Flowmeter 1 
(momentum exchange 11 Sep 98 
deflection) 

I41 Moore 141 Fluidic 1 
Flowmeter (coanda 11 Sep 98 
deflection) 

I42 Moore 142 Fluidic 1 11 Sep 98 
Flowmeter (coanda thermal) 

173 Non-Indicating Pressure 0 11 Sep98 
Transmitter 

175 Non-Indicating Pressure 0 11 Sep 98 
Transmitter 

18 Pressure Transmitter 0 11 Sep 98 

19 Level Transmitter 0 11 Sep 98 

20 Liquid Level Transmitter 0 11 Sep 98 

21 Liquid Level Transmitter 0 11 Sep 98 

2306 Filter Dripwell 0 11 Sep 98 

25 Liquid Level Controller 0 11 Sep 98 

27 Liquid Level Controller 1 11 Sep 98 

271 Liquid Level Controller 1 11 Sep 98 

320 Independent Computer 1 
11~--nv 

http://www .mpco.com/Y2K/HardwareProducts.htm 7/9/99 
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Interface 
.1.1 .;)CJI 70 

321 Local Expansion Satellite 1 16 Dec 98 
(LES) 

324 Programmable Sequence 4 
Controller (PSC) with Real 09Apr99 Status Report 

Time Clock (RTC) Option 

Programmable Sequence 

324 
Controller (PSC) without 

1 09Apr99 
Real Time Clock (RTC) 
Option 

325 Universal Remote Interface 1 11 Sep 98 

33 Temperature Transmitter 0 11 Sep 98 

340 Electronic DIP Cell 1 11 Sep 98 

341 Coplaner Electronic DIP Cell 1 11 Sep 98 

342 Magnetic Aowmeter 1 11 Sep 98 

343 Moore 343 Smart 1 
11 Sep 98 

Temperature Transmitter 

344 Moore 344 Temperature 1 
11 Sep 98 

Transmitter-Controller 

348 Moore FIELDPAC 348 14 
9 Oct98 

Field-Mounted Controller 

350 Elec Analog Control Station 1 11 Sep98 

351 Moore 351 Triple Loop 1 
11 Sep 98 

Digital Controller 

352 Moore 352 Single Loop 1 11 Sep 98 Digital Controller (SLDC) 

352P 
Moore 352P Single-Loop 

1 20Nov98 
Digital Controller 

353 Moore 353 Process 1 25 Sep 98 
Automation Controller 

354 (All Versions) Moore 354 Universal Control 2 
25 Sep 98 Station 

36V (All Versions) Moore 36V video recorder 2 11 Sep 98 

36P (All Versions) 
Moore 36P continuous trace 

2 11 Sep 98 
recorder 

36M (All Versions) 
Moore 36M multi-point 

2 11 Sep 98 paper recorder 

36C (All Versions) 
Moore 36C circular chart 

2 12Jan 99 
-~-~- -~~~~-

http://www .mpco.com/Y2K/HardwareProducts.htm 7/9/99 
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}Ji:l}JC:;t lC\,UlUCl 

360 Electronic Recorder 1 11 Sep 98 

361 Electronic Recorder 1 11 Sep98 

362 Electronic Recorder 1 11 Sep 98 

363 V.BBD Electronic Digital Recorder 2 19 Feb 99 Te~l R~~l!l!S 

372 Electronic Indicator 1 11 Sep 98 

375 Electronic Vertigage 1 11 Sep 98 

380 Acromag Module 1 11 Sep 98 

382 Moore 382 Logic & 1 
25 Sep 98 

Sequence Controller 

383 Moore 383 Multi-Point 1 
11 Sep 98 

Display Station 

385 Moore 385 Loop Operator's 1 
11 Sep 98 

Station 

390MM14 V.BMA Configurable CRT Station 4 
01 Feb 99 T~!SI!mm~~a (CCS) 

3910 (All Versions) Multiloop Controller (MLC) 2 
(without Real Time Clock 01 Feb 99 
(RTC) option) 

Multiloop Controller (MLC) 
(with Real Time Clock 

3910 (RTC) option) (RTC Board 3A 01-Feb-99 Test SumJlliiO' 

Numbers: 15737-83, -84,-
127, -128) 

3912 (All Versions) Modular Multiloop 2 
Controller (MMLC) (without 

01 Feb 99 
Real Time Clock (RTC) 
option) 

Modular Multiloop 
ControJJer (MMLC) (with 

3912 
Real Time Clock (RTC) 

3A 01 Feb 99 T~tSI!mm~~a 
option) (RTC Board 
Numbers: 15737-83, -84,-
127, -128) 

3914M Modular Batch Controller 6 11 Sep 98 

3922 (All Versions) Multiloop Controller (MLC) 2 
(NEMA 12) (without Real 01 Feb 99 
Time Clock (RTC) option) 

Multiloop ControHer (MLC) 
(NEMA 12) (with Real Time 

3922 Clock (RTC) option) (RTC 3A 01 Feb 99 Test Summary 

http://www .mpco.com/Y2K/HardwareProducts.htm 7/9/99 
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Board Numbers: 15737-83,-
84,-127, -128) 

3924 Modular Data Acquisition 1 
01 Feb 99 

Satellite (MDAS) 

Data Acquisition Satellite 1 01 Feb 99 

3931 Independent Computer 1 
11 Sep98 

Interface 

3932 Independent Computer 1 
11 Sep 98 

Interface 

3934 Independent Computer 1 
11 Sep98 

Interface 

39ACM .. 2MB Advanced Control Module 
2A 18 Dec 98 I~:~l S!!OO!IliiO: 

V4.30 (ACM) 

39ACM .. 4MB Advanced Control Module 2A 
18 Dec 98 T~stSl!mmm: 

V4.30 (ACM) 

39ACM .. 8MB Advanced Control Module 2A 
18 Dec 98 I~sl SYmm110: 

V4.30 (ACM) 

39ACM ... V4.32 or Advanced Control Module 
2 19 Feb 99 T~tResyl!li 

Later (ACM) 

39BDM Bus Diverter Module (BDM) 1 16Dec 98 

39EAMCBN V3.01 Enhanced Analog Module 2 
18Dec 98 I~:stResyhs 

(EAM) 

- 39HFM2CAN V3.02 HART Fieldbus Module 2 
18 Dec 98 Test Res11l~ 

(HFM) 

39ICMV1.00 Industrial Computer Module 3 18 Dec98 
T~~~ S!!mmar.y (ICM) 

39IDM115ACCBN Input Discrete Module (IDM) 2 
18 Dec 98 Th~~~~llh~ 

V3.00 - 115vac 

39IDM230ACCBN Input Discrete Module (IDM) 2 
18 Dec 98 Test Resyl~ 

V3.00 - 230vac 

39IFX Fiber Optic Line 1 11 Sep 98 

39LIM2HCAN Link Interface Module (LIM) 2 
12Jan 99 Te~l R~slll~ 

V3.00 

39MB I Modulbus Interface (MBI) l 
11 Sep 98 Card 

39MBXNAN Modulbus Expander Module 1 
11 Sep 98 (MBX) 

39MNI 
Module Network Interface 

1 11 Sep 98 (MNI)Board 

http://www.mpco.com/Y2K/HardwareProducts.htm 7/9/99 
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39MODULRAC MODULRAC (10 slot rack) 1 12Jan 99 

39MODUPAC MODULRAC Industrial 1 
12Jan 99 

Enclosure 

39M15 (DHS) Distributed Historian Station 5 22 Feb 99 
V.BHB (DHS) 

39Ml6 (ACS) Area CRT Station (ACS) 4 
01 Feb 99 I~tSl!mmar): 

V.BMA 

39Ml7 Auxiliary CRT Station 1 11 Sep 98 

39Ml8 V.BMA Industrial Operator Station 4 01 Feb 99 Test S!!IDIDI!O' 

39NIM Vl.OO Network Interface Manager 3 18 Dec 98 
illLS!!_rnmD!Y 

(NIM) 

390DM115ACCBN Output Discrete Module 2 
18Dec 98 Test Re~1.!1t~ 

V3.00 (ODM) 

39POWERAC POWERAC Power Supply 1 
12Jan 99 Rack 

39PSM Power Supply Module (PSM) 1 12Jan 99 

39PSR Power Supply Rack (PSR) 1 12Jan 99 

39RIC Rackmount Industrial J_IO 
Computer (RIC), Intel 
Platform Advanced!MA 

12Jan 99 Test Results 
(Pentium) 
(39RIC .. AX= 
Advanced!MA) -
Rackmount Industrial 
Computer (RIC), Intel 

39RIC 
Platform Advanced/RH J_9 12Jan 99 Test Results 
(Pentium) 
(39RIC .. BXorCX = 
Advanced/RH) 

Rackmount Network 
Interface (RNI), Intel 

39RNI 
Platform Advanced/MA J_IO 06Jul99 IestResutw 
(Pentium) 
(39RNI512 .. AX = 
Advanced!MA) 

39RNI Rackmount Network J_9 
Interface (RNI), Intel 
Platform Advanced/RH 

12Jan 99 Test Results 
(Pentium) 
(39RNI .. BX= 
Advanced/RH) 

Rackmount Network 
Interface (RNI), Intel 

39RNI 
Platform Advanced/MN J'4 06Jul99 (0 ......... : .... ._\ 
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\CCUUUHIJ 

(39RNI5ll .. BAN = 
Advanced/MN) 

39RTMCAN V3.01 Resistance Temperature 2 
18Dec 98 I~;~! R~~~~~~~ 

Module(RTM) 

39SAMCAN V3.05 Standard Analog Module 2 
18 Dec 98 Is:st ~~Ji!!l~ 

(SAM) 

39SCMNNNAAN Satellite Control Module 5 l2May 
St!!l!i~ R~I!Qr! 

V4.00 (SCM) 99 

39SDI024DCNAN Satellite Discrete Input (SOl) I 
11 Sep 98 

24VDC 

39SDII1SACNAN Satellite Discrete Input (SOl) 1 
11 Sep 98 

Card liS VAC 

39SDM024DCAAN Standard Discrete Module 
2 6Jul99 TestRe~ 

V3.01 (SDM) 

39SDM024DCCBN Standard Discrete Module + 2 l2Jan 99 I~:5lR~:Iilll~ 
V3.22 (SDM+) 24 vdc 

39SDM048DCCBN Standard Discrete Module + 2 
12Jan 99 TestR~~ 

V3.22 (SDM+) 48 vdc 

39VIMCCN V3.02 Voltage Input Module (VIM) 2 18 Dec 98 I~~~ R~~~~~~ 

40 Pressure Regulator 0 11 Sep 98 

405 Force Transmitter 0 11 Sep 98 

41 Pressure Regulator 0 11 Sep 98 

4IS Force Transmitter 0 11 Sep 98 

42 Pressure Regulator 0 11 Sep 98 

43 Pressure Regulator 0 11 Sep 98 

44 Pressure Regulator 0 11 Sep 98 

47x MIP Control Station 0 11 Sep 98 

SOAP Delta-P Cell Transmitter 0 11 Sep 98 

SODP Delta-P Cell Transmitter 0 11 Sep 98 

SOPW Delta-P Cell Transmitter 0 11 Sep 98 

SOx Controller 0 11 Sep 98 

511 Syncro Ind Control Station 0 11 Sep 98 

513 MIP Control Station 0 11 Sep 98 

S14 MIP Manual Loading Station 0 11 Sep 98 

http://www.mpco.com/Y2K/HardwareProducts.htm 7/9/99 
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-
515 MIP Control Station 0 11 Sep 98 

516 MIP Control Station 0 11 Sep 98 

518 Syncro III Control 0 11 Sep 98 

5187 Computer Set Syncro III 0 11 Sep 98 

51V Vertigage 0 11 Sep 98 

521 Syncro lnd Control Station 0 11 Sep 98 

522 Mini-Syncro Receiver Gague 0 11 Sep 98 

523 MIP Control Station 0 11 Sep 98 

525 MIP Control Station 0 11 Sep 98 

526 MIP Control Station 0 11 Sep 98 

5287 Computer Set Syncro III 1 11 Sep 98 

52N MIP Control Station 0 11 Sep 98 

52V Vertigage 0 11 Sep 98 

53xx Recorder/Rec Cont Station 0 11 Sep 98 

54 Ratio Station 0 11 Sep 98 

- 547 Syncro III Ratio Station 0 11 Sep 98 
-. 

548 Syncro III Ratio Station 0 11 Sep 98 

55 Controller 0 11 Sep 98 

56x Controller 0 11 Sep 98 

58 H/L & HIP Selector Relays 0 11 Sep 98 

60 Booster Pilot Valve 0 11 Sep 98 

60N Pilot Valve 0 11 Sep 98 

61 Amplifying & Reducing 0 
11 Sep 98 

Relay 

61VH Hi Capacity Booster Relay 0 11 Sep 98 

62 Constant Differential Relay 0 11 Sep 98 

63 Constant Differential Flow 0 
11 Sep 98 

Controller 

65 Square Root Extractor 0 11 Sep 98 

http://www.mpco.corn!Y2K/HardwareProducts.htm 7/9/99 
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. 

66 Amplifying & Reducing 0 
11 Sep 98 

Relay 

67 Precision Relay 0 11 Sep 98 

671 Precision Relay 0 11 Sep 98 

671A Precision Relay 0 11 Sep 98 

672 Precision Relay 0 11 Sep 98 

68 MJF Computing Relay 0 11 Sep 98 

680 Multi-Function Relay 0 11 Sep 98 

681 Multi-Function Relay 0 11 Sep 98 

69 Reversing Relay 0 11 Sep 98 

70 Valve Positioner 0 11 Sep 98 

71 Valve Positioner 0 11 Sep 98 

72 Valve Positioner 0 11 Sep 98 

73 Valve Positioner 0 11 Sep 98 

74 Valve Positioner 0 11 Sep 98 

750E Valve Positioner 1 11 Sep 98 

750P Valve Positioner 0 11 Sep 98 

760D Smart Valve Positioner 1 11 Sep 98 

760E Universal Valve Positioner 1 11 Sep 98 

760P Universal Valve Positioner 0 11 Sep 98 

77 FJP Transducer 1 19Feb 99 

771 FJP Transducer 1 19 Feb 99 

772R 1/P Transducer 1 11 Sep 98 

773D 1/P Transducer 1 11 Sep 98 

773F 1/P Transducer 1 11 Sep 98 

7712 FJP Millivolt Converter 1 
12Mar 

99 

7720 FJP Millivolt Converter 1 
12Mar 

99 
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7730 FlP Millivolt Converter 1 11 Sep 98 

7731 FlP Millivolt Converter 1 11 Sep98 

7732 FlP Millivolt Converter 1 11 Sep 98 

7733 FlP Millivolt Converter 1 11 Sep 98 

7734 FlP Millivolt Converter 1 11 Sep98 

781 PIE Transducer 1 11 Sep 98 

785 Rack Mounted PIE 1 11 Sep 98 
Transducer 

79 4-Way Hydraulic Valve 0 11 Sep 98 

9IF Filter Regulator 0 11 Sep 98 

99 SSPH Liquid Level Valve 0 11 Sep 98 

I5738-119 Mounting Case 40 Terminals I 90ct98 

15738-120 Mounting Case 20 Terminals I 90ct 98 

15965-665 
Moore XTC Communicator 

6 9 Oct 98 
(MXC) 

MODULR5/6 516 Slot Modulrac 1 18 Sep 98 

QLACM12BBN QUADLOG Advanced 
2A 12Jan 99 ImS11mmi10: 

V3o02 Control Module (ACM) 

QLBCMNBN 
Bus Continuation Module 

1 18 Sep 98 (BCM) 

QLBDMNBN Bus Diverter Module (BDM) 1 18 Sep 98 

QLCAMo 0 o V3o00 
QUADLOG Critical Analog 

2 
12May 

I~tRe~ul~ Module 99 

QLCCM12ABN QUADLOG Critical Control 2A 
12Jan 99 Th&l Symm!Y:)' 

V3o01 Module (CCM) 

QLCCMoooV3.30 or QUADLOG Critical Control 
2 19 Feb 99 I~:~l Resull~ 

Later Module 

QLCDM024DCAAN QUADLOG Critical Discrete 2 
12Jan 99 Test B~&llltli 

V3o02 Module (CDM) 24 VDC 

- QLCDM048DCAAN QUADLOG Critical Discrete 
2 12Jan 99 Te§!B.~lll!& 

V3o02 Module (CDM) 48 VDC 

QLEAMBBN V3o00 
QUADLOG Enhanced 

2 18Dec 98 Ic;&tResylti 
Analog Module (EAM) 

QLIDM115ACBBN QUADLOG Input Discrete 
2 18 Dec 98 Ies!Resull,i 

V3o00 Module (IDM) 
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QLIDM230ACBBN QUADLOG Input Discrete 
2 18 Dec 98 Ills! Rllsult:; 

V3.00 Module (IDM) 

QLMBXNAN 
QUADLOG Modulbus 

I 11 Sep 98 
Expander (MBX) 

QLODM115ACBBN QUADLOG Output Discrete 
2 18 Dec 98 Iest Result,~ 

V3.00 Module (ODM) 

QLRTMBAN V3.00 QUADLOG Resistive 2 
18 Dec 98 T!:st R!:s!!I!S 

Temperative Module (RTM) 

QLSAMBAN V3.00 QUADLOG Standard Analog 2 
18 Dec 98 Illst R~:sult:; 

Module (SAM) 

QLSDM024DCBBN QUADLOG Standard 2 
V3.02 Discrete Module + (SDM+) 12Jan 99 Illi.RwJJ.!i 

24VDC 

QLVIMBCN V3.00 QUADLOG Voltage Input 2 
18 Dec 98 Test Rllsu!ts 

Module (VIM) 

UNIRAC Single slot module rack 0 11 Sep 98 

Footnotes: 

2 Product does not have any critical functionality that uses dates, so it will not be tested. The only time a 
date is used in this product is when a configuration is printed out and the date is printed on the 
configuration. 

4 This device has an arbitrary date field that can be set by the customer, but has no real time functionality. 
This device maintains no clock or calendar. 

5 Previous offering now obsolete for new systems. Compatible with BIOS 1.00.04.CV2 and later. BIOS 
can be downloaded from http://www.intel.com/design/motherbdlrh/rh_bios. 

6 Previous offering now obsolete for new systems. Compatible with BIOS 1.00.06.BRO and later. BIOS 
can be downloaded from 
http://support.intel.com/support/motherboards/desktop/archievelbios/10006BRO.htrn. 

7 Compatible with BIOS 1.00.02.CS1and later. BIOS can be downloaded from 
http://www.intel.com/design/motherbd/vs/vs_bios. 

9 The RICIRNI are Year 2000 capable with BIOS 1.00.04.CV2 and later. The latest BIOS, 1.00.13.CV2, 
can be downloaded from http://developer.intel.com/design/motherbd/rh/rh_bios.htrn if desired. 

10 Previous offering now obsolete for new sales. The RICIRNI are Year 2000 capable with BIOS 
1.00.06.BUO and later. The latest BIOS for the Advanced/MA motherboard is 1.00.07.BUO which can be 
selected from Intel's web site at http://support.intel.com/support/motherboards/bios.htrn. 

14 Previous offerering now obsolete for new sales. The RNI is not Year 2000 compliant, however, there are 
fewer anomalies with BIOS l.00.08BTO or higher. For details, please refer to Intel's website@ 
http://apps.intel.com/scripts. year2000lookup/detail.asp ?intproductiD+ 51 &intlanguageiD= 1. The latest 
BIOS for the Advanced/MN motherboard is 1.00.09.BTO which can be downloaded from Intel's website@ 
ftp://download.intel.com/design/motherbdlother,select 10009BTO.exe. 
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~ ··&TEK u.s. GAUGE DIVISION 
--'IWi PMT PRODUCTS 
820 PENNSYLVANIA BLVD .. FEASTERVILLE. PA 19053 

FACSIMILE COVER SHEET 

To: 
Company: 

Phone: 
Fax: 

From: 
Company: 

Phone: 
Fax: 

Scott Sherman 
Montgomery Watson 
630-691-5000 X 5064 
630-691-5133 
Robert W. Finch 
AMETEK 
215-355-6900 
215-355-2937 

Date: July 13, 199.9 
Pages including this 

cover page: 1 

Dear Scott, 

r'""'"'l:. U.J./ U.J. 

/& 
• 215-355-6900 
FAX 215-364-9537 

AMETEK 575 Submersible Transducer does not have a date function r 
a real time clock and is are affected by date changes. 

Best regards, 

Robert W. Finch 
Product Application Specialist 

'IQ\f -----



DREXELBROOK 
Engineering Company 

To: 
FAX: 
From: 
Subject: 

July 12, 1999 

Scott Sherman- Montgomery Watson . . . 

630/691-5133 
Donald·:w. Koeneman, Product Manager 
The "Year lOOO Issue'' 

Drexelbrook's complete line of level transmitters contain no internal clocks, timing devices 
or circuits. They do not have the ability to recognize day, date or time. No testing is 
required to determine full year 2000 compliance. Specific to you request, Drexelbrook 
Model 502-3000 RF LeVel switch with 402-3000 electronic transmitter falls in this 
category. 

The following is a list of Drexdbrook products that m affected by this issue, and the 
corrective action that must be accomplished to return to a normal operating condition: 

• DE-8000 Microprocessor Receiver- Only affected if it is being used with a Printer. 
If used with a printer, onee the· date changes over from '99 to '00 (at midnight on 

12-31-99) the "System" will not print. The user will have to re-enter the Print menu via 
the keypad and re-pro1ram the date ·and time, then the system will regain its ability to 
print. Further information o~ making this change in the Print menu can be found in the 
DE-8000 Instruction Manual in Sec~on 5.8.5 Time. For more information, or help with 
this procedure, contact our Service Department at l-800-527-6297. 

No other Drexelbrook products-are affected. 

If you have any further questions, I may be contacted at the letterhead numbers. 

20.5 Koitb VallO)' Road ~.P<\19~1499 Td. (2JS) 674-1234 Fax(2U) 674-2731 



- Year 2000 Readiness Disclosure 

June 1, 1999 

Year 2000 Readiness Disclosure 

- Dear Valued Customer, 

This Year 2000 Readiness Disclosure is provided concerning the Best PowerTM 
- UPS hardware and software products listed below. If you have a question on any 

other Best Power product, please contact Robert Jacobs at (972) 491-2118 or 
robert.jacobs@bestpower.gensig.com. Compliance, as described below by 
product line, is determined in accordance with the BSI standard, A DEFINITION 

-OF YEAR 2000 CONFORMITY REQUIREMENTS, a copy of which is attached. 
The operation of the Best Power UPS hardware and software products will not be 
adversely affected by the Year 2000 subject to the following conditions: 

Dates Tested 

_ Best Power has tested the following specific date transitions or rollovers: 
December 31, 1998 to January 1, 1999; September 9, 1999 to September 1 0, 
1999; December 31, 1999 to January 1, 2000; February 28, 2000 to February 29, 
2000 to March 1, 2000; December 31, 2000 to January 1, 2001; December 31, 

- 2004 to January 1, 2005. 

Test Procedures 

The models of products listed have been reviewed to ensure that operational 
issues will not be encountered for the rollover from 1999 to 2000 and the other 
listed date transitions. Models of listed products with date functionality were 

- tested by forcing dates to just prior to the date rollover or transition and checking 
product functionality in the transition. 

- Copies of written test procedures are available on-line for the hardware products. 
Please contact Steve Crow at steve.crow@bestpower.gensig.com or (608)565-
5347 if you have questions about the test procedures. 

- If your Year 2000 compliance committee requires on-site testing or verification 
and you would like to schedule a test, please contact Best Power Service 
department at 1-800-356-5737 ext 3500 or best.service@bestpower.gensig.com 

_ to learn more about scheduling on-site tests. A portion of the test requires power 
to be removed from the UPS. If your UPS has not been installed or maintained 
appropriately, this step could cause you to lose power to your loads. You must 
ensure there are no critical loads powered by the UPS in this step. The amount of 

- time for a test may also vary by product and the particular product application. 

Interfacing of Time and Date Data 

Note that generally the Best Power UPS hardware products are power protection 
devices that do not rely upon or use actual time algorithms for time and date 
functionality. Certain Best Power UPS hardware products include firmware 

._ functionality that generates time/date information that is intended to be used only 
as a date log for tracking the relative time and date of certain events, e.g. power 
outage, and possibly for diagnostics. This information is not intended to be 

_ exported for other system control functions or calculations or to provide control 
data for other operations. Other Best Power UPS hardware products listed do not 
and are not intended to store or communicate any time or date information as 
part of their design functionality. 

Best Power CheckUPSa and CheckUPS II Software is a commercial-off-the-shelf 
product that is designed to receive the reference date from the host computer and 

_ thus is dependent upon the accuracy of that information and the Year 2000 

~II\ i..,~rrvpt-;b(e 
?e~ SD.:~ 

~ 



compliance of the host computer system. Best Power assumes no liability and 
makes no warranty of any kind regarding the host computer and any other 

. . systems operating on or with the software. 

Best Power UPS Hardware Products: 

Patriota • Patriot Plus & Patriot Pro 

_ Model prefix= 0305, SPS, SPI, SMT, PNP, PP. Do not store or communicate 
date information; therefore, a test is not applicable. 

Best 310, 510. 610 and Sola 310. 510. 610 (available outside North America) 

Models= 310, 510, 610. Do not store or communicate date information; 
therefore, a test is not applicable. 

FortressTM 

Current generation - Model prefix 0520 (manufactured since June 1998). Do not 
store or communicate date information; therefore, a test is not applicable. 

_ Prior generation- Models LI520AIE/J/P/U, LI720AIE/J/P/U, LI1020AIE/J/P/U, 
LI1420AIE/J/P/U (manufactured since October 1996). 

Comply based on test procedure. 

Prior generation - Models Ll360, Ll460, Ll660, Ll675, Ll750, LI720BRIDR, Ll950, 
LI1020BRIDR, L11.3K, LI1420BRIDR, LI1.7K, LI2.0K, LI2.5KIPX, LI3.0KIPX, 
LIS.OK (manufactured since June, 1991). Do not store or communicate date 
information; therefore, a test is not applicable. 

Single-phase models UT3K, UT4K, UTSK and UT8K and Three-phase models 
UT310 through UT3220. Comply based on the test procedure. 

The test procedure on UNITY/I Three Phase products requires access to an area 
containing critical calibration parameter values. Incorrect, inadvertent changes in 

_ these non-date related parameters could cause the UPS to malfunction and 
possible unnecessary downtime of your load equipment and serious bodily 
injury. If you wish to have this test performed, contact the Best Power service 
department to arrange a Best Power Service Representative to perform the test 

- foryou. 

FERRUPSTM 

Current generation - Model Prefix 0800 (manufactured beginning August 1998). 
Comply based on test procedure. 

Current generation - Model prefix FE/, FER /, FES /, QFE /, QFER ,/ QFES 
(manufactured beginning February 1994). Units with software version 8.09 
(manufactured beginning April 1998) comply based on test procedure. Units with 

- software version 8.08 and prior versions, comply based on test procedure, 
subject to the following note. 

_ The FE series FERRUPS with software version 8.08 and prior versions will 
correctly increment dates from 01/01/1988 to 01/01/2087 with the following 
exception. The Parameter #10 display changes from 12/31/99 to 01/01110 when 
displayed on a FERRUPS keypad. When displayed on a terminal, the date is 

- correctly shown as January 1, 2000. The fact that Parameter #10 does not show 
the year correctly on the keypad display, will not affect the operation of the UPS 
in any way. To reset Parameter #10 to display the correct year, simply follow the 
instructions for setting the date in the FEAR UPS User Manual any time after the 

- turn of the century. 



All previous generations- Model prefix FD, I QFD, I ME, I QMD, I FC, I QFC, I 
· MD, I QMD, IRE, I AD, I RC, I AM, I MX, IF, I M, I R, (manufactured prior to 

November 1994). Do not store or communicate date information that designates 
the year; therefore, a test is not applicable. 

Models UBS 24, UBS 48, UBS 120 and UBS 168. Comply based on the test 
procedure. These units display a 2-digit year code. 

Best Power Software Products and Accessories: 

CheckUPS II Software 

- The software by itself has no date sensitivity. Current generation - CheckUPS II 
Version 3.2 - Complies based on test performed on selected computers by 
forcing date changes in the host computer system. Note that the date information 
is taken by the software from the host computer system. Best Power can provide 

- a general test procedure, but the owner must adapt the procedure for its host 
computer. The host computer and its software should be checked by the 
customer for Year 2000 compliance. Best Power makes no representations or 

- warranties regarding the Year 2000 compliance of the host computer or any third 
party product. 

CheckUPS II version 3.11 for Novell Netware does not display the date correctly 
- but can be fixed by upgrading to Version 3.2 at no charge. 

Updates of Best Power software can be downloaded free of charge from 
...... Best Power's Web site at www.bestpower.com. 

Accessories 

Bestlink SNMP/WEB adapter: Complies based on test procedure. 

_ Envirocom I & II, Ethernet and Token Ring SNMP adapters, handheld remote 
controls, Internal and External Bypass Switches (Part number prefix BYI, BPI, 
SWI BYE, BPE, SWE or SW) are accessories that do not store or process date 
information; therefore a test is not applicable. 

General Legal Information 

- This description of hardware and software product performance related to Year 
2000 Compliance is provided as a courtesy to customers who have purchased 
Best Power UPS hardware and software products and is not intended to 
supplement or change in any way the contract by which a customer purchased 

- any product from Best Power or the Limited Warranty provided with the particular 
Best Power product or software. The contract for sale by which customers 
purchased any listed product from Best Power and the Best Power Limited 

...... Warranty for the product contain the sole obligations between such customers 
and Best Power or any of its affiliates with respect to the products. 

Except as expressly provided in Best Power's standard Limited Warranty for a 
- particular product, BEST POWER DISCLAIMS ALL OTHER WARRANTIES, 

EXPRESS OR IMPLIED, INCLUDING, BUT NOT LIMITED TO, ANY IMPLIED 
WARRANTIES OF MERCHANTABILITY OR FITNESS FOR A PARTICULAR 

_ PURPOSE. IN ADDITION, INFORMATION ON THIS WEB SITE IS PROVIDED 
•As 1s• WITHOUT WARRANTY OF ANY KIND, EITHER EXPRESS OR 
IMPLIED, INCLUDING, BUT NOT LIMITED TO, IMPLIED WARRANTIES OF 
MERCHANTABILITY, FITNESS FOR A PARTICULAR PURPOSE. SOME 

- JURISDICTIONS DO NOT ALLOW THE EXCLUSION OF IMPLIED 
WARRANTIES, SO THE ABOVE EXCLUSION MAY NOT APPLY TO YOU. 
BEST POWER SHALL NOT BE LIABLE FOR ANY SPECIAL, INCIDENTAL, OR 
CONSEQUENTIAL DAMAGES INCLUDING, BUT NOT LIMITED TO, LOSS OF 
PROFITS, INJURIES TO PROPERTY, LOSS OF USE OF THE PRODUCT OR 



ANY. ASSOCIATED EQUIPMENT. ALL DISCLAIMERS OF WARRANTIES AND 
LIMITATIONS OF REMEDIES REMAIN IN FULL FORCE AND EFFECT. 

Information may be changed or updated without notice. Best Power may also 
make improvements and/or changes in the products described in this information 

_ at any time without notice. 

Information Best Power publishes in an informational letter or on the World Wide 
Web may contain references or cross-references to Best Power products, 

--- programs and services that are not announced or available in your country. Such 
references do not imply that Best Power intends to announce such products, 
programs or services in your country. Consult your local Best Power business 

~ contact for information regarding the products, programs and services which may 
be available to you. 

The information on this website constitites a Year 2000 Readiness Disclosure 
- pursuant to the Year 2000 Information and Readiness Disclosure Act of the 

United States of America. 
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Year 2000 Status Definitions . ···-·-~···-. .. ······-···· . ····-······-······· ... 

!Product Description II catalog/Bulletin Number I! status IINotes I 
vo 

j1492-IFMxxx IINo Clock I 
JU.Z46-A10 No Clock 

Ul1746-A13-- NoCJock L 
1746d't2 No Clock 

( 1746-A4 NoCio~ 

1746-A7 No Clock 

j1746-ASB IINo Clock I 

I 
117 46-BAS BASIC Module Series 12 Digit Date 

II I A,B 

j1746-BTM/A IINo Clock I 
j1746-C9 IINo Clock I 
j1746-FI041/A IINoCiock I 
j1746-FI04V/A IINoCiock I 
1746-HSCE jNo Clock I 

\ 1746-IA16 INOCIOCK) 

1746-IAB NoCioc_l< 

j1746-IA4 IINo Clock I 
j1746-IB16 i!No Clock I 
j1746-IB16/IV16 i!No Clock I 
j1746-IB32 IINoCiock I 
j1746-IB8/IV8 i!No Clock I 
j1746-IG16 IINoCiock 

j1746-IM16 IINoCiock 

j1746-IM8 IINoCiock 

j1746-IM4 i!No Clock 

j1746-IN16 IINoCiock 

I1746-INT4/A !!No Clock 
11746-1012 IINoCiock 

j1746-108 IINo Clock 

11746-104 I!No Clock I 
j1746-ITB16 IINoCiock I 
j1746-IV16 !!No Clock I 
I1746-IV32 i!No Clock I 
j1746-IV8 I!No Clock I 
j1746-N04V i!No Clock I 
j1746-N1041 IINoCiock I 
j1746-NI04V IINoCiock I 

_(" 17 ~u-l"tl-. INO liiOCK) 

'L746-NI8 No Clock 

<.... 1~o-NU41 :No Clock } 

1746-N04V jNoCiock I 
j1746-NR4 i!No Clock I 
j1746-NT4 IINoCiock I 
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. Brands-Allen-Bradley-1-0 Systems- 1492s- 1771-Ixx's Page 2 of6 

I 1746-0A16 No Clock 1 I 1746-0AS No Clock 

j1746-0B16 I!No Clock I 
j1746-0B32 IJNo Clock I 
j17 46-0B8/0V8 I!No Clock I 
j1746-0BP IINo Clock I 
j1746-0BP16 IJNo Clock I 
j1746-0BP8 IINo Clock I 
j1746-0G16 IINo Clock I 
j1746-0V16 IINo Clock I 
j1746-0V32 IINo Clock I 
j1746-0V8 IJNo Clock I 
j1746-0W4 IINo Clock I 
17A~-nwo No Clock 

"-{ 1746-0W16 INn Clock ) 
( 1746-0XS No Clock) - 1746-P1 No Clock 

j1746-P2 I!No Clock I 
j1746-P3 IINo Clock I 
j1746-P4 IJNo Clock I 
j1746-QS/A I!NoCiock I 

- ]1746-QV/A )]No Clock l 
j1747-APB IJNo Clock I 
j1747-ASB IJNo Clock I 
j1747-BA IINoCiock I 
j1747-CP7 IJNo Clock I 
]1747-DCM I!No Clock I 
j1747-DTAM IINo Clock I 
j1747-DTAME IINoCiock I 
j1747-M1 IINo Clock I 
I1747-M2 /!No Clock I 
j1747-M11 jjNo Clock I 
j1747-M12 IINoCiock I 
j1747-M15 I!No Clock 

j1747-MNET IJNo Clock 

j1747-P3 IINo Clock 

j1747-PBASE I!No Clock 

!1747-PIC IINoCiock 

j1747-SDN IINoCiock 

j1747-SN IJNo Clock I 
j1756-A4 IINo Clock I 
j1756-A7 IJNo Clock I 
j1756-A13 IJNo Clock II I 
j1756-A17 I!NoCiock II I 
]1756-CNB, CNBR IJNo Clock I 
j1756-DHRIO IJNo Clock I 
j1756-ENET jjNoCiock I 
j1756-IA8D IINoCiock I, 
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. Brands-Allen-Bradley-1-0 Systems- 1492s- 1771-Ixx's Page 3 of6 

!1756-IA16, IA161 i!No Clock I 
11756-1816 !!No Clock I 
11756-18160 I!No Clock I 
I1756-IF61 I!No Clock 
I1756-IF8 !!No Clock 
j1756-IF16 jJNo Clock 
j1756-IR61 /!No Clock 
j1756-M1 I!No Clock 
I1756-M02AE !!No Clock 
!1756-0ABD i!No Clock 
j1756-0A16, OA161 jjNo Clock I 
11756-08160 jjNo Clock I 
j1756-0F6CI IINo Clock I 
j1756-0W161 !INo Clock I 
j1756-PA72 I!No Clock I 
j1756-P872 I!No Clock I 
j1770-CX1 IJNo Clock I 
!1770-FDC I!No Clock I 
j1770-FL !!No Clock 
I1770-HT1 J!No Clock 
I1770-HT16 IINo Clock 
I1770-HT8 I!No Clock 
J1770-K8 IJNo Clock 
j1770-KDA i!No Clock 

- !1770-KFC I!No Clock 
I1770-KFCD15 I!No Clock I 
j1770-LDA I!NoCiock I 
j1770-M10, M11 i!No Clock I 
I1770-P1 I!NoCiock I 
I1770-RD1, RD2 !INo Clock I 

I 
11177Q-RG I Has Known ~ee~IIEll::8radle.y_L~~_y~Utl 

Issues 2-Digit 
Date 

j1770-SA IJNo Clock 
11770-58 IINo Clock 
!1770-SC I!NoCiock 
j1770-T1, T2, T3 I!No Clock 
j1770-T11, T12 IJNo Clock 
j1770-T12F I!No Clock 
j1770-TA I!No Clock 
!1770-T8 IJNo Clock I 

I 111770-XO I!NoCiock I 

I 1!1770-XR IJNo Clock I 
!1770-XT IINoCiock I 
I177Q-XY8 I!No Clock I 
j1770-XYC I!No Clock I 
j1770-XY I!NoCiock I 
J1770-XZ jjNo Clock I 
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Brands-Allen-Bradley-I-0 Systems- 1492s- 1771-Ixx's Page 4 of6 

j1771-A3B1 jjNo Clock I 
11771-A 1 B, A2B, A3B, A4B IINo Clock I 
j1771-A1, A2, A3, A4 IINo Clock I 
11771-AA IINo Clock I 
j1771-AB I!No Clock I 
j1771-AC jjNo Clock I 
j1771-ACN jjNo Clock I 
j1771-ACN15 i!No Clock I 
j1771-ACNR I!No Clock I 
j1771-ACNR15 I!No Clock I 
j1771-AD I!No Clock I 
j1771-AF IINo Clock I 
j1771-AF1 !!No Clock I 
j1771-AL jjNo Clock I 
j1771-ALX !!No Clock I 
j1771-AM1 jjNo Clock I 
j1771-AM2 IINo Clock I 
11771-AA I!No Clock 
j1771-ARC I!No Clock 
j1771-AS I!No Clock 
j1771-ASB I!No Clock 

- 11771-ASC I!No Clock 
11771-CD i!No Clock 
11771-CE i!No Clock 
11771-CFM i!No Clock I 
j1771-CK I!No Clock I 
j1771-CP1 IINo Clock 
j1771-CP2 I!No Clock 
j1771-CP3 I!No Clock 
11771-CT I!No Clock 
11771-CXT/A IINo Clock 
11771-0256 jjNo Clock 
11771-0810 IINo Clock 
j1771-DA ASCII module I!No Clock 
j1771-DB Series A, B 112 Digit Date 
j1771-DB w/MOBY Firmware 112 Digit Date 
j1771-DBMBUS 112 Digit Date I 
j1771-DBMEM IINo Clock I 
j1771-DC realtime clock 112 Digit Date I 
j1771-DCM IINo Clock I 
j1771-DE IINo Clock I 

I 111771-DFHD IINo Clock I 
j1771-DHD IINo Clock I 
11771-DL IINo Clock I 

I 
111771-DMC,1 ,4 CO-PRO ~~Has Known See Allen-Bradley Issue #8 

Issues 
IRK-512 I!No Clock I 
11771-DR 1/o logic I!No Clock I 
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, Brands-Allen-Bradley-I-0 Systems- 1492s- 1771-Ixx's Page 5 of6 

j1771-DS jjNo Clock I 

I 
111771-DSX2,4 INFO-PRO ~~~as Known SeeAIIen~sn~<::lleyJssve#9 

Issues I 
j1771-DW IINo Clock I 
j1771-DXPS I!No Clock I 
j1771-E1, E2, E3, E4 I!No Clock I 
j1771-E1C, E2C, E3C, E4C IINo Clock I 
111771-ES IINo Clock I 
j1771-EY I!No Clock I 
j1771-HD IINo Clock I 
I1771-HM3A I!No Clock I 
j1771-HR I!No Clock I 
/j1771-HRA i!No Clock I 
I1771-HS1 i!No Clock I 
j1771-HS3A i!No Clock I 
I1771-HS3CR i!No Clock I 
j1771-HSN i!No Clock I 
j1771-HSAR IINoCiock I 
j1771-HSARS i!No Clock I 
j1771-IA i!No Clock I 
j1771-IA2 i!NoCiock I 
j1771-IAD, IADK I!No Clock I 
j1771-IAN I!No Clock I 
11771-IB I!No Clock I 
j1771-IBD I!No Clock I 
j1771-IBDK I!No Clock I 
j1771-IBN IINo Clock I 

- j1771-IC IINoCiock I 
11771-ICD i!No Clock I 
j1771-ID I!No Clock I 
j1771-IDC I!No Clock I 
j1771-ID01 I!No Clock I 
j1771-ID16, ID16K i!NoCiock I 
j1771-IE i!NoCiock I 
j1771-IEC !INoCiock I 

I 
11771-IEO, IE02, IE03, IE04, lEOS, JINo Clock 

II I IE06, IE07 
j1771-IF IINoCiock I 

l 11771-IF01, IF02, IF03, IF04, IFOS, IINoCiock 
II I IF06, IF07 

j1771-IFC I!NoCiock 
j1771-IFCxx I!No Clock 
j1771-IFE i!No Clock 
j1771-IFF i!NoCiock 
j1771-IFM i!No Clock 
j1771-IFMS IINoCiock 
j1771-IG IINo Clock 
j1771-IGC i!No Clock 

http:l/domino.automation.rockwell.co .. ./077 dad 1 cf67f77 af8625673e00697728 ?OpenDocumen 7/13/99 
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/1771-IGD 1/No Clock I 
/1771-IH 1/No Clock I 
/1771-IJ 1/No Clock I 
/1771-IK i!No Clock I 
/1771-ILA i!No Clock I 
/1771-IL i!No Clock I 
/1771-IM i!No Clock I 
/1771-IMD i!No Clock I 
/1771-IN 1/No Clock I 
/1771-IND i!No Clock I 
11771-IQ i!No Clock I 
11771-1016 i!No Clock I 
/1771-IR i!No Clock I 
/1771-IRC i!No Clock I 
/1771-IS i!No Clock I 
/1771-IT i!No Clock I 
/1771-IV I!No Clock I 
/1771-IVN i!No Clock I 
/1771-IX i!No Clock I 
/1771-IXC i!No Clock I 
/1771-IXE, IXEK 1/No Clock 
/1771-IXE/8 i!No Clock 
/1771-IXHR i!No Clock 
/1771-IY i!No Clock 
/1771-IYC i!No Clock 

-
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• Brands-Allen-Bradley-Programmable Logic Controllers (PLC)-2 Page 1 of 3 

Year 2000 Status Definitions 

/Product Description llcataJog/Bulletin Number llstatus IINotes I 
/PROGRAMMABLE LOGIC CONTROLS (PLCs)- 2 I 
\Softlogix I 

j1789-SL5 II Ready I 
jcontrollogix I 

/1756-L 1 Controllogix 5550 //Ready I 
/1756-GTWY !!No Clock I 

!open Controller I 
/1747-0C II Ready I 

/Pyramid Integrator I 
j5250-LP1, LP2 PLC5/250 II Ready I 
j511 O-A4, A8, A4A jJNo Clock I 
j5120-P1 1/No Clock 

/5130-KA //No Clock 

I5130-MRM1 II Ready 

I5130-RM1, RM2 /!Read~ 
15150-MRS !!No Clock 
j5150-RS IJNoCiock 
j5150-RS2 IJNoCiock 
j5150-RS5 IJNo Clock 
j5250-MLP1 IINo Clock 
j5250-MLP2 IJNo Clock I 
j5250-MLP3 IINo Clock I 
j5250-MLP4 jJNoCiock I 
j5710-ID5 /INo Clock I 

I 
115730-CPU1 MicroVAX !Has Known See Allen-Bradley Issue #3 

Issues 

I 
115730-CPU2 MicroVAX I Has Known See Allen-Bradley Issue #3 

Issues 

I 115731-CPU2 MicroVAX !Has Known See Allen-Bradlev Issue #3 
Issues 

I 
115730-DTLS IINoCiock I Dependend on MicroVAX 

system. Be sure MicroVAX 
system is Ready. 

I 
115730-0SSS IINo Clock I Dependend on MicroV AX 

system. Be sure MicroVAX 
system is Ready. 

I 
11573Q-OSSM IINoCiock IDependend on MicroVAX 

system. Be sure MicroVAX 
system is Ready. 

j5810-AXMT IJNoClock I 
j5820-GW8 //Read~ I 
/5820-EI IINo Clock I 

I 
115830-VS ro CIDck IDependend on MicroVAX 

system. Be sure MicroVAX 
s}'_stem is Ready. 

jSLC's I 
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j1745-LP101 SLC 100 IJNo Clock I 
J1745-LP102 SLC 100 JJNo Clock I 
j1745-LP103 SLC 100 \!No Clock I 
J1745-LP104 SLC 100 \!No Clock I 
j1745-LP151 SLC 150 JJNo Clock I 
j1745-LP152 SLC 150 \!No Clock I 
j1745-LP153 SLC 150 jJNo Clock I 
J17 45-LP154 SLC 150 IJNo Clock I 
J1745-LP155 SLC 150 J/No Clock I 
j1745-LP156 SLC 150 IJNo Clock I 
J1745-LP157 SLC 150 IJNo Clock I 
j1745-TCAT IINo Clock I 
J1747-L20 SLCSOO \JNo Clock I 
j1747-L30 SLC500 IINo Clock I 
j1747-L40 SLC500 IINo Clock I 
j1747-L511 SLC 5/01 \JNo Clock I 
j1747-L514 SLC 5/01 IINoCiock I 
j1747-L524 SLC 5/02 IINo Clock I 
j1747-L531 SLC 5/03 II Ready I 
j1747-L532 SLC 5/03 \!Read~ I 
j1747-L541 SLC 5/04 II Ready I 
(1747-L542 SLC 5/04 -· J!Ready I 
j1747-L542P ProSet 200 II Ready I 
j1747-L543 SLC 5/04 , II Ready I 
J1747-L551 SLC 5/05 \!Read~ I 
j1747-L552 SLC 5/05 II Ready I 
j1747-L553 SLC 5/05 II Ready I 
J1747-Mxx I!No Clock I 
J1747-SN IJNoCiock I 
j1747-PTA1E IJNo Clock I 
j1747-PT1 I!No Clock I 
J1747-NP1 !INo Clock I 
j1747-AIC I!No Clock I 
J1745-C1 IINoCiock I 
J1745-C2 JJNoCiock I 
j1745-C3 IINoCiock I 
j1745-M1 JJNoCiock I 
j1745-PCC IJNoCiock I 
J1745-PT1 1/NoCiock I 
J1745-E101 i!No Clock I 
j1745-E103 i!NoCiock I 
j1745-E104 I!No Clock I 
j1745-E105 JINo Clock I 
J1745-E107 i!NoCiock I 
j1745-E151 I!No Clock I 
j1745-E153 I[NoCiock I 
j1745-E154 IJNo Clock I 
I1745-E155 IINoCiock I 
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Allen-Bradley Known Issues 
;~sue/Note Product(s) llssue/Note Description 

Issue #l 

Issue #2 

1775-LP 
1775-Ll 
1775-L2 
1775-L3 
1775-L4 
1775-LPA 

1785-LT4 
1785-LT3 
1785-LT 
1785-LT2 
6008-LTV 

The PLC-3 will rollover and have an accurate leap year in power-up mode only. The 
PLC-3 clock function, during power down, will hold the time and date at its last value 
prior to power down (assuming the battery is capable of holding data). Upon re
application of power, the time and date will need to be re-set. The PLC-3 did not 
rollover or recognize leap year in power down mode prior to 1/l/2000 and will not after 
1/1/2000. NOTE: The user program in the PLC-3 is completely backed by the battery. 

The processors pass all the tests except leap year in powered down mode. The processor, 
if set to 2/28/2000 and powered down through the date change, will power up with 
3/1/2000. If the power remains ON through the date change, the correct leap day is 
displayed. This is not unique to the Year 2000. Expanded tests shows the same results 
for 1988, 1992, and 1996. The important thing to remember is that this does not stop the 
processor from running unless the application code relies on the date for execution. 
There will be no fix for these processors. 

D 5730-CPU1 
5730-CPU2 
5731-CPU2 

The DEC Micro VAX is Year 2000 Ready, but you must have a Ready version of Open 
VMS. The versions of Open VMS that are Year 2000 Ready are 5.5-2, 6.2 or 7.1. If you 
do not have one of these versions, there are enhancement kits available to update your 
system from Digital. For information, please see their web site at www.digital.com 

Issue #4 Industrial This product will not roll over to the Year 2000 on its own. After 12/31/99 the date must 
be manually set on the computer. Once this is done, the computer will continue to 
recognize the proper date. 

Note#5A 

Note#5B 

Terminals & 
Computers 
(refer to 
table) 

Standard 
PanelView 
Hardware 
(refer to 
table) 

Enhanced 
PaneiView 
Hardware 
(refer to table) 

To manually set the date: 
Turn on the computer. During the boot up process a notification for entering setup will 
appear. For example, "To enter setup press (F1)." On the T70/f60 workstations the 
notification will read, "press (ctrl, alt, esc) to enter setup." Enter setup during boot 
according to your computers directions. Once in setup, select the time and date option. 
Simply enter the new date and save the new settings. 

~/you are doing date comparisons: 
PanelView date transfers to or from a controller may use a 2-digit year format. 
Internally, most controllers use a 4-digit year format. Considering this, user controller 
ladder logic should be examined to be sure date comparisons are performed correctly. 
Please see the document Y2k.rss below: 

;& 
Y2k.pdf 

lfyou are doing date comparisons: 
PanelView date transfers to or from a controller may use a 2-digit year format. 
Internally, most controllers use a 4-digit year format. Considering this, user controller 
ladder logic should be examined to be sure date comparisons are performed correctly. 
Please see the document Y2ke.rss below: 

;& 
Y2ke.pcf 

D PaneiBuilder PaneiBuilder software does not utilize the time or date in the software. The time and 
Software date stamping is done by the operating system. The PanelBuilder files save this 
(refer to information and display it in the format dictated by the operating system. Therefore 
table) PaneiBuilder has no control when it comes to file saving and the year 2000. 

D
!The 1770-RG will rollover and have an accurate leap year in power-up mode only. The 
1770-RG does not have battery backup which holds the time and date. When a power 
cycle occurs, the time and date are lost and need to be re-entered. The 1770-RG did not 
rollover or recognize leap year in power down mode prior to 111/2000 and will not after 
111/2000. 

Issue#7 

1'-------..J 
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Issue #8 1771-DMC The 1771-DMC, 1, 4 does not roll over to the Year 2000. You must order new firmware. 
To Order the Finnware upgrade, follow these steps: 
I. Call 440-646-6800 (this is an automated answering system) 
2. Remain on the line for assistance. 
3. Request to order a set of firmware, number 1771-DMCU 
-OR-
Send an e-mail to: racleasktheexpert@ra.rockwell.com 
You MUST include ALL of the fol1owing information: 
-Your Name 
- Company Name 
-Full mailing address (NQ P.O. Box's) 
-The firmware upgrade you are requesting: 1771-DMCU 
***This finnware upgrade is free 

Issue #9 1771-DSX If 1771-DSX2, 4 is in power down mode on or after 12/31/99, when it is powered up, 
the date will not have properly rolled over from 12/31/99 to 111/2000. Upon powering 
up, the unit must be manually set to the current date. Once the date has been manually 
set after 1/1/2000, it will thereafter continue to recognize the proper date, including leap 
year dates. 

If the 1771-DSX2, 4 is in power up mode on 12/31/99, it will properly roll over to 
1/1/2000. However, the first time power is lost after 111/2000, the unit will lose the date. 
Therefore, upon powering up, the unit must be manually set to the current date. Once the 
date has been manually set after 1/1/2000, it will thereafter continue to recognize the 
proper date including leap year dates. 

ul336TForee The 1336 Force does not recognize leap year. You must use drive tools to reset the date. 
The 1336 Force did not recognize leap year prior to 1/1/2000 and will not after 
l/l/2000. The date function in the 1336 Force is only a 2 digit format. DD The 139511396 will rollov« and have an accurate leap yem ;n power-up mode only. The 

1396 139511396 does not have battery backup which holds the time and date. When a power 
cycle occurs, the time and date are lost and need to be re-entered. The 1395/1396 did not 
rollover or recognize leap year in power down mode prior to 111/2000 and will not after 
11112000. 

Note#13 Medium Medium Voltage products are often customer engineered and have many components 
Voltage installed to meet specific customer/application needs. All MV products should be 

reviewed for components which may have a real time clock. Any such items should be 
investigated for Year 2000 Readiness. This can be done by contacting the component 
manufacturer or Rockwell Automation Medium Voltage Product Support personnel at 
(519) 740-4100. 

'Issue #14 11785-05E Map Manager software can only be run on 286/386 computers. Since the 286/386 
1785-05G computers are not Year 2000 Ready, this product will not be Year 2000 Ready. 

Issue #15 6500- Install Patch Disk: For the ProSet 700 Patch files and instructions, please see our 
PS7TS/A website at www.ragts.com/y2k and foiJow these steps: 

I. Click "Downloads" 
2. Click ProSet 700 Patch 
3. Register with the appropriate information and "submit" 
4. Follow the instructions given. 

Issue #16 6500-PS600 Year 2000 Rollover Fix: For the ProSet 600 Year 2000 Rollover fix instructions, please 
see our web site at www.ragts.com/y2k and follow these steps: 
I. Click "Downloads" 
2. Click "ProSet 600 Rollover Fix" 
3. Register with the appropriate information and "submit 
4. Follow the instructions given. 
N01E: 6500-PS600 is a system composed of2711-Kxxx, 1785-Lxxx and the ProSet 
600 software. You must verify all pieces of this system for Year 2000 Readiness. 

/Issue #17 II2755-DH5 !/The 2755-DH5 terminals hardware works correctly, but since it is programmed in I 
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BASIC, there is a problem. The Real-Time Clock in the LINX terminals support a date 
up to the year 2084. This can be verified by terminating any program which is running in 
the terminal, enter the System Menu (#3) and entering a date such as 000101 (January I, 
2000). Then exit the menus and press the #3 key, you should see SAT JAN I, 2000. 
However, when a LinxBASIC program performs the following statement: 
d$ =Date$ 
d$ will equal "000101 ",on Jan 1, 2000 
Therefore a LinxBASIC program which does not check to see if the year is less than 98 
will run into problems if it uses the year for any calculations. For instance, if you were 
born in 1960, and if a LinxBASIC program does not correctly check the year, then you 
would be 60 year old in the year 2000, which is not correct. All LinxBASIC programs 
which uses the year for any type of calculation should be created as follows: 
d$ =Date$ 
yr =Val (Left$ (d$, 2)) 
If yr < 98 Then yr = yr + 2000 Else yr = yr + 1900 
This algorithm then correctly determines the year. So the internal clock does support 
year past 2000, but LinxBASIC only returns a two digit year. 

Issue #18 2706-Bxxx The DL20 has the prefix "19" hard coded for the print command. The internal clock only 
has 2 digits which is then attached to the hard coded "19". For example, in the year 
2001, the DL20 will see the date as "01 ". However, when the date is printed of the 
printer port only, the date will read 1901. This is only seen from the printer port to a 
printer. All other uses of the clock will show month/day/year where the year will be 
shown as "01". 

L:J
~I 00-DRC I Y""' is always handled with two digits. Whon the date is set by SETDA T, the date skips 

the leap day (not when set by CLI). The date can be set 00-02-29 by SETDAT or CLI on 
the leap day. 

D r 00-DGC I y eads always handled with two digits. In the ye..- 2000, the date skips over the leap day 
29.2.2000; it cannot even be set from the keyboard. In other leap years, the leap day 
is29.2.2000; it cannot even be set from the keyboard. In other leap years, the leap day is 
handled properly. 

l
issue #21 13251-DMS2 The program displays the date in 2 digit format only. Printouts will only show a 2 digit 
. . 3251-DMS3 I year. 

L:J System Access If using the ICOM Graphic Logistics package, certain graphics pages can not be 
Manager compiled while running under VDOS. Pages compiled successfully under DOS. 
(SAM) 

Note #23 2100-xxxxx CENTERLINE Motor Control Centers are custom build for each customer. To 
determine Year 2000 Readiness of one of these products, the customer must provide us 
with the Catalog NoJSerial No. listed on the product. Please see the diagram below to 
locate where this information is on each machine. Once this information has been 
obtained, please call414-382-2000 and ask for the Year 2000 Help Desk. 

Nameplate Data 
Each vertical section has a nameplate located on the vertical wireway door. On special 
width sections, the nameplate is located on the section door. See Figure 1.1. Information 
on nameplates include: 
- catalog number I serial number 
- series letter of the section 
- maximum bus bar voltage and current rating 
- section location number 
-Section Nameplate 

Section Nameplate 
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Note#24 

Issue #25 

1756-PLXC 

2711E-ND1 
27IIE-ND7 

***The Catalog No./Serial No. for this plate would be: 2100-SN B 810287/5 

ProcessLogix Release 200 (R200) wi11 contain Windows NT 4.0 service pack 4. Service 
pack 4 fixes Microsoft bugs related to Year 2000 in the Internet Explorer and 
Networking areas. Rockwell Automation will be shipping ProcessLogix Release 200 in 
May 1999. Rockwell Automation has a migration plan for upgrading existing customers 
to ProcessLogix Release 200. 

The following are known issues with the PanelView e File Transfer Utility 32 version 
4.x and versions 5.00 to 5.12. These issues will be fixed in a software update to be 
released in August 1999. 

I) If the application to be downloaded has a date stamp on or after l/1/2000, the 
"Download if newer" option in File Transfer Options dialog (activated by clicking on 
"Options" button on the toolbar or the "Download Options ... " button) of the PaneiView 
e Transfer Utility 32 does not function properly. The PanelView e Transfer Utility 32 
will download the file, even if the file being downloaded is not newer than the 
PaneiView terminal file. 

2) In the PaneiView e File Transfer Utility 32, the "Date Modified" field provided by the 
"Get Transfer Parameters From PV File" option in the "Parameters" menu will be 
incorrect for PVD files with dates of l/l/2000 or later. 

D r711E-NDI r• Pane!Builder 1400e Version 5.12 and earlier, dares on o.- afte< 1/112000 in printed 
reports will be formatted incorrectly with a leading "1" in the year field. For example, 
January 1, 2001 would print as "1/1/101" instead of "111/01". This issue will be fixed in 
a software u date to be released in August 1999. 

Issue #27 2711-KAI If the terminal date of a PaneiView 1200 has been set (via the terminal config screen or 

Note#28 

INote#29 

2711-KC1 by the PLC) to a date on or after l/1/2000, the day-of-the-week word sent to the 
2711-T A 1 controller when using the "Time and Date to PLC Controller" option will be incorrect. If 
2711-TA4 the terminal rolls over from 1213111999 to 1/1/2000 on its own, the day-of-the-week 
2711-TC1 value will remain correct. Only after a manual date change on or after 1/1/2000 will this 
2711-TC4 error occur. This issue will be corrected in a firmware update to be released in August 

1999. 

1403-MMxxx To Order the Firmware upgrade, follow these steps: 
1403-LMxxx 1. Call 440-646-6800 (this is an automated answering system) 

2. Remain on the line for assistance. 
3. Request to order the firmware upgrade for Powermonitor IT. 
**You will need to have the catalog number and series/revision of the product you are 
currently using when you call. 

118600 A T90 !!These products are no longer manufactured by Rockwell Automation, they are now a 
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8600IWS 
8601 ATMC 
8601 GPAT 
10/Series 

product of OSAI. Please refer to www.osai.co.uk/y2k/products.htm for information on 
the specific Y2K issues. All Year 2000 information and product upgrades are the 
responsibility of OSAI. However, if your company is located in the U.S. or Canada, 
OSAI has contracted with Rockwell Automation to provide upgrade services to 
customers in the U.S. or Canada. 

Customers in the U.S. or Canada: 
Please fill out CNC Request Form.dot attached below. When completed, please send 
the document to Brian Duchossois either in an e-mail to 
'jbluluchossois@ra.rockwelLcomor via fax at 440-646-5568. 

~ 
CNC Request Form. dot 

Customers outside of the U.S. and Canada: 
Please contact OSAI directly: 
Contact Name - Francesco Montanarella 
Contact Phone- 39.011.9899726 
Contact Fax- 39.011.9899725 
Contact E-mail- montanarellaf@osai.it 

~====~:~====~ 
2711 E-K I Oxx The trend object displays February 29, 2000 as March 1, 2000. The dates are displayed Issue#30 
2711E-T10xx as follows: 
2711-Kxx 
2711-Txx 
2711E-Kl2xx 
2711E-Tl2xx 
2711E-K14xx 
2711E-T14xx 

(depending on 4-digit or 2-digit date format selected in terminal configuration) 
Day 1: 2128/2000 or 2/28/00 
Day 2: 3/112000 or 3/1/00 
Day 3: 3/112000 or 3/1100 
Day 4: 3/2/2000 or 3/2/00 

All dates are correct except February 29, 2000 is displayed as March 1, 2000- this is a 
display issue only. The trend data is still presented in the proper order and subsequent 
dates (including leap years) are displayed correctly. This issue will be corrected in a 
firmware update to be released in August. 
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Year 2000 Status Definitions 

Ready. 
The specified series and versions of the listed product are Year 2000 Ready. "Year 2000 Ready" means: 

1. The product will provide valid and correct results with reference to the input, processing, and output of the 
date data which references a given century provided that 1) interfacing hardware, firmware and software will 
properly exchange date information with the Rockwell Automation product, 2) interfacing hardware, firmware 
and software will not impact or otherwise impede the performance of the Rockwell Automation product and 3) 
In all interfaces and data storage, the century in any date will be specified either explicitly or by unambiguous 
algorithms or inferencing rules. 
2. No valid value for current date will cause any interruption in operation. 
3. Date-based functionality will behave consistently for dates prior to, during and after Year 2000. 
4. Year 2000 will be recognized as a leap year. 

The Year 2000 Status Definition "Ready" above applies only to the individual Rockwell Automation product 
listed and only to the specific version, series or release specified, provided that the product is used properly in 
accordance with industry practices and product information provided by Rockwell Automation. It does not apply 
to individual components within the product should they be used independently of the product or to the larger 
system of which the product may form a part. 

Not Ready: 
The product does not adhere to one or more of the "Ready" criteria. The problem cannot be remedied. 

Has Known Issues: 
The product does not adhere to one or more of the "Ready" criteria. The problem cannot be remedied, 
however, the nature of the issue(s) is such that the product may or may not be adequate for use after 
December 31, 1999 depending upon your specific application and functional requirements. 

2 Digit Date: 
The product has a two digit date (ex: 99 for 1999} and does not recognize a century. The product will rollover 
from 99 to 00. It will recognize leap year based on the assumption that every 4th year is a leap year. The Year 
2000 is recognized as a leap year. The product may or may not be adequate for use after December 31, 1999 
depending upon your specific application and functional requirements. 

Display Only: 
The product has been tested at the revision level indicated. The product displays date information to the user 
for visual purposes only. This date information is not actively used in the product other than for display 
purposes. The product may or may not be adequate for use after December 31 , 1999 depending upon your 
specific application and functional requirements. 

No Clock: 
The product does not contain a real-time clock (RTC). Therefore, the product does not have any date-specific 
functionality and is not affected by changes in dates. 

Obsolete/Not Tested: 
These products are no longer manufactured and cannot be ordered from Rockwell Automation. They have not 
and will not be tested for Year 2000 readiness and are not considered Year 2000 Ready. 

Evaluation: 
Products with an "Evaluation" status are either currently being tested for any Year 2000 implications or being 
evaluated to determine the need for future testing. Information will be available as the evaluations proceed. 
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Please note that checking the Year 2000 status of each of your Rockwell Automation products does not 
ensure that the equipment or systems into which the Rockwell Automation products are incorporated are 
Year 2000 ready, even if all elements of the equipment or systems are defined by their vendors as Year 2000 
"compliant" or "ready". Depending upon your application, even Rockwell Automation products individually 
assigned Year 2000 Status Definitions "Ready" may not necessarily work together to read, exchange and use 
date information. You must check the interaction of all hardware and software components of your equipment 
and systems to confirm the interoperability of the methods for exchanging and using dates. DO NOT WAIT. 
Check the Year 2000 performance of your equipment or system as soon as possible. 
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US FILTER/JWl ~UUl 

July 21, 1999 
U.S, FILTER/JWI 1fU:PHONE 616·77:M011 
2155 I 12TH AVENUE FACSIMilf. 616.i':f2-'1516 
HOLli\ND. Ml-49-42-4 

Scott Sherman 
Montgomery Watson 
2100 corporate Drive 
Addison, IL 60101 

Dear Scott: 

U!'.A 

US Filter is committed to offering our customers a high level of assistance to handle 
potential Year 2000 compliance issues associated with equipment we have supplied. 
To this end we have reviewed our product files and complied a list of US Filter- JWI 
products and their Y2K compliance status. At this time we have found no US Filter -
JWI products that are non-compliant. 

Your US Filter- .!WI Filter Product SIN F05905 

Products 
Carbolux 
Electrolyzer 
J-Mate 
J-Press 
J-Vap 

Description 
Carbonate Crystallization System 
Electrolytic. Recovery System 
Continuous and Batch Sludge Dryers 
Side-bar and Overhead Filter Presses 
Dewatering and Drying System 

Compliant (No RTC) • Has no real time clock. 

Y2KStatUS 
Compliant (No RTC) 
Compliant (No RTC) 
Compliant (No RTC) 
Compliant 
Compliant 

Compliant· Has real time clock. Handles leap year in 2000. If 4-digit year then 1999 
rolls-over to 2000. ff 2-digit year then 99 rolls-over to 00 and the year is not 
used for calculations. 

All compliance claims are based on the Information we have received from our suppliers 
and the state of the equipment, to the best of our knowledge, as It was shipped by US 
Filter- JWI Products. For more detailed compliance Information please visit that 
component manufacturers web site. It should be noted that if your system has had 
software or hardware additions/modifications, made by either yourself or others, they 
could effect the Y2K compliance of your system. 

Information provided you either In wrltlng or verbally regarding products and services offered by U.S. Filter 
Corporation or witb respm to our Year 2000 proeess!ng capabilities or readlness are "Year 2000 Readiness 
Disclosures" in conformance with the Year 2000 Tnfor:manon and Readiness Disclosure Act of 1998 (PubUc Law 
105-211, 112 Stat. 2386) enacted on October 19,1998. This designation applies to informatioo delivered directly to 
you, through or derived U01J\ tbe Company's past or present Year 2000 disclosures. · 

Please contact Barb Schueler or me at (616) 772-9011 if you have any further questions· 
or concerns on this subject. 

Sincerely, 

~/~ 
Eric Poindexter 
Y2K External Coordinator 



Scott 

The Rayox equipment project number 533 will be unaffected by the year 2000 century 
change. 
The components used in this equipment: Uniop display. Koyo PLC. Endress-Hauser 
flowmeter. Prominent metering pumps and Signet pH meters are all year 2000 compliant. 
The PLC logic does not use any century date comparisons. 

Best Regards 

Michael Madigan 
Manager Produd Engineering 
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CALGOM CARlON CQRI:IORAnON 

V•r 2000 Compliance 

Calton Carbon Corporation is 'IffY muc:llaware of the problems that wiP occur in many ~anies if !Mr computer aystems are not 
c;apable of dealing witt! the rdklver from the year 1999 to the year 2000. 

A task force wu estlblithed in 1997 to identify Ill potartial areas of mmrial rille and to 1n11ct required rnodific.tiont n they rtllte to 

business computer ~¥$terns. technical infrastrudure, end user computing. .,plin. customn and malllfacturing systems. 

All kiY suppliers of mltaill, services and equlprnart hMI beal surveyed regnng their Y•r 2000 compliance end lheir respaniM •e 
being analyzed. Sixty percent of the UYtp h~~~e bet!n returned and of thole, 8911 indiQte that they are now ccmpfiant. 

Further, 811 purchase orders for new software and/« hlrdwn indude a statanent. that by acceptance of the purchase order, the vend« 

Is certifying compliance. 

Business contingency plans are bang dlveloptd for aft locations to mitigate risks associated with potential loss of utilities, wide-area 
netWorks, etc. These plans wid be fintlized by the thin! qull'ta' of 1999. 

Information Technology 

To enU'e Yur 2000 compliance, the Company is engaged in a program to mclldnizund rl!f>lace its c:cn.,uterlled production contrd and 
managanent information systems with SAP. SAP is an enterprise wide business system that was insraled to replace the previous legacy 
system. Although Y• 2000 c:cmpliance is not the primary pw-pose of the progr1111, the new tyStem is Kheduled to be in ptac:e, in the 
U.S. and Europe. by the secand quarte" of 1999 and is ecpeeted to be Y• 2000 ready. The installation of SAP at all locations was 
completed as of April1, 1999, and the system is currently performing u expected. Final testing of SAP's Yeer 2000 compfiance is 
scheduled to occur before Mly 31, 1999. 

Included in the above activity Is the replacement rrf the •!sting hLman rescuce system. This task is arpeeted to be completed cUing the 
second quarter of 1999. No known supplier issues are lnvolwd. 

Year 2000 ccrnpliance audit of the Coqttny's pnonll computers and related software is can~plete. Results indicate that 1ppro!Umately 
~ are comp6ant. The majority rrf the non-compliant personal c:omputers are sc:heduled to come off lease In 1999 and will ttlnfcrt be 
replaced via the ~any's adtring lease pr.-n. The rernaincl• wiH be rernediated by June 30, 1999. 

Additional costs for Y•r 2000 c:omplilftCII n not apecled to be 1111ttn1J to 1M oparlting r...tts. 

Maj« milestor!CS indude: 

1. Replacement rrf the adsting Cartton Business -a.egac:y• finandll systens with Y2000 camplilnt 
software and computer hlrdwlre (SAP ll)ftw~re, Hewtett Packard computer1, and .., HP-UX (Unix) 

operating $Ysteln~ 

2. Replacement of aisting C.-bon Business •Legeey" manufaeturin~nventary svsterns wi1fl SAP 
saftw•e and Hewlett Packlnl c:clllfutn (nltltld above~ 

.____ .. -l""''o• I 

Completed 
Oetollar1, 1998 

~tted 
0~•1. 1998 



3. Replace the eristing Equipment eusnesses lAST & Aon ~· finlnc:lll, inv111tory, end 
manufac:turing lph!mS wtth the SAP IIICI Hewlert PIICbrd CCif'IIPUWS (as st1Ud IIMM~ 

4. Replac:a the c::ornpany's non-c:ompfiMt H11111n FIBSOUrces tystern with I Y2CIOO camplilnt syMII 
based on Lotus Notes software, nming on • Compaq server. wi1h a Wndaws NT opeadng syst8n. 

5. Finalize the identifieation of Y2000 problems associated with networb and Pnonll Cempwr 
bned·systerns. 

6. R..we(fix « rlf)lace) Mrf Y2QOO iSIWS 1ssociated with networks. Pnonll ~en, W 
aaociatect software_ 

1. R•test Ill of the abM and wure thlt all aspects are Y2000 ~ant. 111d devtlopt1mpltrnlrlt lnY 
cmtingenqo pt .. s thlt m.y be appUQblt. 

Non-Information Technology 

Complal 
April1' 1999 

May 1, 1999 

Competed 
Mln:h 31.1999 

JtN30, 1999 

June 30, 1999 

The C01'1'14'any his estabUshed a tas1t team to identify Mid resclve the nwllennkln date rot~ isus in its manufacturing prCICliiSIS 
worldwide. This focus is on process related ted1nology and other devices with e~N>edded micropnace11101a wtic:h are used to control tht 
manufacturin9 proc:eaes or operate SI!Qirity, communication or b!Aklng SII!Nices. The irjtill phase af planning and IWertneSS was 
completed in t111y 1998. The inventory phase w11 c:cmpleted durme the SIBCCifld quarter of 1998 tar bolt! me domestic and Ewopean 
marllfacturing facilities. The c:ompfi.,ce status of Ill dtvices has been determined. Approldmmly 95!. of Ill devices are compliant. 
Detailed definition and implanentation of IDiutlons is currently under wry and wih be completed by June 30, 1999. Necessary corrective 
aaions have been dtrermined for an of the ncn-eampying dwiCIS. 

As projected, the first qu«ter of 1999 saw ILibstantill progress on detailed ct.finitiGn nlsolurion of Yw 2000 problems in the domestic 
and european manufac:tumg faciflties. The aCQD'acy of the initial compliance ass 1181t w• borne aut in M ICIIe tats at the Pearl 
River, Mississippi plant and in.two of the reactivation faa lilies at Feluy, BelgiiJn. The '"B·Iioe at the Big~. Kentucky plant will be 
limilarty tilted dwing the second quarter of 1999, and the remainint lines In subseqwd montha. B.-I on 1he similarity of Big s.ndy 
equipmtr~t to that at Pearl "iver, no significant problems are foreseen in the Big Sandy tesb. T.ting it scheduled to ~n It N~Ke 
Island, PI!I1M"fiVanla in May, 1999. 

The Grays and Carbon Cloth production facilities in the United !Cingdom have been determined to be Year 2000 c:ompHanL Costs for 
harclware'lclftware for these plams were beiGw the budgeted values. Upgrades to control software rr lie Boctenftlde, Gtnnany pl81t tre 
underway with costs projecting slightly above budgtt. OvereD, costs fer brlr9ng the European m1nuf1ctwing operations Into compliance 
win be below budger. 

The costs to address the Company's Year 2000 iii&UIS in manufacturing have been estimated in the range of $0.5 mKiian to $0.8 milion. 
Costs througfl ~ell 31, 1999 fQUI about $0.4 mllion. 8Mid on apencltures to elate and fWl scale t.t ...uts. it appears thlt the tot.~ 
cost Will be wlt11n the es!imated range. Thlse fll(pense ita'ns include ttird patty canUtlnt fees nl costs to &W'ade or replace 
norK:Ompfiant del/Ices. None of 1he componns of the estimate were ~- for reasons other than 'I'• 2000 re.d"~ne~~.. 

The taik team is making efforts to IIISift that an IINces will be Yw 2000 ready, hclwMt. 8nce the a uent process is stJl und• 
way, it is not possible to guarantte the results at 111• point. It is expectei 1flat all marufac:turing apwl1ions will be ready and Ol*able. 
How.,., if a Stnific:ant IIIC8'tllnty ari• at ll'ft time, a plan will be dMioped in the 1hird quarter of 1999 to fools efforts on those 
devices critjQ) to operation or 1lle prOib:tiGn proc:ISI(es~ Oeulc:es that .. infonnatianal only or non<ritic:at to op•atlan will then be 
deferred until the operabilty of the procest(es) Is nurtd. 

The Company aMidpates tNt me most iklly wn c::ase Year 2000 scwrio, if one wwe to CICI:SI', would be the lnabifrty of 1tinl party 
e~ppMn such as utility providtrl, tei8CIII'IIIml1icl oxnpanies and other c:rttical supp6n to cantirue providing ttwir ~ and 
srnlces. nn poaible sceuio c:oulcl pose the most significant threat to the Of*'alion of lhe Companfs flcifnles along wtth 



• · ~ v0'3~~d l~lOl ** • 

associated .-Mronmentallnd potential financial consequences. If this would oc:cur, new auppflers would be eontac:ted imrnedi•. 

All questions rtllted to 1his Veer 200l issles should be directtd to PUB. Dllllevy, Director Gf Information Systems .. P.O. Sua 717, 
Pittlburgh, PA 15230. 

Revised 5118/99. 

~.......,., .. 

Paul B DuDievy 

Poa.ed 04!1)51'99 04:24 PM 

£..,_12131199 

AJ!Piic.ahk lpset'-
Calpa ~All Lo.tiom) 



Kevin Keefe 
Year 2000 O:>mmunications Leader 

7/12/99 

Scott Sherman 
MontQomerv Watson 
21 00 Corporate Dr. 
Addison,IL 60101, USA 

Dear Mr. Sherman. 

GE Industrial Systems 

41 Woodford Ave 
Plainville, CT 06062 
860-747-7713 
860-747-7830 (Fax) 

GE Industrial Systems is engaged in a multi-year effort to identify and address year 2000 date-related 
situations in a broad range of areas induding internal business applications, process enabling systems, 
facilities, and products. A year 2000 program leader has been named, a cross functional team has been 
assembled, and Industrial Systems is working to address year 2000 date related issues. 

In the area of products, all new products have been designed to meet the requirements of year 2000 
date-related situations and all legacy products have been through an extensive year 2000 date-related 
evaluation. 

We have identified the products listed in your inquiry which do not use date-related data (see listed 
products below). We know of no reason to believe that these devices will experience year 2000 date-related 
performance issues. 

Product Name Issue Solution 
AF300E$ Drive Family N/A N/A 

Thank you for your interest in GE Industrial Systems products and services. 

Kevin Keefe 
Year 2000 Customer Communications ManaQer 

Response 10 323443594 7/12/99 12:10:54PM Year 2000 Readiness Disclosure 



ACK to RadioShackYear 2000 ProductlnfQrmation 

9adioShack Cat. No. 490-0434 

Security Automatic Message Dialer 

lased on our review of the Product, we believe that you should have no problem 
with the operation of this product. You should be able to continue to use the 
Product without being concerned that the change to the Year 2000 will affect it. 

--ror more information, go to Y~ar2QQQ_B~c<:!din~s_lL:CQ[§Y_m~r_I;.L~ct~Qnic 
PIQOY_cts 

~andy/RadioShack does not state that this product is 'Year 2000 compliant' or that it is not. We simply 
ave no infonnation that would lead us to believe that this product deals with date data in any respect. 

This page is a statement of opinion based on inlonnation reasonably available at the time of this 
-:~rrespondence and is subject to change without notice. Statements that we make may be based on our 
xperience, knowledge, research, testing or statements from third party suppliers, or some combination of 

~lese. We believe that this information is accurate, but we cannot provide warranties, guarantees or other 
assurances that it is complete or without error. We reserve the right to revise or withdraw this statement at 
anytime. 

he infonnation provided here constitutes a Year 2000 Readiness Disclosure for purposes of the Year 
2ooo lnlonnation and Readiness Disclosure Act. 

Send comments or suggestions to RadioShack 
Cooyright C Tandy Corporation 1999. All rights reserved. 



... ~ACI\. to Y~ar 2000C()nsum~r ProcJuGts 

~onsumer Product Testing Procedures 

Preparation 

_·o test your product for Year 2000 readiness. you will need to know how to reset 
its clock/calendar function. If you do not already know how to do this, you should 
refer to the product's operations manual. If you are unable to locate the manual, 
·ou should contact the product's manufacturer. 

For most RadioShack products, the information is available at the B~<:liQSbqGk 
~fQQYGl SWPP9rt. $it~. 

Test #1 -Year 2000 Rollover 

Jhe purpose of this test is to reset the product's internal clock/calendar to the fina1 
minutes of the year 1999 and to observe the product after its clock/calendar has 
·oiled over into the Year 2000. 

l;hoose a date and time that will allow you to complete all reset functions before 
the rollover occurs. For example, reset the internal clock/calendar to 11 :55 PM 
12/31/1999. Observe the product as the time and date changes at 12:00 AM to 

_;ee if the product displays the appropriate time and date (1/1/2000). 

f either time or date is wrong, jump to Oops ... l've got a Year 2000 problem, 
)therwise, continue with the next test. 

Test #2- Year 2000 Leap Year Recognition 

-The purpose of this test is to determine if your product's clock/calendar will 
recognize that the Year 2000 is a leap year, which only occurs when the year is 
3venly divisible by 4, except during century years not evenly divisible by 400. 

~000 IS a leap year. Only leap years have a February 29. 

~eset the internal clock/calendar to 11 :55 PM, 2/28/2000. Observe the products 
~ 1s it changes to 12:00AM to verify that the date correctly changes to 2/29/2000. 

1f you product failed this test. but passed Test #1, then you will have to remember 
1t the end of February to reset your product's clock/calendar to allow for the leap 

....,ear. 

\low, if your product is one of those where you can program it today to do 
......Jomething in the future, then continue on with Test #3. 

Test #3 - Spanning the Century Change 

The purpose of this test is to determine if your product can be programmed in this 
::entury to accurately perform an operation in the Year 2000. 

-For purposes of this example, we will assume the product is a VCR. Reset the 
VCR's internal clock/calendar to 11:55 PM, 12/31/1999. Next, program the VCR 
:o record a TV broadcast at 12:05 AM on 1/1/2000. 

In ten minutes, the VCR should have turned itself on and started recording the 
::hosen channel. 

If it passes this test, you may want to try one more test. Reset the VCR's internal 
::lock/calendar to 11:45 PM, 12/31/1999. Then program the VCR to record a TV 
oroadcast at 11:55 PM, 12/3111999. Program a program stop time of 12:05 AM, 

--1/1/2000. If this works, you can go to bed early on New Years Eve night and let 



vour VCR record the "birth of the new millennium" craziness . .. 
• ~ext: Oops ... l've got a Year 2000 problem! 

3ACK to Year 2000 Consumer Products 

This site is being designated as a Year 2000 Readiness Disclosure and the information contained herein is 
.,rovided pursuant to the terms hereof and the Year 2000 Information and Readiness Disclosure Act. 

Send comments or suggestions to RadioShack 
Copyright © Tandy Corporation 1999. All rights reserved. 
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Coltec Industries 

@ 
Mont.somecy WatsOD. 
Scott Sherman 
Y2KCompli~ 
2100 Corporate Drive 
Addison. Il 60101 

Coltcc Industries Inc Y e:ar 2000 
.ReadineSI Ptop-am Srarus Repon 

Quincy 
OofrlpNaor DIVIsion 

Onm.n Fluid Power 
3501 Wismann Lane 
P.O. BoxC2 
Quincy, Illinois 82305-3116 
2171222-7700 

We have received your inqujry regarding our company's Year 2000 readiness efforts. Coltcc aud ics 
divisions have focused significant efforts toward addressing the potaltial ptobJcms that could arise as a 
result of the Year 2000 changeover. In ordet to address all issues in a timelY, manner. we have completed a 
comprd1Cil5ive Year 2000 evaluation of all iaternal and e~.ternal systems and contaciS. We have Year 2000 
project teams in place at the corporate aJld divisional levels that bave reviewed 8Dd tested our pro&nmS. 
hardware, and proc;eciures. Additionally, we are unde.rtaking a comprehensive S11t'VCy of supplier aDd 
customer readiness effons. It is Col tee's intention to rC$0lv~ all issues that arise such that we will not 
suffer any material disNption of operations as a result oftbe millennium changeover. 

Coltcc and its divisions have completed or are in the process of completing, the replacement or IJPgraQe of 
their internal cornputcr systems to comply withY ear 2000 processing requirements. Additionally, all new 
miCTOChip-baied equipment acquired by Coltcc or its divisions will comply with Year 2000 J)roc:essms 
req~iremeuts. Corrective "tions have been olf will be implemented in our uisriDg proil'&m$ &Dd 
microchip-based equipment with date sensitive functions. Additiol)!)lv. we have thoroushly reviewed our 
~CS and have confirmed tbat rhc;rt are no Year 2000 proeessillg wucs. In short, Coltec: and its 
division:~ have committed rhe resources and taken the SleJIS necessary to assess potential problems and tc 
implement cost e~ve solution. 

Based upon the n'.lmber and the variety ofYear 2000 readiness surveya we have been receiving from our 
c:u.stomer1 and veudort, we are providina this response in lieu of a:nswcrina individual surveys. Funber, we 
are still receivi.Dg responses to our customers ;wd s~pplier surveys, but are well alon1 in the process. 
CoJtec and its divisions intend to work with all of our customers to ens~ that we continue to provide the 
high level of service lllld reliability that you have come to expect from us. 

It is imponanc to both of our companies that we achieve Y car 2000 readiness. We are !ocusmg substantial 
effortS on ch.i:s project and expect to addres' all issues identified. If you require additional information 
regarding a specific issue pleas~ contact: 

~L~u•f) ~~errano 
Vice Ptaidc:ot ot" Finance 
Quin.ey Cornp~ Division 
Coltcc IDdusEries, Inc. 

TOTAL P.02 



Coltec Industries 

Montgomery Watson 
Scott Sherman 
Y2K Compliance 
21 00 Corporate Drive 
Addison, II 60 I 0 I 

Coltec Industries Inc Year :2000 
Readiness Program Status Report 

Quincy 
Compressor Division 

Ortman Fluid Power 
3501 Wismann Lane 
P.O. Box C2 
Quincy, Illinois 62305-3116 
217/222-7700 

We have received your inquiry regarding our company's Year 2000 readiness efforts. Coltec and its 
divisions have focused significant efforts toward addressing the potential problems that could arise as a 
result of the Year 2000 changeover. In order to address all issues in a timely manner, we have completed a 
comprehensive Year 2000 evaluation of all internal and external systems and contacts. We have Year 2000 
project teams in place at the corporate and divisional levels that have reviewed and tested our programs, 
hardware, and procedures. Additionally, we are undertaking a comprehensive survey of supplier and 
customer readiness efforts. It is Cohee's intention to resolve all issues that arise such that we will not 
suffer any material disruption of operations as a result of the millennium changeover. 

Co !tee and its divisions have completed or are in the process of completing, the replacement or upgrade of 
their internal computer systems to comply with Year 2000 processing requirements. Additionally, all new 
microchip-based equipment acquired by Coltec or its divisions will comply with Year 2000 processing 
requirements. Corrective actions have been or will be implemented in our existing programs and 
microchip-based equipment with date sensitive functions. Additionally, we have thoroughly reviewed our 
products and have confirmed that there are no Year 2000 processing issues. In short, Coltec and its 
divisions have committed the resources and taken the steps necessary to assess potential problems and to 
implement cost effective solution. 

Based upon the number and the variety ofYear 2000 readiness surveys we have been receiving from our 
customers and vendors, we are providing this response in lieu of answering individual surveys. Further, we 
are still receiving responses to our customers and supplier surveys, but are well along in the process. 
Coltec and its divisions intend to work with all of our customers to ensure that we continue to provide the 
h1gh level ot service and reliability that you have come to expect from us. 

It is important to both of our companies that we achieve Year 2000 readiness. We are focusing substantial 
efforts on this project and expect to address all issues identified. If you require additional information 
regarding a specific issue please contact: 

Vice President of Finance 
Qu··,,:y Compressor Division 
Coltec Industries, Inc. 

A division ol Coltec Industries Inc 



A&D Product information :) I 

rext to find: LOGO 

I 
ci 

~ z 
1 ~ l 
1LOGO! Manual, rei. 3 ~ED1 0501 AAOOO 

tOGO! 12RC ~ED10521BBOOOBAO 

II_OGO! 12RC 6ED1 0521 BBOOOBA 1 

1LOGO! 24 6ED10521CAOOOBAC 

_OGO! 24 6ED1 0521 CAOOOBA 1 

I_OGO! 230R ~ED10521FAOOOBAO 

I 
I~OGO! 230R-TWIN SET, 2X 

~ED10521FA020BAO ·_oG..Qt ~. 
I. ~.LO~D ,DISPLA'V 

~!230RC ) 6ED1 0521 FBOOOBAO 

_OGO! 23ut1v- 6ED10521FBOOOBA1 

1LOGO! 24R ~ED10521HAOOOBAC 

~isplayed records: 1 to 10 of 49 

~Siemens AG, Automation & Drives 

W~QIDJ!~ter 

Search results 
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MMDDYY 

i ~j I I 

J I !l 
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~ ~ 
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Not applicable or time 
unction 
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unction 

lfes ~w 2099 
no date 
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~o date 

Not applicable HW ~nd 
ime 
~unction 
No date 

Not applicable prtime 
unction 

Not applicable HW no date 
unction 

Yes HW 12099 
ro date 

Not applicable HW ~nd 
ime 
unction 

Last update: 14.JUL.1999 

~II information provided on this page is for informative purposes only. Any liability for the accuracy of the information exceeding the normal warranty is explicltely 
---.3XCIUded. 
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TOGO! 230RL ~ED10531FAOOOBAO 

:..OGO! 230RCL ~ED10531FBOOOBAO 
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©Siemens AG, Automation & Drives 
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no date 
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Last update: 14.JUL.1999 

All information provided on this page is for informative purposes only. Any liability for the accuracy of the information exceeding the normal warranty is explicitely 
excluded. 



SIEMENS 

Automation & Drives 

_Looking the Year 2000 
'itraight in the eye 
ScanTool2000 gets to grips with the 
nillennium date change 

Before incorrect date values throw your individually 
:onfigured user programs into a turmoil, you should 

1Illplement ScanTool 2000. 
This powerful tool for the SIMA TIC STEPS and 
>TEP7 industry software quickly and accurately traces 

-nate-processing sequences in your user programs. For 
vou and your systems this means security you can rely 
m. The automatic search procedures also save time and 

-money. Search results are presented in a clearly laid out 
nrotocol file that you can then take for checking and 
:orrecting the date-processing sequences. 

Use your SIMA TIC CARD to download the software 
tuickly and simply from the Internet. 

Or just get in touch with your personal Siemens contact. 
)rder number (disk): 

oZB5310-0FY30-2AAO 

J you need copying licenses for Scan Tool 2000, just gel 
1n touch with your personal Siemens contact. 

©Siemens AG Update: 9/15/98 
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~~IEMENS 
Oeutsch Find Home 

Information by Groups Information by Regions Task Force 

( - ,· -· 
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THE YEAR 2000 TRANSITION 

Siemens recognized the importance and complexity of the so-called "millennium bug" problem 
early on and is giving top priority to meeting this challenge. The matter is being approached 
openly and in close cooperation with all customers and suppliers associated with the Company. 
Nearly five years ago, Siemens conducted comprehensive analyses and took the first concrete 
steps toward dealing with the Year 2000 issue. To ensure that its business activities are not 
interrupted during the critical millennium transition, the Company undertook a thorough survey 
of all its business processes, operations and infrastructures. 

The Managing Board set a timetable for all processes and designated responsibilities relating 
to the Year 2000 matter at its meeting in November 1997. Details are being handled by the 
operating units and Regional Companies, which have set up competence centers and are 
taking appropriate action with the help of teams of experts. In addition, an Action 2000 task 
force has been established to coordinate activities from the corporate offices. 

Siemens is undertaking comprehensive measures and projects to achieve Year 2000 
compliance- according to the British Standards Institute (BSI) DISC PO 2000-1 standard- for 
all of its products, systems, plants and services, as well as for its internal processes and 
networking with business partners. The Company aims to achieve full Year 2000 compliance 
by mid-1999 and has installed extensive project controlling and monitoring systems to 
guarantee that all measures worldwide are implemented in time. The current status of Year 
2000 compliance for Siemens product offerings can be checked on the Internet or will be 
provided by the Company upon request. 

Siemens takes its responsibility to customers, business partners, shareholders and employees 
seriously, and is convinced that the measures and projects now under way will ensure the 
seamless functioning of all its activities and business processes, as well as the functionality of 
its products, systems, plants and services across the threshold of the new millennium. 

Cl Siemens AG 1999, D-80312 MOnchen, last changed: 26.05.1999 
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I Automation & Drives 

Products & Solutions Support, Training & Services News & Events About A&D 

Customer Support 

--consultant Support 

Training 

_Services 

Year 2000 I Y2K 

Product Database 

Hints 

Definition 

Description 

Contact Partners 

White Paper 

More Information 

Definition of year 2000 conformance 

1. Definition of year 2000 conformance for A&D 

The definition for A&D products of what we understand by year 
2000 conformance of a product is based on internationally 
recognized rules of the British Standards Institution 
(htlQi /WWV{J:?_§_i~QJ£1,JJ_k/.Q§;j{ d iscty_e_{:lr2Q_QQJJlm). 

Definition: 

Year 2000 conformance of a product means that the use of date 
values as of the coming turn of the millennium until the calendar 
limit of the product will return the required time and date and neither 
the performance nor function of the product will be impaired. 

For the output of two-digit year values it is important to indicate to 
the customer that the year must be interpreted correctly. 

2. Types of year 2000 conformance 

Year 2000 conformance of products is classifed as follows. 

/Year 2000 conformance 

jYes IIAII tests successful 

/No 
I At least one essential test for the system function was not 
successful 

D 
Not all test criteria fulfilled, however the system functionality is 
available (but, for example, the display is incorrect) 
or 
year 2000 conformance dependent on the product version 
More detailed information in the comments 

!Third Party I Product from a third-party manufacturer, more information in the 
comments 

Not The product does not have a time/date function i.e. the test criteria 
applicable cannot be applied 

3. General test criteria 

To conduct a year 2000 test, e.g. for 01.01.2000, the system clock 

I 
I 



of a control must be set to 31.12.1999 23:58. After that, switch off 
the product (Power off/ Reboot). After approx. five minutes switch 
on the product again. The correct result is 01.01.2000 00:03, the 
day of the week Saturday. After that, check whether the product 
processes the new time correctly in all its functions and that the 
performance and functionality of the product are in no way 
restricted. 

For clocks without battery back-up or software clocks the Power on I 
Power off is not required. 
If the product contains special time functions (number of days of a 
year, daylight-saving/standard time switchover etc.), they must also 
be tested in addition to the minimum scope of the tests. 

!Minimum test scope for A&D products: I 
31.12.1999 -> 01.01.2000 Actual year 2000 
(Friday) (Saturday) test 

28.02.2000 -> 29.02.2000 I leap year test I (Monday) (Tuesday) 
29.02.2000 -> 01.03.2000 

lleap year test I (Tuesday) (Wednesday) 
31.12.2000 1-> 01.01.2001 12001 rollover 
(Sunday) (Monday) test 
28.02.2004 1-> 29.02.2004 llleap year test I (Saturday) (Sunday) 
29.02.2004 1-> 01.03.2004 !!Leap year test I (Sunday) (Monday) 
09.09.1999 

I I Special risk date (Thursday) 

4. Calendar limits 

The calendar limit of a product is the upper date limit up to which all 
date functions of the product can be used without error. 
If the calendar limit is not known, 31.12.2020 is assumed to be the 
calendar limit and tested. 

Test environment 

Software must be tested in an environment consisting of year 2000 
conformant components, i.e. if our software product is running on 
an NT server with Oracle, the server (clock, Bios), the NT operating 
system and the database must be year 2000 conformant. 

5. Special test criteria for A&D software products 

For product internal processing of date fields, the following critical 
points were checked: 

Evaluations over a period 



Sorting by date, use of the date as an index 
• Searching, sorting, merging, or indexing of internal tables, 

linking of lists or other data structures based on date 
variables. 

• Are these operations performed correctly for all possible 
values for date fields in the key variables? 

• Creates the key index that contains the date fields, correct 
sequences for dates between 19xx und 20xx? 

Logic I arithmetic operations 
• Are time period calculation ( difference in days ) between two 

date fields, addition of time periods and data fields and day of 
the week calculation correct? 

• Does the application compare date fields with sector-specific 
logic or use Boolean logic for that purpose? Do all these 
comparisons come up with the correct results for all 
combinations of values? 

Leap year calculation 
o Does the application perform a leap year calculation? 
o Do these calculations treat the year 2000 as a leap year and 

the year 2001 as a non-leap year? 

Day-of-the-week calculations 

Treatment of a storage and version date 

Version tests 

Date-controlled back-up, archiving, recovery, and delete 
routines 

Explicit century 
o Are the first two digits of a four-digit year representation really 

calculated or is it just a constant with the value 19. 

Implicit century 
o How must the two-digit century be interpreted? E.g., do values 

between 00 and 49 imply the 20th century or those between 
00 and 59? 

Miscellaneous 
o Does the application make use of further applications that 

assign one variable to another? 
o Are the first two digits of a date cut off during an assignment? 
o Is the value in the target variable used in date calculation that 

requires a four-digit value for a correct result? 
o Does the application use language features such as 

REDEFINE in COBOL or COMMON in FORTRAN? 
o For all redefined fields, does some variable or other ignore or 

truncate the value to two digits of the date field? 
o Is the truncated value of the date used in a calculation that 

assumes that all values of a date have the first two-digits in 
common? 
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R. S. CORCORAN Co. 
MANUFACTURERS • CORROSION-RESISTANT CENTRIFUGAL PUMPS 

• EXOTIC ALLOYED CHEMICAL PUMPS 

500 NORTH VINE STREET 
P.O. BOX 429 
NEW LENOX, IL 60451-0429 

PHONE (815)-485-2156 
TOLL FREE 1-(800)-637 -1 067 
FAX (815)-485-5840 

www.corcoranpumps.thomasreglster.com • eman: corcorpump@earthlink.net 

FAX COVER I QUOTATION 

DATE JULY 20, 1999 

ATIENTION SCOTT SHERMAN 
cto MONTGOMERY WATSON 
DOCUMENTS SENT BY BILL KRAMER 

NUMBER OF PAGES (INCLUDING COVER SHEET) 1 

Y2K: 

WHILE CORCORAN PUMPS WOULD BE AFFECTED 
BY A POWER OUTAGE OR THE DISRUPTED FLOW 
OF SUPPLY LIQUID, IN AND OF THEMSELVES THE 
PUMPS WILL NOT BE THE CAUSE OF ANY Y2K 
PROBLEMS. 
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"Year 2000 Readiness Disclosure" 

December 21, 1998 

Dear Valued Business Partner. 

HYDROMATIC 

LAYNE a BOWLER 

MYERS 

800 Airport Road 
North Aurora, IL 60542 
(630) 859-7000 

We at the Pentair Pump Group value your business and are committed to doing business 
with you without interruption, disruption or inconvenience. As part of this commibnent, we 
would like to take this opportunity to reassure you with regard to our readiness for 
operations as we approach the new millennium. 

As you are undoubtedly aware, year values greater than 1999 present problems to certain 
automated systems and can affect critical applications including accounting, purchasing, 
order entry and manufacturing. At the Pentair Pump Group we have implemented a plan 
for addressing the year 2000 issue and have taken proactive measures to ensure that our 
operations will remain smooth and continuous. 

Our plan includes requesting our suppliers and vendors to provide us with assurances that 
they are addressing these same issues in a timely manner. Our Information Systems 
department is currently replacing its legacy information systems with new year 2000 
compliant systems from a major vendor. For partners doing business with us via EDI, we 
will be supporting the new year 2000 compliant transaction set. Our Manufacturing 
Engineering department is reviewing manufacturing systems and taking necessary actions. 
Qur Product Engineering department has reviewed our product fines and they are fully 
compliant_ -
In summary, this letter is to let you know that the Pentair Pump Group is dedicated to 
working together with our business partners to minimize the year 2000 problems so that our 
business and yours can continue to operate together as we have been doing. This letter is 
in lieu of any and all other correspondence, written or oral, received from us. 

If you have any questions regarding our year 2000 plan, please feel free to email Steve 
Saunders, our Director of I.S., at stephen.saunders@pentairpump.com. 

Sincerely, 

~~~~ 
Tom L. Pellegrino 
V.P. Finance 
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1200 Burlington North Kansas City. MO 641 1 6 (816) 842-771 1 

FAX (816} 842·4580 WAlTS 800-877·771 1 

July 14, 1999 

at Sror ?lt!ilfllii 
Montgomery Watson 
Fax: 630-691-5133 

Dear Mr. Sherman: 

1 am responding to your request for a status of our preparedness for the Year 2000 (Y2K) 
computer problem. We upgraded all of our computer hardware and software in 1997, and 
bc::came Y2K compliant in our internal operations as a re111ult. In addition, the 
manufacturers whose products represent about 90% of our sales either are now Y2K 
compliant or an~ in the impJ~mcntation process. 

You specifically requested information about a Jaeco Series E pump, but none of the 
products we distribute contain imbedded logic that would be affected by Y2K. The only 
way the perfonnance of the Jaeco would be affected would be if you have it being run by 
another system device that was affected. 

If you require any auditional information, you may contact me: directly- our address, 
phone <tnd fax numbers are on this l~ner. 

s7/!4tJ~ 
Michael West 
Executive Vice President 

PUMPS • AIR COMPRESSORS • BlOWERS 
SALES • SERVICE • PARTS • RENTALS 
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ProMinent Fluid Controls, Inc. 
R. I. D. C. Park West 

Fax No.: 412-787.0704 
Phone: 412·787-2484 

136 Industry Drive 
Pittsburgh, PA 15275-1014 

Date: July 15, 1999 

USA Page: 1 of 2 

To: Montgomery Watson From: Steve Vander Lippe 
Year 2000 Contact 

Fax No.: 630-691-5133 E-mail: stevenv@pfc-amer.com 

ATTN: Scott Sherman Website http://wtNw.pfc-amer.com 

RE: Year 2000 (Y2K) Compliance 

Per your request, please find attached ProMinent Fluid Controls, Inc Year 2000 readiness 
confirmation. This response covers all aspects of our abilities and the complete product line 
of ProMinent Fluid Controls, Inc. including: 

Metering Pumps 

• Alpha • Beta4 • Beta 5 • CONCEPT 

• Extronic • FKM • Gamma4 • Gammas 

• Makro • Meta • Miltro Gamma • PHD/RHD/CLD 

• Pneumados • Sigma • Varlo 

Controllers I Systems I Specialty Products 

• Dulcomarin Pool • Dulcometer Proportional/ PID • Dulcotest 
Controllers Controllers (01 C and D2C) Sensors 

• Bello Zan Chlorine Dioxide Generators • Bono Zon I Ozonfilt Ozone Generators 
(CDVa and CDKa) 

• Hydrogen Peroxide I Peracetic Acid • P-Series Liquid Polymer System 
Control • Ultromat Dry Polymer Feeders 

• Reverse Osmosis Systems • UV Systems • WS Controllers 

NOTE: Year 2000 status is not effected by (any) model type, for example: 

BT4a1601PPE060BDOOOOOO is simply a Beta 4 

SICaHM12050PVTOOOODOOO is simply a Sigma. 

01 CaW1 P20000G21 OE Is simply a Dulcometer Proportional/ PIO Controller (01 C). 

Cordially, 

Steven G. Vander Uppe 
Quality Manager, Year 2000 Contact 

(Document i& electronically produced, no signature is attached. Please understand that due to volume of 
inquires all requests receive this pre-established response). 
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ProMinent Fluid Controls, inc. 

Year 2000 (Y2K) Readiness 

We at ProMinent Fluid Controls, Inc. are pleased to announce that we have 
achieved Year 2000 Compli~nce in all aspects of our business: 

In early 1998, we began the assessment of the following areas: 

1. Our product line 
• NO product ProMinent Fluid Controls, Inc. manufactures, now or in the past, 

contain internal calendar or date functions that are effected by the year 2000, 
2001, or leap years. 

2. Information and logistics systems 
• As of January 1, 1999 ProMinent Fluid Controls, Inc. has implemented a Year 

2000 ready Information and Logistics System into all aspects of our business. 
3. Ancillary systems 

• As of February 1, 1999 ProMinent Fluid Controls, Inc. has replaced our 
phone I voice mail system with a Year 2000 ready Communications System 
(this was the only area of our ancillary systems that failed the Y2K audit). 

4. Suppliers 
• All of our key suppliers were audited for Year 2000 Compliance during 1998. 

Alternates and back-ups have been secured for those suppliers that provided 
a less than positive response. 

Unfortunately, due to the number of external parties (suppliers, utilities, etc.) which 
we rely on to conduct business, and whose actions could have an adverse effect on 
our Year 2000 efforts. ProMinent Fluid Controls, Inc. cannot provide written or 
implied guarantees, certifications, or warranties as to our compliance for the Year 
2000. We are using are best efforts to be prepared for the Year 2000 and feel 
confident that few, if any, difficulties will be incurred. 

Y2K Lead Team Members: 

Douglas C. Columbus 
Information Systems Manager 

Francis A. Perfett 
Treasurer 

Steven G. Vander Lippe 
Quality Manager and Y2K Contact 

RIDC Patk W.st 
136 lnduavy DINe 
Pltlabulgtl, PA 15275-1014 

Telephone •121787~ 
Talefu 412J7f!l7-o7D4 

Manut•cturers 01 elediOnlcally 
controllecl et'lemleal malllring pumpe 
... 11mblad and lellted in U.S.A. 
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The Rival Company Year 2000 Compliance Plan 

-hank you for your recent inquiry regarding Rival's awareness of and preparation for the Year 2000. We 
.,;hare your concerns, and wish to report that Rival is well into the third year of an aggressive, yet systematic 
approach to prepare for the Year 2000 . 

• ~ivai has a plan in place that we believe has enabled us to identify Y2K issues and correct our systems 
and processes before they become a problem. Pursuant to this plan, we have deployed the financial, 
echnical, manufacturing and management resources intended to achieve Year 2000 compliance. 

During the last three years, we have installed Year 2000 compliant software in the following systems: 
=inance, Sales, Distribution, and Manufacturing (representing all the Company's computer based 

-applications). We continue to test these systems to ensure they meet the necessary requirements that will 
minimize any disruption of critical business processes. Our work proceeds under the continuing guidance 
>f an internal committee and we are targeting 30 June 1999 to complete testing. 

We have confirmed that all current Rival products sold to our customers are Year 2000 compliant. In 
1ddition, we are verifying that all material internal systems are compliant. 

The Rival Company however cannot warrant that we have received assurances from all vendors, suppliers, 
md governmental agencies that could materially adversely affect our business. We are pursuing 

-assurances from all major vendors, but at this time have not received responses from all of them that their 
computing devices will not be subject to failures. 

-for those customers and vendors that participate in electronic commerce with us, the Company is targeting 
Year 2000 compliance by 30 June 1999. 

--we are confident that all material Year 2000 issues will be resolved by the end of 1999. Thank you again 
for your interest. 

[BACK] 



,. 
The Rival Company is a leading designer, manufacturer, and marketer of small household appliances, personal care 

--appliances and sump, well and utility pumps. The Company sells its products under the Rival®, Simer®, Pollenex®, 
Patton®, White Mountain® and Bionaire® brand names. 

RIVAL: 

BIONAIRE. PAn ••. 

Look at our Crock-Pot® recipes of the month! 

[News Releases] [Product Information] [Consumer Service] [Accessories] 

The Rival Company 
800 East 101st Terrace 

Kansas City, MO 64131 


